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GENERAL NOTES:

· IN GENERAL, ITEMS TO BE REMOVED ARE SHOWN
DASHED, HOWEVER, CONTRACTOR SHALL REMOVE ALL
ITEMS AS REQUIRED TO ALLOW FOR NEW CONSTRUCTION.

· ALL ITEMS TO BE REMOVED SHALL BE RECYCLED WHERE
FEASIBLE.

· CONTRACTOR IS RESPONSIBLE FOR ALL DEMOLITION TO
READY THE SITE/FLOOR FOR NEW CONSTRUCTION.

· CONTRACTOR TO REMOVE ALL EXISTING MILLWORK AND
ANY INCORPORATED PLUMBING FIXTURES AS REQUIRED
PER NEW PLAN.

· CONTRACTOR TO REMOVE ANY REMAINING FLOORING
FINISH MATERIALS FILL, PATCH & REPAIR AS REQUIRED
PER NEW PLAN. CONTRACTOR TO REMOVE
CORRESPONDING WALL BASE.

· CONTRACTOR TO REMOVE EXISTING ABANDONED
ELECTRIC, TELEPHONE, & DATA CABLING & DEVICES, AS
WELL AS ANY OTHER FIXTURES AS REQUIRED TO
ACCOMMODATE NEW WORK.

· PRIOR TO DEMOLITION CONTRACTOR TO VERIFY W/
ARCHITECT WHAT, IF ANY, ITEMS ARE TO BE SALVAGED.

· CONTRACTOR TO PROTECT ALL EXISTING FINISHES TO
REMAIN DURING CONSTRUCTION AND REPLACE
DAMAGED FINISHES AS REQUIRED.

· CONTRACTOR TO VERIFY IN FIELD ANY ADDITIONAL
DEMOLITION REQUIRED TO PREPARE AREA FOR NEW
CONSTRUCTION PER PLANS.

· CONTRACTOR TO CONTACT ARCHITECT TO INSPECT
POST-DEMO CONDITIONS PRIOR TO THE START OF NEW
CONSTRUCTION.

· PREP ALL WALLS AND FRAMES FOR PAINT WHERE
SPECIFIED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOORS & FRAMES WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST DOOR OPERATIONS
AS REQUIRED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOOR HARDWARE WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST HARDWARE
OPERATIONS AS REQUIRED.

· CONTRACTOR TO REMOVE ALL BUT NOT LIMITED TO ALL
EXISTING PLAQUES, SIGNAGE, WALL ART AND REPATCH
WALL AND PREP FOR PAINTING AS REQUIRED.

DEMOLITION NOTES

DEMOLITION PLAN KEY NOTES: #

1. REMOVE EXIST. WALL; PATCH/REPAIR ADJACENT WALL AS
REQ'D. PREPARE ANY ELECTRICAL OUTLETS, EMERGENCY
LIGHTING, THERMOSTATS, SWITCHES, ETC....  FOR RELOCATION
OR TERMINATION AS REQ'D

2. REMOVE PORTION OF EXISTING WALL, PREPARE FOR NEW
OPENING PER NEW FLOOR PLAN.  PROVIDE NEW HEADER AND
JAMB AS REQ'D. REWORK ELECTRICAL DEVICES, (OUTLETS, ETC.)
AS REQ'D., (SEE ELECT. DWGS).

3. REMOVE EXIST. DOOR, FRAME,  & ASSOCIATED HARDWARE IN
IT'S ENTIRETY. PROTECT & STORE  FOR REINSTALLATION. NO
COMPONENTS ARE TO BE DISCARDED UNTIL ASSESSED AND
COORDINATED WITH RE-INSTALLATION WORK. SUGGESTED
DOOR RELOCATION NUMBER IS TAGGED. COORDINATE
SALVAGE OF UNUSED COMPONENTS WITH OWNER.

4. EXISTING WINDOW TO BE REMOVED AND RELOCATED IN ROOM
PER FLOOR PROPOSED FLOOR PLAN.

5. REMOVE EXIST. FLOORING, BASE AND ANY ADHESIVES.  LEVEL
AND PREP SUBFLOOR TO RECEIVE NEW FLOORING PER FINISH
PLAN. SALVAGE EXISTING CARPET TILE WHERE OCCURS IN
SUFFICIENT QUANTITIES FOR AREAS TO RECEIVE CARPET
NOTED ON FINISH PLANS.

6. EXISTING PLUMBING FIXTURE TO BE REMOVED.
REPLACE/REMOVE/CAP/REWORK ALL WATER SUPPLY AND
WASTE LINES PER PLUMBING DRAWINGS. INFILL & PATCH ALL
FLOOR AND WALL AREAS TO MATCH EXISTING OR AS REQUIRED
TO PREPARE FOR NEW FINISHES.

7. EXISTING MILLWORK (BASE CABINETS, WALL MOUNTED
CABINETS, BACKSLASH, COUNTERTOP, ETC.) TO BE REMOVED IN
ITS ENTIRETY.

8. EXISTING WINDOW TO BE REMOVED.

9. REMOVE EXISTING LIGHTING AND ANY AND ALL SUSPENDED
CEILINGS IN THEIR ENTIRETY. SALVAGE COMPONENTS AS
NECESSARY FOR RE-WORK AREAS SHOWN ON PROPOSED
REFLECTED CEILING PLAN.

10. EXISTING GYP. BOARD SOFFIT OR CEILING TO BE REMOVED.

11. CAREFULLY REMOVE PORTION OF EXISTING SUSPENDED
CEILINGS AS NECESSARY TO ACCOMMODATE NEW WORK.
SALVAGE COMPONENTS AS NECESSARY FOR RE-WORK AREAS
SHOWN ON PROPOSED REFLECTED CEILING PLAN.

12. EXISTING LIGHT FIXTURES TO BE REMOVED AND RELOCATED.
PROTECT AND STORE FOR REINSTALLATION.  REFER TO
REFLECTED CEILING PLAN FOR NEW LAYOUT. COORDINATE
SALVAGE OF UNUSED LIGHTING WITH OWNER.

13. EXISTING DOOR SLAB TO BE REMOVED.
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GENERAL NOTES:

· IN GENERAL, ITEMS TO BE REMOVED ARE SHOWN
DASHED, HOWEVER, CONTRACTOR SHALL REMOVE ALL
ITEMS AS REQUIRED TO ALLOW FOR NEW CONSTRUCTION.

· ALL ITEMS TO BE REMOVED SHALL BE RECYCLED WHERE
FEASIBLE.

· CONTRACTOR IS RESPONSIBLE FOR ALL DEMOLITION TO
READY THE SITE/FLOOR FOR NEW CONSTRUCTION.

· CONTRACTOR TO REMOVE ALL EXISTING MILLWORK AND
ANY INCORPORATED PLUMBING FIXTURES AS REQUIRED
PER NEW PLAN.

· CONTRACTOR TO REMOVE ANY REMAINING FLOORING
FINISH MATERIALS FILL, PATCH & REPAIR AS REQUIRED
PER NEW PLAN. CONTRACTOR TO REMOVE
CORRESPONDING WALL BASE.

· CONTRACTOR TO REMOVE EXISTING ABANDONED
ELECTRIC, TELEPHONE, & DATA CABLING & DEVICES, AS
WELL AS ANY OTHER FIXTURES AS REQUIRED TO
ACCOMMODATE NEW WORK.

· PRIOR TO DEMOLITION CONTRACTOR TO VERIFY W/
ARCHITECT WHAT, IF ANY, ITEMS ARE TO BE SALVAGED.

· CONTRACTOR TO PROTECT ALL EXISTING FINISHES TO
REMAIN DURING CONSTRUCTION AND REPLACE
DAMAGED FINISHES AS REQUIRED.

· CONTRACTOR TO VERIFY IN FIELD ANY ADDITIONAL
DEMOLITION REQUIRED TO PREPARE AREA FOR NEW
CONSTRUCTION PER PLANS.

· CONTRACTOR TO CONTACT ARCHITECT TO INSPECT
POST-DEMO CONDITIONS PRIOR TO THE START OF NEW
CONSTRUCTION.

· PREP ALL WALLS AND FRAMES FOR PAINT WHERE
SPECIFIED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOORS & FRAMES WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST DOOR OPERATIONS
AS REQUIRED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOOR HARDWARE WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST HARDWARE
OPERATIONS AS REQUIRED.

· CONTRACTOR TO REMOVE ALL BUT NOT LIMITED TO ALL
EXISTING PLAQUES, SIGNAGE, WALL ART AND REPATCH
WALL AND PREP FOR PAINTING AS REQUIRED.

DEMOLITION NOTES

DEMOLITION PLAN KEY NOTES: #

1. REMOVE EXIST. WALL; PATCH/REPAIR ADJACENT WALL AS
REQ'D. PREPARE ANY ELECTRICAL OUTLETS, EMERGENCY
LIGHTING, THERMOSTATS, SWITCHES, ETC....  FOR RELOCATION
OR TERMINATION AS REQ'D

2. REMOVE PORTION OF EXISTING WALL, PREPARE FOR NEW
OPENING PER NEW FLOOR PLAN.  PROVIDE NEW HEADER AND
JAMB AS REQ'D. REWORK ELECTRICAL DEVICES, (OUTLETS, ETC.)
AS REQ'D., (SEE ELECT. DWGS).

3. REMOVE EXIST. DOOR, FRAME,  & ASSOCIATED HARDWARE IN
IT'S ENTIRETY. PROTECT & STORE  FOR REINSTALLATION. NO
COMPONENTS ARE TO BE DISCARDED UNTIL ASSESSED AND
COORDINATED WITH RE-INSTALLATION WORK. SUGGESTED
DOOR RELOCATION NUMBER IS TAGGED. COORDINATE
SALVAGE OF UNUSED COMPONENTS WITH OWNER.

4. EXISTING WINDOW TO BE REMOVED AND RELOCATED IN ROOM
PER FLOOR PROPOSED FLOOR PLAN.

5. REMOVE EXIST. FLOORING, BASE AND ANY ADHESIVES.  LEVEL
AND PREP SUBFLOOR TO RECEIVE NEW FLOORING PER FINISH
PLAN. SALVAGE EXISTING CARPET TILE WHERE OCCURS IN
SUFFICIENT QUANTITIES FOR AREAS TO RECEIVE CARPET
NOTED ON FINISH PLANS.

6. EXISTING PLUMBING FIXTURE TO BE REMOVED.
REPLACE/REMOVE/CAP/REWORK ALL WATER SUPPLY AND
WASTE LINES PER PLUMBING DRAWINGS. INFILL & PATCH ALL
FLOOR AND WALL AREAS TO MATCH EXISTING OR AS REQUIRED
TO PREPARE FOR NEW FINISHES.

7. EXISTING MILLWORK (BASE CABINETS, WALL MOUNTED
CABINETS, BACKSLASH, COUNTERTOP, ETC.) TO BE REMOVED IN
ITS ENTIRETY.

8. EXISTING WINDOW TO BE REMOVED.

9. REMOVE EXISTING LIGHTING AND ANY AND ALL SUSPENDED
CEILINGS IN THEIR ENTIRETY. SALVAGE COMPONENTS AS
NECESSARY FOR RE-WORK AREAS SHOWN ON PROPOSED
REFLECTED CEILING PLAN.

10. EXISTING GYP. BOARD SOFFIT OR CEILING TO BE REMOVED.

11. CAREFULLY REMOVE PORTION OF EXISTING SUSPENDED
CEILINGS AS NECESSARY TO ACCOMMODATE NEW WORK.
SALVAGE COMPONENTS AS NECESSARY FOR RE-WORK AREAS
SHOWN ON PROPOSED REFLECTED CEILING PLAN.

12. EXISTING LIGHT FIXTURES TO BE REMOVED AND RELOCATED.
PROTECT AND STORE FOR REINSTALLATION.  REFER TO
REFLECTED CEILING PLAN FOR NEW LAYOUT. COORDINATE
SALVAGE OF UNUSED LIGHTING WITH OWNER.

13. EXISTING DOOR SLAB TO BE REMOVED.
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GENERAL NOTES:

· IN GENERAL, ITEMS TO BE REMOVED ARE SHOWN
DASHED, HOWEVER, CONTRACTOR SHALL REMOVE ALL
ITEMS AS REQUIRED TO ALLOW FOR NEW CONSTRUCTION.

· ALL ITEMS TO BE REMOVED SHALL BE RECYCLED WHERE
FEASIBLE.

· CONTRACTOR IS RESPONSIBLE FOR ALL DEMOLITION TO
READY THE SITE/FLOOR FOR NEW CONSTRUCTION.

· CONTRACTOR TO REMOVE ALL EXISTING MILLWORK AND
ANY INCORPORATED PLUMBING FIXTURES AS REQUIRED
PER NEW PLAN.

· CONTRACTOR TO REMOVE ANY REMAINING FLOORING
FINISH MATERIALS FILL, PATCH & REPAIR AS REQUIRED
PER NEW PLAN. CONTRACTOR TO REMOVE
CORRESPONDING WALL BASE.

· CONTRACTOR TO REMOVE EXISTING ABANDONED
ELECTRIC, TELEPHONE, & DATA CABLING & DEVICES, AS
WELL AS ANY OTHER FIXTURES AS REQUIRED TO
ACCOMMODATE NEW WORK.

· PRIOR TO DEMOLITION CONTRACTOR TO VERIFY W/
ARCHITECT WHAT, IF ANY, ITEMS ARE TO BE SALVAGED.

· CONTRACTOR TO PROTECT ALL EXISTING FINISHES TO
REMAIN DURING CONSTRUCTION AND REPLACE
DAMAGED FINISHES AS REQUIRED.

· CONTRACTOR TO VERIFY IN FIELD ANY ADDITIONAL
DEMOLITION REQUIRED TO PREPARE AREA FOR NEW
CONSTRUCTION PER PLANS.

· CONTRACTOR TO CONTACT ARCHITECT TO INSPECT
POST-DEMO CONDITIONS PRIOR TO THE START OF NEW
CONSTRUCTION.

· PREP ALL WALLS AND FRAMES FOR PAINT WHERE
SPECIFIED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOORS & FRAMES WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST DOOR OPERATIONS
AS REQUIRED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOOR HARDWARE WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST HARDWARE
OPERATIONS AS REQUIRED.

· CONTRACTOR TO REMOVE ALL BUT NOT LIMITED TO ALL
EXISTING PLAQUES, SIGNAGE, WALL ART AND REPATCH
WALL AND PREP FOR PAINTING AS REQUIRED.

DEMOLITION NOTES

DEMOLITION PLAN KEY NOTES: #

1. REMOVE EXIST. WALL; PATCH/REPAIR ADJACENT WALL AS
REQ'D. PREPARE ANY ELECTRICAL OUTLETS, EMERGENCY
LIGHTING, THERMOSTATS, SWITCHES, ETC....  FOR RELOCATION
OR TERMINATION AS REQ'D

2. REMOVE PORTION OF EXISTING WALL, PREPARE FOR NEW
OPENING PER NEW FLOOR PLAN.  PROVIDE NEW HEADER AND
JAMB AS REQ'D. REWORK ELECTRICAL DEVICES, (OUTLETS, ETC.)
AS REQ'D., (SEE ELECT. DWGS).

3. REMOVE EXIST. DOOR, FRAME,  & ASSOCIATED HARDWARE IN
IT'S ENTIRETY. PROTECT & STORE  FOR REINSTALLATION. NO
COMPONENTS ARE TO BE DISCARDED UNTIL ASSESSED AND
COORDINATED WITH RE-INSTALLATION WORK. SUGGESTED
DOOR RELOCATION NUMBER IS TAGGED. COORDINATE
SALVAGE OF UNUSED COMPONENTS WITH OWNER.

4. EXISTING WINDOW TO BE REMOVED AND RELOCATED IN ROOM
PER FLOOR PROPOSED FLOOR PLAN.

5. REMOVE EXIST. FLOORING, BASE AND ANY ADHESIVES.  LEVEL
AND PREP SUBFLOOR TO RECEIVE NEW FLOORING PER FINISH
PLAN. SALVAGE EXISTING CARPET TILE WHERE OCCURS IN
SUFFICIENT QUANTITIES FOR AREAS TO RECEIVE CARPET
NOTED ON FINISH PLANS.

6. EXISTING PLUMBING FIXTURE TO BE REMOVED.
REPLACE/REMOVE/CAP/REWORK ALL WATER SUPPLY AND
WASTE LINES PER PLUMBING DRAWINGS. INFILL & PATCH ALL
FLOOR AND WALL AREAS TO MATCH EXISTING OR AS REQUIRED
TO PREPARE FOR NEW FINISHES.

7. EXISTING MILLWORK (BASE CABINETS, WALL MOUNTED
CABINETS, BACKSLASH, COUNTERTOP, ETC.) TO BE REMOVED IN
ITS ENTIRETY.

8. EXISTING WINDOW TO BE REMOVED.

9. REMOVE EXISTING LIGHTING AND ANY AND ALL SUSPENDED
CEILINGS IN THEIR ENTIRETY. SALVAGE COMPONENTS AS
NECESSARY FOR RE-WORK AREAS SHOWN ON PROPOSED
REFLECTED CEILING PLAN.

10. EXISTING GYP. BOARD SOFFIT OR CEILING TO BE REMOVED.

11. CAREFULLY REMOVE PORTION OF EXISTING SUSPENDED
CEILINGS AS NECESSARY TO ACCOMMODATE NEW WORK.
SALVAGE COMPONENTS AS NECESSARY FOR RE-WORK AREAS
SHOWN ON PROPOSED REFLECTED CEILING PLAN.

12. EXISTING LIGHT FIXTURES TO BE REMOVED AND RELOCATED.
PROTECT AND STORE FOR REINSTALLATION.  REFER TO
REFLECTED CEILING PLAN FOR NEW LAYOUT. COORDINATE
SALVAGE OF UNUSED LIGHTING WITH OWNER.

13. EXISTING DOOR SLAB TO BE REMOVED.
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GENERAL NOTES:

· IN GENERAL, ITEMS TO BE REMOVED ARE SHOWN
DASHED, HOWEVER, CONTRACTOR SHALL REMOVE ALL
ITEMS AS REQUIRED TO ALLOW FOR NEW CONSTRUCTION.

· ALL ITEMS TO BE REMOVED SHALL BE RECYCLED WHERE
FEASIBLE.

· CONTRACTOR IS RESPONSIBLE FOR ALL DEMOLITION TO
READY THE SITE/FLOOR FOR NEW CONSTRUCTION.

· CONTRACTOR TO REMOVE ALL EXISTING MILLWORK AND
ANY INCORPORATED PLUMBING FIXTURES AS REQUIRED
PER NEW PLAN.

· CONTRACTOR TO REMOVE ANY REMAINING FLOORING
FINISH MATERIALS FILL, PATCH & REPAIR AS REQUIRED
PER NEW PLAN. CONTRACTOR TO REMOVE
CORRESPONDING WALL BASE.

· CONTRACTOR TO REMOVE EXISTING ABANDONED
ELECTRIC, TELEPHONE, & DATA CABLING & DEVICES, AS
WELL AS ANY OTHER FIXTURES AS REQUIRED TO
ACCOMMODATE NEW WORK.

· PRIOR TO DEMOLITION CONTRACTOR TO VERIFY W/
ARCHITECT WHAT, IF ANY, ITEMS ARE TO BE SALVAGED.

· CONTRACTOR TO PROTECT ALL EXISTING FINISHES TO
REMAIN DURING CONSTRUCTION AND REPLACE
DAMAGED FINISHES AS REQUIRED.

· CONTRACTOR TO VERIFY IN FIELD ANY ADDITIONAL
DEMOLITION REQUIRED TO PREPARE AREA FOR NEW
CONSTRUCTION PER PLANS.

· CONTRACTOR TO CONTACT ARCHITECT TO INSPECT
POST-DEMO CONDITIONS PRIOR TO THE START OF NEW
CONSTRUCTION.

· PREP ALL WALLS AND FRAMES FOR PAINT WHERE
SPECIFIED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOORS & FRAMES WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST DOOR OPERATIONS
AS REQUIRED.

· CONTRACTOR TO VERIFY THE CONDITION OF ALL
EXISTING DOOR HARDWARE WITH ARCHITECT IN ORDER
FOR RE-USE.  CONTRACTOR TO ADJUST HARDWARE
OPERATIONS AS REQUIRED.

· CONTRACTOR TO REMOVE ALL BUT NOT LIMITED TO ALL
EXISTING PLAQUES, SIGNAGE, WALL ART AND REPATCH
WALL AND PREP FOR PAINTING AS REQUIRED.

DEMOLITION NOTES

OR TERMINATION AS REQ'D

2. REMOVE PORTION OF EXISTING WALL, PREPARE FOR NEW
OPENING PER NEW FLOOR PLAN.  PROVIDE NEW HEADER AND
JAMB AS REQ'D. REWORK ELECTRICAL DEVICES, (OUTLETS, ETC.)
AS REQ'D., (SEE ELECT. DWGS).

3. REMOVE EXIST. DOOR, FRAME,  & ASSOCIATED HARDWARE IN
IT'S ENTIRETY. PROTECT & STORE  FOR REINSTALLATION. NO
COMPONENTS ARE TO BE DISCARDED UNTIL ASSESSED AND
COORDINATED WITH RE-INSTALLATION WORK. SUGGESTED
DOOR RELOCATION NUMBER IS TAGGED. COORDINATE
SALVAGE OF UNUSED COMPONENTS WITH OWNER.

4. EXISTING WINDOW TO BE REMOVED AND RELOCATED IN ROOM
PER FLOOR PROPOSED FLOOR PLAN.

5. REMOVE EXIST. FLOORING, BASE AND ANY ADHESIVES.  LEVEL
AND PREP SUBFLOOR TO RECEIVE NEW FLOORING PER FINISH
PLAN. SALVAGE EXISTING CARPET TILE WHERE OCCURS IN
SUFFICIENT QUANTITIES FOR AREAS TO RECEIVE CARPET
NOTED ON FINISH PLANS.

6. EXISTING PLUMBING FIXTURE TO BE REMOVED.
REPLACE/REMOVE/CAP/REWORK ALL WATER SUPPLY AND
WASTE LINES PER PLUMBING DRAWINGS. INFILL & PATCH ALL
FLOOR AND WALL AREAS TO MATCH EXISTING OR AS REQUIRED
TO PREPARE FOR NEW FINISHES.

7. EXISTING MILLWORK (BASE CABINETS, WALL MOUNTED
CABINETS, BACKSLASH, COUNTERTOP, ETC.) TO BE REMOVED IN
ITS ENTIRETY.

8. EXISTING WINDOW TO BE REMOVED.

9. REMOVE EXISTING LIGHTING AND ANY AND ALL SUSPENDED
CEILINGS IN THEIR ENTIRETY. SALVAGE COMPONENTS AS
NECESSARY FOR RE-WORK AREAS SHOWN ON PROPOSED
REFLECTED CEILING PLAN.

10. EXISTING GYP. BOARD SOFFIT OR CEILING TO BE REMOVED.

11. CAREFULLY REMOVE PORTION OF EXISTING SUSPENDED
CEILINGS AS NECESSARY TO ACCOMMODATE NEW WORK.
SALVAGE COMPONENTS AS NECESSARY FOR RE-WORK AREAS
SHOWN ON PROPOSED REFLECTED CEILING PLAN.

12. EXISTING LIGHT FIXTURES TO BE REMOVED AND RELOCATED.
PROTECT AND STORE FOR REINSTALLATION.  REFER TO
REFLECTED CEILING PLAN FOR NEW LAYOUT. COORDINATE
SALVAGE OF UNUSED LIGHTING WITH OWNER.

13. EXISTING DOOR SLAB TO BE REMOVED.
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· CONSTRUCTION SHALL CONFORM TO ALL APPLICABLE NEW
YORK STATE BUILDING CODES, OSHA STANDARDS AND FIRE
SAFETY CODE / RELEVANT SECTIONS OF THE N.F.P.A. & ANY
LOCAL CODES BEING MORE RESTRICTIVE THAN THE MINIMUMS
LISTED.

· CONSTRUCTION MEANS, METHODS, TECHNIQUES AND
CRAFTSMANSHIP ARE THE RESPONSIBILITY OF THE GENERAL
CONTRACTOR. G.C. SHALL VERIFY ALL DIMENSIONS AND
CONDITIONS IN THE FIELD. CONTACT ARCHITECT IF MAJOR
DISCREPANCIES OCCUR BETWEEN DRAWINGS AND EXISTING
CONDITIONS.

· THE CONTRACTOR IS REQUIRED TO INSPECT THE PROJECT SITE
IN ORDER TO DETERMINE THE EXTENT OF THE REQUIRED WORK.
THIS INSPECTION SHALL BE COMPLETED PRIOR TO THE
SUBMISSION OF ANY PROPOSAL TO COMPLETE THIS PROJECT.
INSPECTION TIMES SHALL BE COORDINATED WITH THE OWNER.

· THE CONTRACTOR IS RESPONSIBLE FOR COMPLIANCE WITH ALL
INFORMATION ON THE DRAWINGS.

· THE CONTRACTOR'S ATTENTION IS DIRECTED TO THE FACT
THAT DUE TO THE NATURE OF  RECONSTRUCTION PROJECTS,
THE EXACT EXTENT OF THE RECONSTRUCTION WORK CANNOT
ALWAYS BE ACCURATELY DETERMINED PRIOR TO THE
COMMENCEMENT OF THE WORK. THESE  DOCUMENTS HAVE
BEEN PREPARED BASED ON FIELD INSPECTIONS AND OTHER
INFORMATION  AVAILABLE AT THE TIME. ACTUAL FIELD
CONDITIONS MAY REQUIRE MODIFICATION TO  CONSTRUCTION
DETAILS AND WORK QUANTITIES. THE CONTRACTOR SHALL BID
& PERFORM  THE WORK IN ACCORDANCE WITH THE FIELD
CONDITIONS.

· ALL DIMENSIONS SHOWN FOR EXISTING STRUCTURES ARE
BASED ON RECORD DRAWINGS  AND  FIELD MEASUREMENTS.
THE CONTRACTOR IS ADVISED THAT SAID DRAWINGS  MAY NOT
ACCURATELY REFLECT AS BUILT CONDITIONS. ACCURATE FIELD
MEASUREMENTS  SHOULD BE MADE PRIOR TO ORDERING ANY
PREFABRICATED MATERIALS. DISCREPANCIES  SHALL BE
REPORTED TO THE ARCHITECT AND SHALL BE REFLECTED ON
THE  CONTRACTORS SHOP DRAWINGS.

· THE DRAWINGS, SPECIFICATIONS AND OTHER DOCUMENTS FOR
THIS PROJECT WILL BE COMPLETED TO THE SCOPE OF THE
PROJECT IN COMPLIANCE WITH THE OWNER AND DESIGN
TEAM. ANY CHANGES TO THESE DRAWINGS, SPECIFICATIONS
AND OTHER DOCUMENTS WILL ONLY BE DONE BY A CHANGE
ORDER THAT IS APPROVED BY THE OWNER'S REPRESENTATIVE.

· CONSIDERATION WILL NOT BE GRANTED FOR ANY ALLEGED
MISUNDERSTANDINGS AS TO THE AMOUNT AND / OR SCOPE OF
WORK TO BE PERFORMED. TENDER OF PROPOSAL SHALL
CONVEY FULL AGREEMENT TO THE ITEMS, AND CONDITIONS
INDICATED IN THE CONSTRUCTION DOCUMENTS. SHOULD THE
CONTRACTOR FIND DISCREPANCIES OR OMISSIONS IN THE
CONSTRUCTION DOCUMENTS OR BE IN DOUBT AS TO THE

INTENT THEREOF, THE CONTRACTOR SHALL IMMEDIATELY
OBTAIN CLARIFICATION FROM THE ARCHITECT PRIOR TO
SUBMITTING A PROPOSAL FOR THE WORK.

· ALL OWNER SUPPLIED ITEMS WILL BE COORDINATED WITHIN
THE GENERAL CONTRACTOR'S CONSTRUCTION SCHEDULES
PRIOR TO COMMENCEMENT OF ANY WORK.

· THE CONTRACTOR SHALL COORDINATE HIS WORK AND
SCHEDULE WITH THE OWNER FOR ALL BUILDING AND
CONSTRUCTION SIGNAGE.

· THE CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF
HIS WORK AND SCHEDULE WITH WORK BEING PERFORMED BY
OTHERS AND THE USER/OWNER OF THE BUILDING.

· ALL DIMENSIONS SHALL HAVE PRECEDENCE OVER SCALE. DO
NOT SCALE DRAWINGS. ALL DIMENSIONS ARE TO FACE OF
CONCRETE OR MASONRY, CENTERLINE OF COLUMNS AND
BEAMS, AND FINISH TO FINISH, UNLESS OTHERWISE NOTED.

· THE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING
DRAWINGS ARE SUPPLEMENTARY TO THE ARCHITECTURAL
DRAWINGS. IT SHALL BE THE RESPONSIBILITY OF THE
CONTRACTOR TO CHECK WITH THE ARCHITECTURAL
DRAWINGS BEFORE THE INSTALLATION OF STRUCTURAL,
MECHANICAL, ELECTRICAL AND PLUMBING WORK. ANY
DISCREPANCIES BETWEEN THE ARCHITECT'S AND ENGINEER'S
DRAWINGS AND SPECIFICATIONS SHALL BE BROUGHT TO THE
ARCHITECT'S ATTENTION FOR CLARIFICATION PRIOR TO
PROCEEDING WITH SAID WORK.

· DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL CASES
UNLESS SPECIFICALLY INDICATED OTHERWISE.

· ALL SYMBOLS AND ABBREVIATIONS USED ON THE DRAWINGS
ARE CONSIDERED TO BE CONSTRUCTION STANDARDS. IF THE
CONTRACTOR HAS QUESTIONS REGARDING SOME, OR THEIR
EXACT MEANING, THE ARCHITECT SHALL BE NOTIFIED FOR
CLARIFICATION.

· CONTRACTOR SHALL VERIFY AND ESTABLISH THE LOCATIONS
AND ELEVATIONS OF ALL UTILITIES WITHIN THE WORK AREA,
AND SHALL COORDINATE WITH THE OWNER AND THE UTILITY
COMPANIES PRIOR TO THE START OF THE PROJECT.

· THE CONTRACTOR SHALL PROVIDE ALL SHORING AND
BRACING REQUIRED TO ADEQUATELY PROTECT PERSONAL AND
ADJACENT PROPERTY AND TO INSURE SAFETY OF THE
STRUCTURE THROUGHOUT THE CONSTRUCTION PERIOD.

· ALL CEILING HEIGHTS AS SHOWN ON DETAILS OR PLANS OR
NOTES ARE FROM TOP OF CONCRETE DECK TO FINISH CEILING.
USE OF THE TERM ABOVE FINISH FLOOR (A.F.F.) MEANS
MEASURED FROM THE TOP OF CONCRETE DECK. CONTRACTOR
SHALL ALLOW FOR AND COORDINATE WORK WITH FLOOR
FINISH MATERIAL AND INSTALLATION METHOD.

· PROVIDE INDEPENDENT SUSPENSION FOR ALL LIGHT FIXTURES.
SUSPENSION FOR CEILING AND LIGHT FIXTURES SHALL BE
INDEPENDENT OF SUSPENSION FOR DUCT WORK.

· ALL EQUIPMENT AND MATERIALS INSTALLED IN THIS JOB
SHALL BE NEW AND FREE OF ANY DEFECTS UNLESS OTHERWISE
NOTED.

· CONTRACTORS SHALL RECORD ALL DEVIATIONS FROM THE
DESIGN DOCUMENTS IN THE DRAWINGS, AND PROVIDE A COPY
TO THE ARCHITECT UPON THE COMPLETION OF WORK.

· PROVIDE APPROVED SEPARATION BY MEANS OF COATINGS,
GASKETS, OR OTHER EFFECTIVE MEANS TO PREVENT GALVANIC
CORROSION BETWEEN ALL DISSIMILAR METALS.

· THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR
REPAIRING ANY DAMAGE CAUSED BY THE CONSTRUCTION
OPERATIONS OF THIS PROJECT TO ADJACENT PROPERTY,
UTILITIES, PAVEMENT, LANDSCAPING, STRUCTURES OR
IMPROVEMENTS OF ANY KIND. THE GENERAL CONTRACTOR
SHALL REPAIR ALL SUCH DAMAGE D ITEMS TO THE CONDITION
THEY WERE IN PRIOR TO COMMENCEMENT OF CONSTRUCTION
ACTIVITIES OR BETTER.

· WHERE IT IS NECESSARY TO INSURE STABILITY, CONTRACTOR IS
TO PROVIDE ADDITIONAL ANCHORING AND/OR BLOCKING IN
STUD PARTITIONS OR BRACE PARTITIONS ABOVE CEILINGS.

· THE NAME OF THE SPECIAL INSPECTION FIRM SHALL BE
SUBMITTED TO THE AUTHORITY HAVING JURISDICTION PRIOR
TO THE START OF WORK.

· CONTRACTOR SHALL FIELD CHECK ALL DIMENSIONS AND
CONDITIONS BEFORE SUBMITTING SHOP DRAWINGS AND
BEFORE COMMENCING WORK.

· UNLESS OTHERWISE NOTED, EXTEND ALL NEW INSULATION TO
THE FACE OF THE EXTERIOR WALL/ROOF; EXTEND ALL FINISHES
IN INSULATED AREAS TIGHT TO DECK/SURFACE, TO HOLD
INSULATION IN PLACE.

· REPAIR ALL AREAS DISTURBED BY THE WORK OF THIS PROJECT;
INCLUDING SUBSTRATES OR STRUCTURAL REPAIRS; AND
REPAIRS TO FINISHES TO MATCH AND ALIGN WITH EXISTING
FINISHES TO REMAIN.

· UNLESS OTHERWISE INDICATED; EXTEND ALL NEW INTERIOR
FIRE RATED WALLS; AND ALL NEW FRAMING TO DECK ABOVE.

· FIRESTOP ALL FRAMED PARTITIONS AS REQUIRED BY CODE.

· MAINTAIN THE INTEGRITY OF THE BUILDINGS STRUCTURAL,
MECHANICAL, ELECTRICAL, PLUMBING AND FIRE SAFETY
CONDITIONS UNCOVERED DURING DEMOLITION AND DURING
NEW CONSTRUCTION WHICH WERE NOT ADDRESSED IN THE

CONSTRUCTION DOCUMENTS.

· FIELD VERIFY DIMENSIONS BEFORE BEGINNING WITH
CONSTRUCTION. NOTIFY ARCHITECT OF ANY DISCREPANCIES.
DO NOT SCALE DRAWINGS.

· DIMENSION NOTES, FINISHES AND FIXTURES SHOWN ON
TYPICAL PLANS, SECTIONS OR DETAILS SHALL APPLY TO
SIMILAR, SYMMETRICAL, OR OPPOSITE PLANS, SECTIONS OR
DETAILS.

· PROVIDE SEALANT AROUND WINDOWS, DOOR JAMBS AND
HEADS, AND ADJACENT CONSTRUCTION.

· CONTRACTOR SHALL PROVIDE ALL NECESSARY BLOCKING,
CONCEALED WITHIN THE WALLS, FOR ATTACHMENT OF
SURFACE AND/OR RECESSED MOUNTED EQUIPMENT OR
ACCESSORIES, WHETHER SHOWN IN THE DRAWINGS OR NOT.
BLOCKING TO BE FIRE RETARDANT.

· NEW CONSTRUCTION  THAT MEETS OR CONNECTS WITH
EXISTING CONSTRUCTION SHALL ALIGN EXACTLY.

· ALL DIMENSIONS SHOWN ON THE PLAN ARE FROM FINISH TO
FINISH, UNLESS NOTED OTHERWISE.

· GC TO TAKE PROPER PRECAUTIONS AS TO PROTECT EXISTING
CEILING TILE GRID IN ADJACENT SPACES FROM DAMAGE
DURING CONSTRUCTION. ALL NEW SUSPENDED CEILING TILE
GRID, BULKHEADS, ETC. SHALL BE SUSPENDED FROM THE
STRUCTURAL DECK ABOVE.

· REMOVE ALL EXISTING ELECTRICAL WIRING, ELECTRICAL
OUTLETS, FLOOR MOUNTED OUTLET DEVICES, SPECIAL
EQUIPMENT OUTLET DEVICES CONNECTIONS, AND SWITCHES IN
DEMOLISHED AND FURRED-OUT WALLS INCLUDED UNDER
DEMOLITION WORK AND AS NECESSARY TO ACCOMPLISH THE
TOTAL SCOPE OF WORK. COORDINATE WITH THE ELECTRICAL
DRAWINGS.

· ALL DOOR SWINGS TO BE VERIFIED PRIOR TO INSTALLING LIGHT
SWITCHES. SWITCHES SHALL BE ON LEVER SIDE OF DOOR AND
SHALL BE 42" A.F.F.  IN CASE OF CONFLICT NOTIFY ARCHITECT
PRIOR TO INSTALLATION. EACH ENCLOSED AREA TO HAVE
SEPARATE LIGHT SWITCH.

· COORDINATE WITH PARTITION, FURNITURE AND MILLWORK
FOR ANY CONFLICT IN LOCATION AND DIMENSION OF POWER
OUTLETS.

· COORDINATE ELECTRICAL DEVICE INSTALLATION WITH ALL
TRADES. COORDINATION OF MILLWORK, ELECTRICAL PLANS,
FURNITURE PLANS AND UNFORESEEN EXISTING CONDITIONS
SHALL BE VERIFIED IN THE FIELD. ANY CONFLICTS WITH THE
DRAWINGS AND/OR EXISTING CONDITIONS SHALL BE
BROUGHT TO THE ARCHITECT'S/IHS REPRESENTATIVE'S
ATTENTION.

· ASSEMBLIES SHOULD BE AIRTIGHT. HAIRLINE CRACKS
AND HOLES ARE NOT ALLOWED.

· RECESSED WALL FIXTURES SUCH AS CABINETS, OUTLETS,
AND OTHER ITEMS WHICH PENETRATE THE GYPSUM
BOARD SURFACE SHOULD NOT BE LOCATED BACK TO
BACK IN THE SAME STUD CAVITY.

· ANY OPENINGS CUT FOR ANY FIXTURES SHALL BE
CAREFULLY CUT TO SIZE, PROPERLY FASTENED,
INSULATED PER WALL ASSEMBLY AND PROPERLY
CAULKED.

· THE ENTIRE PERIMETER OF A SOUND INSULATING
ASSEMBLY MUST BE MADE AIRTIGHT TO PREVENT SOUND
FROM "FLANKING".

· AN ACOUSTICAL SEALANT SHOULD BE USED TO SEAL
BETWEEN THE SOUND INSULATING ASSEMBLY AND ALL
DISSIMILAR ASSEMBLIES AND BETWEEN THE ASSEMBLY
AND SIMILAR SURFACES WHERE PERIMETER RELIEF IS
REQUIRED. TAPING AND CAULKING OF GYPSUM BOARD
WALL AND WALL-CEILING INTERSECTIONS PROVIDES AN
ADEQUATE AIR SEAL AT THESE LOCATIONS.

· ALL SEALANTS IN RATED WALL LOCATIONS REFERENCED
IN THE WALL TYPE DETAILS SHALL BE SELECTED AND
INSTALLED IN ACCORDANCE WITH THE MINIMUM
REQUIREMENTS OF THE UNDERWRITERS LABORATORIES,
INC FIRE RESISTANCE DIRECTORY. IN ADDITION TO FIRE
RESISTANCE, WALL LOCATIONS CALLED OUT WITH
REQUIRED ACOUSTICAL VALUE, AS NOTED IN WALL
SCHEDULE, SHALL HAVE SEALANTS THAT MAINTAIN THE
MINIMUM SOUNDS VALUE OF THE WALL PARTITION.

· ASTM RECOMMENDED PRACTICES E-497 SHOULD BE
FOLLOWED FOR GOOD SOUND CONTROL. ALSO CONSULT
THE MANUFACTURER OF THE GYPSUM BOARD FOR ANY
SPECIAL RECOMMENDATIONS RELATING TO THEIR
SYSTEM.

· SEE SPECIFICATIONS FOR APPLICATIONS OF GYPSUM
PRODUCTS, UNLESS NOTED ON DRAWINGS. REFER TO
SPECIFICATIONS FOR SPECIAL APPLICATIONS, THICKNESS,
AND TYPES. (I.E. MOLD & MOISTURE RESISTANCE, TILE
BACKER BOARDS, ETC.)

· REFER TO THE LATEST EDITION OF UNDERWRITERS
LABORATORIES, INC. FIRE RESISTANCE DIRECTORY FOR
ADDITIONAL REQUIREMENTS ON UL RATED ASSEMBLIES
AS NOTED IN THE WALL SCHEDULE.

· USE ONLY PARTITIONS IDENTIFIED ON THE PLANS.

· STC = SOUND TRANSMISSION CLASS - REFER TO THE WALL
SCHEDULE IN PLAN FOR WALLS THAT ARE SOUND RATED.

· ALL SEALANTS IN RATED WALL LOCATIONS REFERENCED
IN THE WALL TYPE DETAILS SHALL BE SELECTED AND
INSTALLED IN ACCORDANCE WITH THE MINIMUM
REQUIREMENTS OF THE UNDERWRITERS LABORATORIES,
INC FIRE RESISTANCE DIRECTORY. IN ADDITION TO FIRE
RESISTANCE, WALL LOCATIONS CALLED OUT WITH
REQUIRED ACOUSTICAL VALUE, AS NOTED IN WALL
SCHEDULE, SHALL HAVE SEALANTS THAT MAINTAIN THE
MINIMUM SOUNDS VALUE OF THE WALL PARTITION.

· FIRE CAULK ALL PENETRATIONS IN RATED WALL
ASSEMBLIES.

GENERAL NOTES GENERAL WALL NOTES SOUND INSULATION NOTES

1

METAL RUNNER

5
8" GYPSUM BOARD

(1 LAYER EACH SIDE)

35
8" 20 GA. METAL STUD

@ 16" O.C.

47
8"

APPLIED FINISH WHERE
SHOWN ON FINISH SCHEDULE

ACOUSTIC CEILING TILE

6"

3 5 8" STUD KICKERS @
4'-0" O.C. TO STRUCTURE

5
8" GYPSUM BOARD

(1 LAYER EACH SIDE)

35
8" 20 GA. METAL STUD @ 16" O.C.

APPLIED FINISH WHERE
SHOWN ON FINISH SCHEDULE

5 8"
35 8"

5 8"
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(b) Front Approach, Push Side
*If both closer & latch are provided

PLAN

24" MIN

(a) Hinged Door

32" MIN

(b) Sliding Door

(c) Folding Door

ICC ANSI A117.1-2009
THIS SHEET CONTAINS EXCERPTS FROM ICC A117.1-2009,
REFER TO FULL DOCUMENT FOR MORE INFORMATION.

℄

LOBBY

32" MIN

90
°

32" MIN

302 FLOOR SURFACES
302.1 General. Floor surfaces shall be stable, firm, and slip resistant, and shall
comply with Section 302. Changes in level in floor surfaces shall comply with
Section 303.
302.2 Carpet. Carpet or carpet tile shall be securely attached and shall have a firm
cushion, pad, or backing or no cushion or pad. Carpet or carpet tile shall have a
level loop, textured loop, level cut pile, or level cut/uncut pile texture. The pile shall
be 1/2 inch maximum in height. Exposed edges of carpet shall be fastened to the
floor and shall have trim along the entire length of the exposed edge. Carpet edge
trim shall comply with Section 303.

FIG. 303.2 CARPET ON FLOOR SURFACES
302.3 Openings. Openings in floor surfaces shall be of a size that does not permit the
passage of a ½ inch diameter sphere, except as allowed in Sections 407.4.3, 408.4.3,
409.4.3, 410.4, and 805.10. Elongated openings shall be placed so that the long
dimension is perpendicular to the predominant direction of travel.

1
2 1

2

Type of Use Maneuvering Clearances at Manual Swing Doors

Approach Direction Door Side Perpendicular to Doorway
Parallel to Doorway
(beyond latch unless

noted)
From front Pull 60 inches 18 inches
From front Push 48 inches 0 inches3

From hinge side Pull 60 inches 36 inches
From hinge side Pull 54 inches 42 inches
From hinge side Push 42 inches1 22 inches3&4

From latch side Pull 48 inches1 24 inches
From latch side Push 42 inches2 24 inches

303 CHANGES IN LEVEL
303.1 General. Changes in level in floor surfaces shall comply with Section 303.
303.2 Vertical. Changes in level of 1/4 inch maximum in height shall be permitted
to be vertical.
303.3 Beveled. Changes in level greater than 1/4 inch in height and not more than
1/2 inch maximum in height shall be beveled with a slope not steeper than 1:2.

FIG. 303.3 BEVELED CHANGES IN LEVEL
303.4 Ramps. Changes in level greater than 1/2 inch in height shall be ramped and
shall comply with Section 405 or 406.

304 TURNING SPACE
304.1 General. A turning space shall comply with Section 304.
304.2 Floor Surface. Floor surfaces of a turning space shall comply with Section 302.
Changes in level are not permitted within the turning space.

 EXCEPTION: Slopes not steeper than 1:48 shall be permitted.
304.3 Size. Turning spaces shall comply with Section 304.3.1 or 304.3.2.
304.3.1 Circular Space. The turning space shall be a circular space with a 60-inch
minimum diameter. The turning space shall be permitted to include knee and toe
clearance complying with Section 306.
304.3.2 T-Shaped Space. The turning space shall be a T-shaped space within a
60-inch minimum square, with arms and base 36 inches minimum in width. Each
arm of the T shall be clear of obstructions 12 inches minimum in each direction, and
the base shall be clear of obstructions 24 inches minimum. The turning space shall
be permitted to include knee and toe clearance complying with Section 306 only at
the end of either the base or one arm.

304.4 Door Swing. Unless otherwise specified, doors shall be permitted to swing
into turning spaces.

305 CLEAR FLOOR SPACE
305.1 General. A clear floor space shall comply with Section 305.
305.2 Floor Surfaces. Floor surfaces of a clear floor space shall comply with Section
302. Changes in level are not permitted within the clear floor space.

EXCEPTION: Slopes not steeper than 1:48 shall be permitted.
305.3 Size. The clear floor space shall be 48 inches minimum in length and 30 inches
minimum in width.

305.4 Knee and Toe Clearance. Unless otherwise specified, clear floor space shall be
permitted to include knee and toe clearance complying with Section 306.
305.5 Position. Unless otherwise specified, the clear floor space shall be positioned
for either forward or parallel approach to an element.

305.6 Approach. One full, unobstructed side of the clear floor space shall adjoin or
overlap an accessible route or adjoin another clear floor space.
305.7 Alcoves. If a clear floor space is in an alcove or otherwise confined on all or
part of three sides, additional maneuvering clearances complying with Sections
305.7.1 and 305.7.2 shall be provided, as applicable.
305.7.1 Parallel Approach. Where the clear floor space is positioned for a parallel
approach, the alcove shall be 60 inches minimum in width where the depth exceeds
15 inches.
305.7.2 Forward Approach. Where the clear floor space is positioned for a forward
approach, the alcove shall be 36 inches minimum in width where the depth exceeds
24 inches.

306 KNEE AND TOE CLEARANCE
306.1 General. Where space beneath an element is included as part of clear floor
space at an element, clearance at an element, or a turning space, the space shall
comply with Section 306. Additional space shall  not be prohibited beneath an
element, but shall not be considered as part of the clear floor space or turning space.
306.2 Toe Clearance.
306.2.1 General. Space beneath an element between the floor and 9 inches above the
floor shall be considered toe clearance and shall comply with Section 306.2.
306.2.2 Maximum Depth. Toe clearance shall be permitted to extend 25 inches
maximum under an element.
306.2.3 Minimum Depth. Where toe clearance is required at an element as part of a
clear floor space complying with Section 305, the toe clearance shall extend 17
inches minimum beneath the element.
306.2.4 Additional Clearance. Space extending greater than 6 inches beyond the
available knee clearance at 9 inches above the floor shall not be considered toe
clearance.
306.2.5 Width. Toe clearance shall be 30 inches minimum in width.

306.3 Knee Clearance.
306.3.1 General. Space beneath an element between 9 inches and 27 inches above the
floor shall be considered knee clearance and shall comply with Section 306.3.
306.3.2 Maximum Depth. Knee clearance shall be permitted to extend 25 inches
maximum under an element at 9 inches above the floor.
306.3.3 Minimum Depth. Where knee clearance is required beneath an element as
part of a clear floor space complying with Section 305, the knee clearance shall be 11
inches minimum in depth at 9 inches above the floor, and 8 inches minimum in
depth at 27 inches above the floor.
306.3.4 Clearance Reduction. Between 9 inches and 27 inches above the floor, the
knee clearance shall be permitted to be reduced at a rate of 1 inch in depth for each
6 inches in height.
306.3.5 Width. Knee clearance shall be 30 inches minimum in width.

307 PROTRUDING OBJECTS
307.1 General. Protruding objects on circulation paths shall comply with Section
307.
307.2 Protrusion Limits. Objects with leading edges more than 27 inches and not
more than 80 inches above the floor shall protrude 4 inches maximum horizontally
into the circulation path.

 EXCEPTION: Handrails shall be permitted to protrude 4 ½ inches maximum.

FIG. 307.2 LIMITS OF PROTRUDING OBJECTS
307.3 Post-Mounted Objects. Objects on posts or pylons shall be permitted to
overhang 4 inches  maximum where more than 27 inches and not more than 80
inches above the floor. Objects on multiple posts or pylons where the clear distance
between the posts or pylons is greater than 12 inches shall have the lowest edge of
such object either 27 inches  maximum or 80 inches minimum above the floor.

EXCEPTION: Sloping portions of handrails between the top and bottom riser of
stairs and above the ramp run shall not be required to comply with Section 307.3.

307.4 Vertical Clearance. Vertical clearance shall be 80 inches minimum. Rails or
other barriers shall be provided where the vertical clearance is less than 80 inches.
The leading edge of such rails or barrier shall be located 27 inches maximum above
the floor.

 EXCEPTION: Door closers and door stops shall be permitted to be 78 inches
minimum above the floor.

307.5 Required Clear Width. Protruding objects shall not reduce the clear width
required for accessible routes.

308 REACH RANGES
308.1 General. Reach ranges shall comply with Section 308.
308.2 Forward Reach.
308.2.1 Unobstructed. Where a forward reach is unobstructed, the high forward
reach shall be 48 inches maximum and the low forward reach shall be 15 inches
minimum above the floor.

308.2.2 Obstructed High Reach. Where a high forward reach is over an obstruction,
the clear floor space complying with Section 305 shall extend beneath the element
for a distance not less than the required reach depth over the obstruction. The high
forward reach shall be 48 inches maximum above the floor where the reach depth is
20 inches maximum. Where the reach depth exceeds 20 inches, the high forward
reach shall be 44 inches maximum above the floor, and the reach depth shall be 25
inches maximum.

308.3 Side Reach.
308.3.1 Unobstructed. Where a clear floor space complying with Section 305 allows
a parallel approach to an element and the edge of the clear floor space is 10 inches
maximum from the element, the high side reach shall be 48 inches maximum and
the low side reach shall be 15 inches minimum above the floor.

EXCEPTION: Existing elements that are not altered shall be permitted at 54
inches maximum above the floor.

308.3.2 Obstructed High Reach. Where a clear floor space complying with Section
305 allows a parallel approach to an element and the high side reach is over an
obstruction, the height of the obstruction shall be 34 inches maximum above the
floor and the depth of the obstruction shall be 24 inches maximum. The high side
reach shall be 48 inches maximum above the floor for a reach depth of 10 inches
maximum. Where the reach depth exceeds 10 inches, the high side reach shall be 46
inches maximum above the floor for a reach depth of 24 inches maximum.
EXCEPTION: At washing machines and clothes dryers, the height of the obstruction
shall be permitted to be 36 inches maximum above the floor.

309 OPERABLE PARTS
309.1 General. Operable parts required to be accessible shall comply with Section
309.
309.2 Clear Floor Space. A clear floor space complying with Section 305 shall be
provided.
309.3 Height. Operable parts shall be placed within one or more of the reach ranges
specified in Section 308.
309.4 Operation. Operable parts shall be operable with one hand and shall not
require tight grasping, pinching, or twisting of the wrist. The force required to
activate operable parts shall be 5.0 pounds (22.2 N) maximum.
401 General
401.1 Scope. Accessible routes required by the scoping provisions adopted by the
administrative authority shall comply with the applicable provisions of Chapter 4.

402 ACCESSIBLE ROUTES
402.1 General. Accessible routes shall comply with Section 402.
402.2 Components. Accessible routes shall consist of one or more of the following
components: Walking surfaces with a slope not steeper than 1:20, doors and
doorways, ramps, curb ramps excluding the flared sides, elevators, and platform
lifts. All components of an accessible route shall comply with the applicable
portions of this standard.
402.3 Revolving Doors, Revolving Gates, and Turnstiles. Revolving doors,
revolving gates, and turnstiles shall not be part of an accessible route.

403 WALKING SURFACES
403.1 General. Walking surfaces that are a part of an accessible route shall comply
with Section 403.
403.2 Floor Surface. Floor surfaces shall comply with Section 302.
403.3 Slope. The running slope of walking surfaces shall not be steeper than 1:20.
The cross slope of a walking surface shall not be steeper than 1:48.
403.4 Changes in Level. Changes in level shall comply with Section 303.
403.5 Clear Width. The clear width of an accessible route shall be 36 inches
minimum.

EXCEPTION: The clear width shall be permitted to be reduced to 32 inches
minimum for a length of 24 inches maximum provided the reduced width
segments are separated by segments that are 48 inches minimum in length and
36 inches minimum in width.

403.5.1 Clear Width at 180 Degree Turn. Where an accessible route makes a 180
degree turn around an object that is less than 48 inches in width, clear widths shall
be 42 inches minimum approaching the turn, 48 inches minimum during the turn,
and 42 inches minimum leaving the turn.

EXCEPTION: Section 403.5.1 shall not apply where the clear width during the
turn is 60 inches minimum.

403.5.2 Passing Space. An accessible route with a clear width less than 60 inches
shall provide passing spaces at intervals of 200 feet maximum. Passing spaces shall
be either a 60-inch minimum by 60-inch minimum space, or an intersection of two
walking surfaces that provide a T-shaped turning space complying with Section
304.3.2, provided the base and arms of the T-shaped space extend 48 inches
minimum beyond the intersection.
403.6 Handrails. Where handrails are required at the side of a corridor they shall
comply with Sections 505.4 through 505.9.

404 DOORS AND DOORWAYS
404.1 General. Doors and doorways that are part of an accessible route shall comply
with Section 404.
404.2 Manual Doors. Manual doors and doorways, and manual gates, including
ticket gates, shall comply with Section 404.2.

EXCEPTION: Doors, doorways, and gates designed to be operated only by
security personnel shall not be required to comply with Sections 404.2.6, 404.2.7,
and 404.2.8.

404.2.1 Double-Leaf Doors and Gates. At least one of the active leaves of doorways
with two leaves shall comply with Sections 404.2.2 and 404.2.3.
404.2.2 Clear Width. Doorways shall have a clear opening width of 32 inches
minimum. Clear opening width of doorways with swinging doors shall be
measured between the face of door and stop, with the door open 90 degrees.
Openings more than 24 inches in depth at doors and doorways without doors shall
provide a clear opening width of 36 inches minimum. There shall be no projections
into the clear opening width lower than 34 inches above the floor. Projections into
the clear opening width between 34 inches and 80 inches above the floor shall not
exceed 4 inches.

EXCEPTIONS:
1. Door closers and door stops shall be permitted to be 78 inches minimum above
the floor.

2. In alterations, a projection of 58 inch maximum into the required clear opening
width shall be permitted for the latch side stop.

404.2.3 Maneuvering Clearances. Minimum maneuvering clearances at doors shall
comply with Section 404.2.3 and shall include the full clear opening width of the
doorway. Required door maneuvering clearances shall not include knee and toe
clearance.
404.2.3.1 Floor Surface. Floor surface within the maneuvering clearances shall have
a slope not steeper than 1:48 and shall comply with Section 302.
404.2.3.2 Swinging Doors. Swinging doors shall have maneuvering clearances
complying with Table 404.2.3.2.
TABLE 404.2.3.2-MANEUVERING CLEARANCES AT MANUAL SWINGING
DOORS

1 Add 6 inches (150 mm) if closer and latch provided.
2 Add 6 inches (150 mm) if closer provided.
3 Add 12 inches (305 mm) beyond latch if closer and latch provided.
4 Beyond hinge side.

Approach Direction
Minimum Maneuvering Clearances

Perpendicular to Doorway Parallel to Doorway
(beyond latch unless noted)

From front 48 inches 0 inches
From non-latch side 42 inches 22 inches1

From latch side 42 inches 24 inches

Approach Direction Minimum Maneuvering Clearances
Perpendicular to Doorway

From front 48 inches
From side 42 inches

404.2.4 Thresholds. If provided, thresholds at doorways shall be 1/2 inch maximum
in height. Raised thresholds and changes in level at doorways shall comply with
Sections 302 and 303.

EXCEPTION: An existing or altered threshold shall be permitted to be 3/4 inch
maximum in height provided that the threshold has a beveled edge on each side
with a maximum slope of 1:2 for the height exceeding 1/4 inch.

404.2.5 Two Doors in Series. Distance between two hinged or pivoted doors in series
shall be 48 inches (1220 mm) minimum plus the width of any door swinging into
the space. The space between the doors shall provide a turning space complying
with Section 304.

(a)                                              (b)                                                      (c)
404.2.6 Door Hardware. Handles, pulls, latches, locks, and other operable parts on
accessible doors shall have a shape that is easy to grasp with one hand and does not
require tight grasping, pinching, or twisting of the wrist to operate. Operable parts
of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm)
maximum above the floor. Where sliding doors are in the fully open position,
operating hardware shall be exposed and usable from both sides.

EXCEPTION: Locks used only for security purposes and not used for normal
operation shall not be required to comply with Section 404.2.6.

404.2.7 Closing Speed.
404.2.7.1 Door Closers. Door closers shall be adjusted so that from an open position
of 90 degrees, the time required to move the door to an open position of 12 degrees
shall be 5 seconds minimum.
404.2.7.2 Spring Hinges. Door spring hinges shall be adjusted so that from an open
position of 70 degrees, the door shall move to the closed position in 1.5 seconds
minimum.
404.2.8 Door-Opening Force. Fire doors shall have the minimum opening force
allowable by the appropriate administrative authority. The force for pushing or
pulling open doors other than fire doors shall be as follows: 1. Interior hinged door:
5.0 pounds maximum 2. Sliding or folding door: 5.0 pounds maximum These forces
do not apply to the force required to retract latch bolts or disengage other devices
that hold the door in a closed position.
404.2.9 Door Surface. Door surfaces within 10 inches of the floor, measured
vertically, shall be a smooth surface on the push side extending the full width of the
door. Parts creating horizontal or vertical joints in such surface shall be within 1/16
inch of the same plane as the other. Cavities created by added kick plates shall be
capped.

EXCEPTIONS: 1. Sliding doors shall not be required to comply with Section
404.2.9. 2. Tempered glass doors without stiles and having a bottom rail or shoe
with the top leading edge tapered at no less than 60 degrees from the horizontal
shall not be required to comply with the 10-inch bottom rail height requirement.
3. Doors that do not extend to within 10 inches of the floor shall not be required
to comply with Section 404.2.9.

404.2.10 Vision Lites. Doors and sidelites adjacent to doors containing one or more
glazing panels that permit viewing through the panels shall have the bottom of at
least one panel on either the door or an adjacent sidelite 43 inches maximum above
the floor.

EXCEPTION: Vision lites with the lowest part more than 66 inches (1675 mm)
above the floor shall not be required to comply with Section 404.2.10.

404.3 Automatic Doors. Automatic doors and automatic gates shall comply with
Section 404.3. Full powered automatic doors shall comply with ANSI/BHMA A
156.10 listed in Section 105.2.4. Power-assist and low-energy doors shall comply
with ANSI/BHMA A 156.19 listed in Section 105.2.3.

EXCEPTION: Doors, doorways, and gates designed to be operated only by
security personnel shall not be required to comply with Sections 404.3.2, 404.3.4,
and 404.3.5.

404.3.1 Clear Width. Doorways shall have a clear opening width of 32 inches in
power-on and power-off mode. The minimum clear opening width for automatic
door systems shall be based on the clear opening width provided with all leafs in
the open position.
404.3.2 Maneuvering Clearances. Maneuvering clearances at power-assisted doors
shall comply with Section 404.2.3. 404.3.3 Thresholds. Thresholds and changes in
level at doorways shall comply with Section 404.2.4. 404.3.4 Two Doors in Series.
Doors in series shall comply with Section 404.2.5. 404.3.5 Control Switches.
Manually operated control switches shall comply with Section 309. The clear floor
space adjacent to the control switch shall be located beyond the arc of the door
swing.

(a) Front Approach, Pull Side

(c) Hinge Approach, Pull Side

(d) Hinge Approach, Pull Side

(e) Hinge Approach, Push Side

*  If both closer & latch are provided
** 48" min. if both closer & latch are provided

(f) Latch Approach, Pull Side

*  54" min. if closer is provided

(g) Latch Approach, Push Side

*  48" min. if closer is provided

48
" M

IN

48
" M

IN 60" MIN 60" MIN

60
" M

IN

60" MIN

405 RAMPS
405.1 General. Ramps along accessible routes shall comply with Section 405.

EXCEPTION: In assembly areas, aisle ramps adjacent to seating and not serving
elements required to be on an accessible route shall not be required to comply
with Section 405.

405.2 Slope. Ramp runs shall have a running slope greater than 1:20 and not steeper
than 1:12.
EXCEPTION: In existing buildings or facilities, ramps shall be permitted to have
slopes steeper than 1:12 complying with Table 405.2 where such slopes are
necessary due to space limitations.
TABLE 405.2-ALLOWABLE RAMP DIMENSIONS FOR CONSTRUCTION IN
EXISTING SITES, BUILDINGS AND FACILITIES

Slope Maximum Rise
Steeper than 1:10 but not steeper than 1:8 3 inches
Steeper than 1:12 but not steeper than 1:10 6 inches

405.3 Cross Slope. Cross slope of ramp runs shall not be steeper than 1:48.
405.4 Floor Surfaces. Floor surfaces of ramp runs shall comply with Section 302.
405.5 Clear Width. The clear width of a ramp run shall be 36 inches minimum.
Handrails and handrail supports that are provided on the ramp run shall not
project into the required clear width of the ramp run.
405.6 Rise. The rise for any ramp run shall be 30 inches maximum.
405.7 Landings. Ramps shall have landings at the bottom and top of each ramp run.
Landings shall comply with Section 405.7.
405.7.1 Slope. Landings shall have a slope not steeper than 1:48 and shall comply
with Section 302.
405.7.2 Width. Clear width of landings shall be at least as wide as the widest ramp
run leading to the landing.
405.7.3 Length. Landings shall have a clear length of 60 inches minimum.
405.7.4 Change in Direction. Ramps that change direction at ramp landings shall be
sized to provide a turning space complying with Section 304.3.
405.7.5 Doorways. Where doorways are adjacent to a ramp landing, maneuvering
clearances required by Sections 404.2.3 and 404.3.2 shall be permitted to overlap the
landing area. Where a door that is subject to locking is located adjacent to a ramp
landing, the landing shall be sized to provide a turning space complying with
Section 304.3.
405.8 Handrails. Ramp runs with a rise greater than 6 inches (150 mm) shall have
handrails complying with Section 505.
405.9 Edge Protection. Edge protection complying with Section 405.9.1 or 405.9.2
shall be provided on each side of ramp runs and at each side of ramp landings.

EXCEPTIONS:
1. Edge protection shall not be required on ramps not required to have
handrails and that have flared sides complying with Section 406.3.
2. Edge protection shall not be required on the sides of ramp landings serving
an adjoining ramp run or stairway.
3. Edge protection shall not be required on the sides of ramp landings having a
vertical dropoff of 1/2 inch maximum within 10 inches (255 mm) horizontally of
the minimum landing area specified in Section 405.7.
4. Edge protection shall not be required on the sides of ramped aisles where the
ramps provide access to the adjacent seats and aisle access ways.

405.9.1 Extended Floor Surface. The floor surface of the ramp run or ramp landing
shall extend 12 inches minimum beyond the inside face of a railing complying with
Section 505.
405.9.2 Curb or Barrier. A curb complying with Section 405.9.2.1 or a barrier
complying with Section 405.9.2.2 shall be provided.
405.9.2.1 Curb. A curb shall be a minimum of 4 inches in height.
405.9.2.2 Barrier. Barriers shall be constructed so that the barrier prevents the
passage of a 4-inch diameter sphere where any portion of the sphere is within 4
inches of the floor.
405.10 Wet Conditions. Landings subject to wet conditions shall be designed to
prevent the accumulation of water.

504 STAIRWAYS
504.2 Treads and Risers. All steps on a flight of stairs shall have uniform riser height
and uniform tread depth. Risers shall be 4 inches minimum and 7 inches maximum
in height. Treads shall be 11 inches minimum in depth.
504.3 Open Risers. Open risers shall not be permitted on accessible stairs.
504.4 Tread Surface. Stair treads shall comply with Section 302 and shall have a
slope not steeper than 1:48.

504.5 Nosings. The radius of curvature at the leading edge of the tread shall be 12
inch maximum. Nosings that project beyond risers shall have the underside of the
leading edge curved or beveled. Risers shall be permitted to slope under the tread
at an angle of 30 degrees maximum from vertical. The permitted projection of the
nosing shall be 11

2 inches maximum over the tread or floor below. 504.5.1 Visual
contrast. The leading 2 inches of the tread shall have visual contrast of dark-on-light
or light-on-dark from the remainder of the tread.
504.6 Handrails. Stairs shall have handrails complying with Section 505.
504.7 Wet Conditions. Stair treads and landings subject to wet conditions shall be
designed to prevent the accumulation of water.
504.8 Lighting. Lighting for interior stairways shall comply with Section 504.8.
504.8.1 Illumination Level. Lighting facilities shall be capable of providing 10
foot-candles (108 lux) of illuminance measured at the center of tread surfaces and on
landing surfaces within 24 inches (610 mm) of step nosings.
504.8.2 Lighting Controls. If provided, occupancy sensing automatic controls shall
activate the stairway lighting so the illuminance level required by Section 504.8.1 is
provided on the entrance landing, each stair flight adjacent to the entrance landing,
and on the landings above and below the entrance landing prior to any step being
used.
504.9 Stair Level Identification. Stair level identification signs in raised characters
and braille complying with Sections 703.3 and 703.4 shall be located at each floor
level landing in all enclosed stairways adjacent to the door leading from the
stairwell into the corridor to identify the floor level. The exit door discharging to the
outside or to the level of exit discharge shall have a sign with raised characters and
braille stating "EXIT."

505 HANDRAILS
505.1 General. Handrails required by Section 405.8 for ramps, or Section 504.6 for
stairs, shall comply with Section 505.
505.2 Location. Handrails shall be provided on both sides of stairs and ramps.

EXCEPTIONS:
1. In assembly seating areas, handrails shall not be required on both sides along
aisle stairs, provided with a handrail either at the side or within the aisle.
2. In assembly seating areas, handrails shall not be required on the sides of
ramped aisles serving seats.

505.3 Continuity. Handrails shall be continuous within the full length of each stair
flight or ramp run. Inside handrails on switchback or dogleg stairs or ramps shall be
continuous between flights or runs. Other handrails shall comply with Sections
505.10 and 307.

EXCEPTION: Handrails shall not be required to be continuous in aisles serving
seating where handrails are discontinuous to provide access to seating and to
permit crossovers within the aisles.

505.4 Height. Top of gripping surfaces of handrails shall be 34 inches minimum and
38 inches maximum vertically above stair nosings, ramp surfaces and walking
surfaces. Handrails shall be at a consistent height above stair nosings, ramp surfaces
and walking surfaces.
505.5 Clearance. Clearance between handrail gripping surface and adjacent surfaces
shall be 1½ inches minimum.

                    FIG. 505.5 Handrail Clearance
505.6 Gripping Surface. Gripping surfaces shall be continuous, without interruption
by newel posts, other construction elements, or obstructions.

EXCEPTIONS:
1. Handrail brackets or balusters attached to the bottom surface of the handrail
shall not be considered obstructions, provided the brackets or balusters comply
with the following criteria:

a. Not more than 20 percent of the handrail length is obstructed,
b. Horizontal projections beyond the sides of the handrail occur 1½ inches
minimum below the bottom of the handrail, and provided that for each ½ inch
of additional handrail perimeter dimension above 4 inches, the vertical
clearance dimension of 1½  inch can be reduced by 1/8 inch, and
c. Edges shall be rounded.

2. Where handrails are provided along walking surfaces with slopes not steeper
than 1:20, the bottoms of handrail gripping surfaces shall be permitted to be
obstructed along their entire length where they are integral to crash rails or
bumper guards.

505.7 Cross Section. Handrails shall have a cross section complying with Section
505.7.1 or 505.7.2.
505.7.1 Circular Cross Section. Handrails with a circular cross section shall have an
outside diameter of 1 ¼  inches minimum and 2 inches maximum.
505.7.2 Noncircular Cross Sections. Handrails with a noncircular cross section shall
have a perimeter dimension of 4 inches minimum and 6 ¼ inches maximum, and a
cross-section dimension of 2 ¼ inches maximum.
505.8 Surfaces. Handrails, and any wall or other surfaces adjacent to them, shall be
free of any sharp or abrasive elements. Edges shall be rounded.
505.9 Fittings. Handrails shall not rotate within their fittings.
505.10 Handrail Extensions. Handrails shall extend beyond and in the same
direction of stair flights and ramp runs in accordance with Section 505.10.

EXCEPTIONS:
1. Continuous handrails at the inside turn of stairs and ramps.
2. Handrail extensions are not required in aisles serving seating where the
handrails are discontinuous to provide access to seating and to permit crossovers
within the aisle.
3. In alterations, full extensions of handrails shall not be required where such
extensions would be hazardous due to plan configuration.

505.10.1 Top and Bottom Extension at Ramps. Ramp handrails shall extend
horizontally above the landing 12 inches minimum beyond the top and bottom of
ramp runs. Extensions shall return to a wall, guard, or floor, or shall be continuous
to the handrail of an adjacent ramp run.

602 DRINKING FOUNTAINS
602.1 General. Accessible drinking fountains shall comply with Sections 602 and
307.
602.2 Clear Floor Space. A clear floor space complying with Section 305, positioned
for a forward approach to the drinking fountain, shall be provided. Knee and toe
space complying with Section 306 shall be provided. The clear floor space shall be
centered on the drinking fountain.
EXCEPTIONS:

1. Drinking fountains for standing persons.
2. Drinking fountains primarily for children's use shall be permitted where the
spout outlet is 30 inches maximum above the floor, a parallel approach
complying with Section 305 is provided and the clear floor space is centered on
the drinking fountain.

602.3 Operable Parts. Operable parts shall comply with Section 309.
602.4 Spout Outlet Height. Spout outlets of wheelchair accessible drinking fountains
shall be 36 inches maximum above the floor. Spout outlets of drinking fountains for
standing persons shall be 38 inches minimum and 43 inches  maximum above the
floor.
602.5 Spout Location. The spout shall be located 15 inches minimum from the
vertical support and 5 inches maximum from the front edge of the drinking
fountain, including bumpers. Where only a parallel approach is provided, the spout
shall be located 31

2  inches maximum from the front edge of the drinking fountain,
including bumpers.

(a) Plan (b) Elevation
602.6 Water Flow. The spout shall provide a flow of water 4 inches minimum in
height. The angle of the water stream from spouts within 3 inches of the front of the
drinking fountain shall be 30 degrees maximum, and from spouts between 3 inches
and 5 inches from the front of the drinking fountain shall be 15 degrees maximum,
measured horizontally relative to the front face of the drinking fountain.

505.10.2 Top Extension at Stairs. At the top of a stair flight, handrails shall extend
horizontally above the landing for 12 inches minimum beginning directly above the
landing nosing. Extensions shall return to a wall, guard, or the landing surface, or
shall be continuous to the handrail of an adjacent stair flight.
505.10.3 Bottom Extension at Stairs. At the bottom of a stair flight, handrails shall
extend at the slope of the stair flight for a horizontal distance equal to one tread
depth beyond the bottom tread nosing. Extensions shall return to a wall, guard, or
the landing surface, or shall be continuous to the handrail of an adjacent stair flight.

603 TOILET AND BATHING ROOMS
603.1 General. Accessible toilet and bathing rooms shall comply with Section 603.
603.2 Clearances.
603.2.1 Turning Space. A turning space complying with Section 304 shall be
provided within the room . The required turning space shall not be provided within
a toilet compartment.
603.2.2 Door Swing. Doors shall not swing into the clear floor space or clearance for
any fixture.

EXCEPTIONS:
1. Doors to a toilet or bathing room for a single occupant, accessed only through
a private office and not for common use or public use shall be permitted to
swing into the clear floor space, provided the swing of the door can be reversed
to comply with Section 603.2.2.
2. Where the room is for individual use and a clear floor space complying with
Section 305.3 is provided within the room beyond the arc of the door swing, the
door shall not be required to comply with Section 603.2.2.

603.3 Mirrors. Where mirrors are located above lavatories, a mirror shall be located
over the accessible lavatory and shall be mounted with the bottom edge of the
reflecting surface 40 inches maximum above the floor. Where mirrors are located
above counters that do not contain lavatories, the mirror shall be mounted with the
bottom edge of the reflecting surface 40 inches maximum above the floor.

EXCEPTION: Other than within Accessible dwelling or sleeping units, mirrors
are not required over the lavatories or counters if a mirror is located within the
same toilet or bathing room and mounted with the bottom edge of the reflecting
surface 35 inches maximum above the floor.

603.4 Coat Hooks and Shelves. Coat hooks shall be located within one of the reach
ranges specified in Section 308. Shelves shall be 40 inches minimum and 48 inches
maximum above the floor.
603.5 Diaper Changing Tables. Diaper changing tables shall comply with Sections
309 and 902.
603.6 Operable Parts. Operable parts on towel dispensers and hand dryers serving
accessible lavatories shall comply with Table 603.6.

TABLE 603.6  MAXIMUM REACH DEPTH AND HEIGHT
Max. Reach Depth 0.5" 2" 5" 6" 9" 11"
Max. Reach Height 48" 46" 42" 40" 36" 34" 

604 WATER CLOSETS AND TOILET COMPARTMENTS
604.1 General. Accessible water closets and toilet compartments shall comply with
Section 604. Compartments containing more than one plumbing fixture shall
comply with Section 603. Wheelchair accessible compartments shall comply with
Section 604.9. Ambulatory accessible compartments shall comply with Section
604.10.

EXCEPTION: Water closets and toilet compartments primarily for children's use
shall be permitted to comply with Section 604.11 as applicable.

604.2 Location. The water closet shall be located with a wall or partition to the rear
and to one side. The centerline of the water closet shall be 16 inches minimum and
18 inches maximum from the side wall or partition. Water closets located in
ambulatory accessible compartments specified in Section 604.10 shall have the
centerline of the water closet 17 inches minimum and 19 inches maximum from the
side wall or partition.

               (a) Accessible Water Closets       (b) Ambulatory Water Closets
                                     FIG. 604.2 WATER CLOSET LOCATION
604.3 Clearance

FIG. 604.3 SIZE OF CLEARANCE FOR WATER CLOSET
604.3.1 Clearance width. Clearance around a water closet shall be 60 inches
minimum in width, measured perpendicular from the sidewall.
604.3.2 Clearance Depth. Clearance around the water closet shall be 56 inches
minimum in depth, measured perpendicular from the rear wall.
604.3.3 Clearance Overlap. The required clearance around the water closet shall be
permitted to overlap the water closet, associated grab bars, paper dispensers,
sanitary napkin receptacles, coat hooks, shelves, accessible routes, clear floor space
at other fixtures and the turning space. No other fixtures or obstructions shall be
within the required water closet clearance.
604.4 Height. The height of water closet seats shall be 17 inches minimum and 19
inches maximum above the floor, measured to the top of the seat. Seats shall not be
sprung to return to a lifted position.

EXCEPTION: A water closet in a toilet room for a single occupant, accessed only
through a private office and not for common use or public use, shall not be
required to comply with Section 604.4.

FIG. 604.4 WATER CLOSET SEAT HEIGHT
604.5 Grab Bars. Grab bars for water closets shall comply with Section 609 and shall
be provided in accordance with Sections 604.5.1 and 604.5.2. Grab bars shall be
provided on the rear wall and on the side wall closest to the water closet.

EXCEPTIONS:
1. Grab bars are not required to be installed in a toilet room for a single
occupant, accessed only through a private office and not for common use or
public use, provided reinforcement has been installed in walls and located so as
to permit the installation of grab bars complying with Section 604.5.
2. In detention or correction facilities, grab bars are not required to be installed
in housing or holding cells or rooms that are specially designed without
protrusions for purposes of suicide prevention.

604.5.1 Fixed Side Wall Grab Bars. Fixed side-wall grab bars shall be 42 inches
minimum in length, located 12 inches maximum from the rear wall and extending
54 inches minimum from the rear wall. In addition, a vertical grab bar 18 inches
minimum in length shall be mounted with the bottom of the bar located 39 inches
minimum and 41 inches maximum above the floor, and with the center line of the
bar located 39 inches minimum and 41 inches maximum from the rear wall.

EXCEPTION: The vertical grab bar at water closets primarily for children's use
shall comply with Section 609.4.2.

℄

FIG. 604.5.1 SIDE WALL GRAB BAR FOR WATER CLOSET
604.5.2 Rear Wall Grab Bars. The rear wall grab bar shall be 36 inches minimum in
length, and extend from the centerline of the water closet 12 inches minimum on the
side closest to the wall, and 24 inches minimum on the transfer side.

EXCEPTIONS:
1. The rear grab bar shall be permitted to be 24 inches minimum in length,
centered on the water closet, where wall space does not permit a grab bar 36
inches minimum in length due to the location of a recessed fixture adjacent to the
water closet.
2. Where an administrative authority requires flush controls for flush valves to
be located in a position that conflicts with the location of the rear grab bar, that
grab bar shall be permitted to be split or shifted to the open side of the toilet area.

FIG. 604.5.2 REAR WALL GRAB BAR FOR WATER CLOSET
604.6 Flush Controls. Flush controls shall be hand operated or automatic. Hand
operated flush controls shall comply with Section 309. Flush controls shall be
located on the open side of the water closet.

EXCEPTION: In ambulatory accessible compartments complying with Section
604.10, flush controls shall be permitted to be located on either side of the water
closet.

604.7 Dispensers. Toilet paper dispensers shall comply with Section 309.4. Where
the dispenser is located above the grab bar, the outlet of the dispenser shall be
located within an area 24 inches minimum and 36 inches maximum from the rear
wall. Where the dispenser is located below the grab bar, the outlet of the dispenser
shall be located within an area 24 inches minimum and 42 inches maximum from
the rear wall. The outlet of the dispenser shall be located 18 inches minimum and 48
inches maximum above the floor. Dispensers shall comply with Section 609.3.
Dispensers shall not be of a type that control delivery, or do not allow continuous
paper flow.

(a) Protruding Dispenser        (b) Protruding Dispenser       (c) Recessed Dispenser
     Below Grab Bar                          Above Grab Bar
604.8 Coat Hooks and Shelves. Coat hooks provided within toilet compartments
shall be 48 inches maximum above the floor. Shelves shall be 40 inches minimum
and 48 inches (1220 mm) maximum above the floor.
604.9 Wheelchair Accessible Compartments.
604.9.1 General. Wheelchair accessible compartments shall comply with Section
604.9.
604.9.2 Size. Toilet compartments shall comply with Section 604.9.2.1 or 604.9.2.2 as
applicable.
604.9.2.1 Minimum area. The minimum area of a wheelchair accessible
compartment shall be 60 inches minimum in width measured perpendicular to the
side wall, and 56 inches minimum in depth for wall hung water closets, and 59
inches minimum in depth for floor mounted water closets measured perpendicular
to the rear wall.
604.9.2.2 Compartment for children's use. The minimum area of a wheelchair
accessible compartment primarily for children's use shall be 60 inches minimum in
width measured perpendicular to the side wall, and 59 inches minimum in depth
for wall hung and floor mounted water closets measured perpendicular to the rear
wall.

     (a) Wall-Hung Water Closet - Adult       (b) Floor-Mounted Water Closet - Adult
                                                                            Wall-Hung & Floor Mounted - Children

FIG. 604.9.2 WHEELCHAIR ACCESSIBLE TOILET COMPARTMENTS
604.9.3 Doors. Toilet compartment doors, including door hardware, shall comply
with Section 404, except if the approach is to the latch side of the compartment door
clearance between the door side of the stall and any obstruction shall be 42 inches
minimum. The door shall be self-closing. A door pull complying with Section
404.2.6 shall be placed on both sides of the door near the latch. Toilet compartment
doors shall not swing into the required minimum area of the compartment.
604.9.3.1 Door Opening Location. The farthest edge of toilet compartment door
opening shall be located in the front wall or partition or in the side wall or partition
as required by Table 604.9.3.1.

Table 604.9.3.1 - DOOR OPENING LOCATION

                   (a) Front partition (b) Side wall or partition
FIG. 604.9.3.1 - WHEELCHAIR ACCESSIBLE COMPARTMENT DOOR OPENINGS
604.9.4 Approach. Wheelchair accessible compartments shall be arranged for
left-hand or right-hand approach to the water closet.
604.9.5 Toe Clearance. Toe clearance for compartments primarily for children's use
shall comply with Section 604.9.5.2. Toe clearance for other wheelchair accessible
compartments shall comply with Section 604.9.5.1.
604.9.5.1 Toe Clearance at Compartments. The front partition and at least one side
partition shall provide a toe clearance of 9 inches minimum above the floor and
extending 6 inches beyond the compartment side face of the partition, exclusive of
partition support members.

EXCEPTIONS:
1. Toe clearance at the front partition is not required in a compartment greater
than 62 inches in depth with a wall-hung water closet, or greater than 65 inches in
depth with a floor-mounted water closet.
2. Toe clearance at the side partition is not required in a compartment greater
than 66 inches in width.

604.9.5.2 Toe Clearance at Compartments for Children's Use. The front partition and
at least one side partition of compartments primarily for children's use shall provide
a toe clearance of 12 inches minimum above the floor and extending 6 inches
beyond the compartment side face of the partition, exclusive of partition support
members.
EXCEPTIONS:

1. Toe clearance at the front partition is not required in a compartment greater
than 65 inches in depth.
2. Toe clearance at the side partition is not required in a compartment greater
than 66 inches in width.

   (a) Elevation Adult         (b) Elevation Children                          (c) Plan
FIG. 604.9.5 - Wheelchair Accessible Compartment Toe Clearance
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FIG. 404.2.3.2
Maneuvering Clearance At Manual Swinging Doors

404.2.3.3 Sliding and Folding Doors. Sliding doors and folding doors shall have
maneuvering clearances complying with Table 404.2.3.3.
TABLE 404.2.3.3-MANEUVERING CLEARANCES AT SLIDING AND FOLDING
DOORS

1 Beyond pocket or hinge side.

(a)
Front Approach

(b)
Pocket or Hinge Approach

(d)
Stop or Latch Approach
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FIG. 404.2.3.3
Maneuvering Clearance At Sliding and Folding Doors

404.2.3.4 Doorways without Doors. Doorways without doors that are less than 36
inches in width shall have maneuvering clearances complying with Table 404.2.3.4
TABLE 404.2.3.4-MANEUVERING CLEARANCES FOR DOORWAYS WITHOUT
DOORS

(b)
side approach

24" MIN22" MIN

(a)
front approach
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FIG. 404.2.3.4
Maneuvering Clearance
At Doorways Without

Doors

404.2.3.5 Recessed Doors. Where any obstruction within 18 inches of the latch side
of a doorway projects more than 8 inches beyond the face of the door, measured
perpendicular to the face of the door, maneuvering clearances for a forward
approach shall be provided .

(b)
Push Side

(c)
Push Side, Door Provided With

Both Closer and Latch

(a)
Pull Side
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609 Grab Bars
609.1 General. Grab bars in accessible toilet or bathing facilities shall comply with
Section 609.
609.2 Cross Section. Grab bars shall have a cross section complying with Section
609.2.1 or 609.2.2.
609.2.1 Circular Cross Section. Grab bars with a circular cross section shall have an
outside diameter of 1¼ inch minimum and 2 inches maximum.
609.2.2 Noncircular Cross Section. Grab bars with a noncircular cross section shall
have a cross section dimension of 2 inches maximum, and a perimeter dimension of
4 inches minimum and 4.8 inches maximum.

                      (a) Circular               (b) Noncircular        (c) Noncircular
FIG. 609.2 SIZE OF GRAB BARS

609.3 Spacing. The space between the wall and the grab bar shall be 1½ inches. The
space between the grab bar and projecting objects below and at the ends of the grab
bar shall be 1½ inches minimum. The space between the grab bar and projecting
objects above the grab bar shall be 12 inches minimum.
EXCEPTIONS:

1. The space between the grab bars and shower controls, shower fittings, and
other grab bars above the grab bar shall be permitted to be 1½ inches minimum.
2. Recessed dispensers projecting from the wall ¼ inch maximum measured
from the face of the dispenser and complying with Section 604.7 shall be
permitted within the 12-inch space above and the 1½ inch spaces below and at
the ends of the grab bar.

FIG. 609.3 SPACING OF GRAB BARS
609.4 Position of Grab Bars.
609.4.1 General. Grab bars shall be installed in a horizontal position, 33 inches
minimum and 36 inches maximum above the floor measured to the top of the
gripping surface or shall be installed as required by Items 1 through 3.

1. The lower grab bar on the back wall of a bathtub shall comply with Section
607.4.1.1 or 607.4.2.1.
2. Vertical grab bars shall comply with Sections 604.5.1, 607.4.1.2.2, 607.4.2.2,
and 608.3.1.2.
3. Grab bars at water closets primarily for children's use shall comply with
Section 609.4.2.

604.9.6 Grab Bars. Grab bars shall comply with Section 609. Side wall grab bars
complying with Section 604.5.1 located on the wall closest to the water closet, and a
rear wall grab bar complying with Section 604.5.2, shall be provided.
604.10 Ambulatory Accessible Compartments.
604.10.1 General. Ambulatory accessible compartments shall comply with Section
604.10.
604.10.2 Size. The minimum area of an ambulatory accessible compartment shall be
60 inches minimum in depth and 36 inches in width.
604.10.3 Doors. Toilet compartment doors, including door hardware, shall comply
with Section 404, except if the approach is to the latch side of the compartment door
the clearance between the door side of the compartment and any obstruction shall
be 42 inches minimum. The door shall be self-closing. A door pull complying with
Section 404.2.6 shall be placed on both sides of the door near the latch.
Compartment doors shall not swing into the required minimum area of the
compartment.
604.10.4 Grab Bars. Grab bars shall comply with Section 609. Side wall grab bars
complying with Section 604.5.1 shall be provided on both sides of the compartment.
604.11 Water Closets and Toilet Compartments for Children's Use.
604.11.1 General. Accessible water closets and toilet compartments primarily for
children's use shall comply with Section 604.11.
604.11.2 Location. The water closet primarily for children's use shall be located with
a wall or partition to the rear and to one side. The centerline of the water closet shall
be 12 inches (305 mm) minimum and 18 inches (455 mm) maximum from the side
wall or partition. Water closets located in ambulatory accessible toilet
compartments specified in Section 604.10 shall be located as specified in Section
604.2.
604.11.3 Clearance. A clearance around the water closet primarily for children's use
complying with Section 604.3 shall be provided.
604.11.4 Height. The height of water closet seats primarily for children's use shall be
11 inches minimum and 17 inches maximum above the floor, measured to the top of
the seat. Seats shall not be sprung to return to a lifted position.
604.11.5 Grab Bars. Grab bars for water closets primarily for children's use shall
comply with Section 604.5.
604.11.6 Flush Controls. Flush controls primarily for children's use shall be hand
operated or automatic. Hand operated flush controls shall comply with Sections
309.2 and 309.4 and shall be installed 36 inches maximum above the floor. Flush
controls shall be located on the open side of the water closet.

EXCEPTION: In ambulatory accessible compartments complying with Section
604.10, flush controls shall be permitted to be located on either side of the water
closet.

604.11.7 Dispensers. Toilet paper dispensers primarily for children's use shall
comply with Section The outlet of dispensers shall be located within an area 24
inches minimum and 42 inches maximum from the rear wall. The outlet of the
dispenser shall be 14 inches minimum and 19 inches maximum above the floor.
There shall be a clearance of 1 1 2 inches minimum below the grab bar. Dispensers
shall not be of a type that control delivery or do not allow continuous paper flow.
604.11.8 Toilet Compartments. Toilet compartments primarily for children's use
shall comply with Sections 604.9 and 604.10, as applicable.

607 Bathtubs
607.1 General. Accessible bathtubs shall comply with Section 607.
607.2 Clearance. A clearance in front of bathtubs extending the length of the bathtub
and 30 inches minimum in depth shall be provided. Where a permanent seat is
provided at the head end of the bathtub, the clearance shall extend 12 inches
minimum beyond the wall at the head end of the bathtub.

607.3 Seat. A permanent seat at the head end of the bathtub or a removable in-tub
seat shall be provided. Seats shall comply with Section 610.
607.4 Grab Bars. Grab bars shall comply with Section 609 and shall be provided in
accordance with Section 607.4.1 or 607.4.2.

EXCEPTION: Grab bars shall not be required to be installed in a bathing facility
for a single occupant accessed only through a private office and not for common
use or public use, provided reinforcement has been installed in walls and located
so as to permit the installation of grab bars complying with Section 607.4.

607.4.1 Bathtubs with Permanent Seats. For bathtubs with permanent seats, grab
bars complying with Section 607.4.1 shall be provided.
607.4.1.1 Back Wall. Two horizontal grab bars shall be provided on the back wall,
one complying with Section 609.4 and the other located 8 inches minimum and 10
inches maximum above the rim of the bathtub. Each grab bar shall be located 15
inches maximum from the head end wall and extend to 12 inches maximum from
the control end wall.
607.4.1.2 Control End Wall. Control end wall grab bars shall comply with Section
607.4.1.2.
EXCEPTION: An L-shaped continuous grab bar of equivalent dimensions and
positioning shall be permitted to serve the function of separate vertical and
horizontal grab bars.
607.4.1.2.1 Horizontal Grab Bar. A horizontal grab bar 24 inches minimum in length
shall be provided on the control end wall beginning near the front edge of the
bathtub and extending toward the inside corner of the bathtub.
607.4.1.2.2 Vertical Grab Bar. A vertical grab bar 18 inches minimum in length shall
be provided on the control end wall 3 inches minimum and 6 inches maximum
above the horizontal grab bar, and 4 inches maximum inward from the front edge
of the bathtub.
607.4.2 Bathtubs without Permanent Seats. For bathtubs without permanent seats,
grab bars complying with Section 607.4.2 shall be provided.
607.4.2.1 Back Wall. Two horizontal grab bars shall be provided on the back wall,
one complying with Section 609.4 and the other located 8 inches minimum and 10
inches maximum above the rim of the bathtub. Each grab bar shall be 24 inches
minimum in length, located 24 inches maximum from the head end wall and extend
to 12 inches maximum from the control end wall.
607.4.2.2 Control End Wall. Control end wall grab bars shall comply with Section
607.4.1.2.
607.4.2.3 Head End Wall. A horizontal grab bar 12 inches minimum in length shall
be provided on the head end wall at the front edge of the bathtub.

605 Urinals
605.1 General. Accessible urinals shall comply with Section 605.
605.2 Height and Depth. Urinals shall be of the stall type or shall be of the wall
hung type with the rim at 17 inches maximum above the floor. Wall hung urinals
shall be 13 ½ inches minimum in depth measured from the outer face of the urinal
rim to the wall.
605.3 Clear Floor Space. A clear floor space complying with Section 305, positioned
for forward approach, shall be provided.
605.4 Flush Controls. Flush controls shall be hand operated or automatic. Hand
operated flush controls shall comply with Section 309.

606 Lavatories and Sinks
606.1 General. Accessible lavatories and sinks shall comply with Section 606.
606.2 Clear Floor Space. A clear floor space complying with Section 305.3,
positioned for forward approach, shall be provided. Knee and toe clearance
complying with Section 306 shall be provided. The dip of the overflow shall not be
considered in determining knee and toe clearances.
EXCEPTIONS:

1. A parallel approach complying with Section 305 and centered on the sink,
shall be permitted to a kitchen sink in a space where a cook top or conventional
range is not provided.
2. The requirement for knee and toe clearance shall not apply to a lavatory in a
toilet or bathing facility for a single occupant, accessed only through a private
office and not for common use or public use.
3. A knee clearance of 24 inches minimum above the floor shall be permitted at
lavatories and sinks used primarily by children ages 6 through 12 where the rim
or counter surface is 31 inches maximum above the floor.
4. A parallel approach complying with Section 305 and centered on the sink,
shall be permitted at lavatories and sinks used primarily by children ages 5 and
younger.
5. The requirement for knee and toe clearance shall not apply to more than one
bowl of a multibowl sink.
6. A parallel approach complying with Section 305 and centered on the sink,
shall be permitted at wet bars.

606.3 Height. The front of lavatories and sinks shall be 34 inches maximum above
the floor, measured to the higher of the rim or counter surface.
EXCEPTION: A lavatory in a toilet or bathing facility for a single occupant, accessed
only through a private office and not for common use or public use, shall not be
required to comply with Section 606.3.

FIG. 606.3 HEIGHT OF LAVATORIES AND SINKS
606.4 Faucets. Faucets shall comply with Section 309. Hand-operated metering
faucets shall remain open for 10 seconds minimum.
606.5 Lavatories with Enhanced Reach Range. Where enhanced reach range is
required at lavatories, faucets and soap dispenser controls shall have a reach depth
of 11 inches maximum or, if automatic, shall be activated within a reach depth of 11
inches maximum. Water and soap flow shall be provided with a reach depth of 11
inches maximum.
606.6 Exposed Pipes and Surfaces. Water supply and drainpipes under lavatories
and sinks shall be insulated or otherwise configured to protect against contact.
There shall be no sharp or abrasive surfaces under lavatories and sinks.

610 Seats
610.1 General. Seats in accessible bathtubs and shower compartments shall comply
with Section 610.
610.2 Bathtub Seats. The height of bathtub seats shall be 17 inches minimum and 19
inches maximum above the bathroom floor, measured to the top of the seat.
Removable in-tub seats shall be 15 inches minimum and 16 inches maximum in
depth. Removable in-tub seats shall be capable of secure placement. Permanent
seats shall be 15 inches minimum in depth and shall extend from the back wall to or
beyond the outer edge of the bathtub. Permanent seats shall be positioned at the
head end of the bathtub.

610.3 Shower Compartment Seats. The height of shower compartment seats shall be
17 inches minimum and 19 maximum above the bathroom floor, measured to the
top of the seat. In transfer-type and alternate roll-in-type showers, the seat shall
extend along the seat wall to a point within 3 inches of the compartment entry. In
standard roll-in-type showers, the seat shall extend from the control wall to a point
within 3 inches of the compartment entry. Seats shall comply with Section 610.3.1 or
610.3.2.
610.3.1 Rectangular Seats. The rear edge of a rectangular seat shall be 2 ½ inches
maximum and the front edge 15 inches minimum and 16 inches maximum from the
seat wall. The side edge of the seat shall be 1 ½ inches maximum from the back wall
of a transfer-type shower and 1 ½ inches maximum from the control wall of a
roll-in-type shower.
610.3.2 L-Shaped Seats. The rear edge of an L-shaped seat shall be 2 ½ inches
maximum and the front edge 15 inches minimum and 16 inches maximum from the
seat wall. The rear edge of the "L" portion of the seat shall be 1 ½ inches maximum
from the wall and the front edge shall be 14 inches minimum and 15 inches
maximum from the wall. The end of the "L" shall be 22 inches minimum and 23
inches maximum from the main seat wall.

610.4 Structural Strength. Allowable stresses shall not be exceeded for materials
used where a vertical or horizontal force of 250 pounds is applied at any point on
the seat, fastener mounting device, or supporting structure.

701 General
701.1 Scope. Communications elements and features required to be accessible by the
scoping provisions adopted by the administrative authority shall comply with the
applicable provisions of Chapter 7.

702 Alarms
702.1 General. Accessible audible and visible alarms and notification appliances shall be
installed in accordance with NFPA 72 listed in Section 105.2.2, be powered by a commercial
light and power source, be permanently connected to the wiring of the premises electric
system, and be permanently installed.

703 Signs
703.1 General. Accessible signs shall comply with Section 703. Tactile signs shall contain
both raised characters and braille. Where signs with both visual and raised characters are
required, either one sign with both visual and raised characters, or two separate signs, one
with visual, and one with raised characters, shall be provided.
703.1.1 Designations. Interior and exterior signs identifying permanent rooms and spaces
shall comply with Sections 703.1, 703.2, and 703.3.

EXCEPTION: Exterior signs that are not located at the door to the space they serve shall
not be required to comply with Section 703.3.

703.1.2 Directional and Informational Signs. Signs that provide direction to or information
about interior spaces and facilities of the site shall comply with Section 703.2.
703.1.3 Pictograms. Where pictograms are provided as designations of permanent interior
rooms and spaces, the pictograms shall comply with Section 703.5 and shall have text
descriptors located directly below the pictogram field and complying with Sections 703.2
and 703.3.

EXCEPTION: Pictograms that provide information about a room or space, such as "No
Smoking", occupant logos, and the International Symbol of Accessibility, are not
required to have text descriptors.

703.2 Visual Characters.
703.2.1 General. Visual characters shall comply with the following:

1. Visual characters that also serve as raised characters shall comply with Section 703.3,
or
2. Visual characters on VMS signage shall comply with Section 703.7, or
3. Visual characters not covered in items 1 and 2 shall comply with Section 703.2.
EXCEPTION: The visual and raised requirements of item 1 shall be permitted to be
provided by two separate signs that provide corresponding information provided one
sign complies with Section 703.2 and the second sign complies with Section 703.3.

703.2.2 Case. Characters shall be uppercase, lowercase, or a combination of both.
703.2.3 Style. Characters shall be conventional in form. Characters shall not be italic,
oblique, script, highly decorative, or of other unusual forms.
703.2.4 Character Height. The uppercase letter "I" shall be used to determine the allowable
height of all characters of a font. The uppercase letter "I" of the font shall have a minimum
height complying with Table 703.2.4. Viewing distance shall be measured as the horizontal
distance between the character and an obstruction preventing further approach towards the
sign.

EXCEPTION: In assembly seating where the maximum viewing distance is 100 feet or
greater, the height of the uppercase "I" of fonts shall be permitted to be 1 inch for every
30 feet of viewing distance, provided the character height is 8 inches minimum. Viewing
distance shall be measured as the horizontal distance between the character and where
someone is expected to view the sign.

TABLE 703.2.4 - VISUAL CHARACTER HEIGHT

703.2.5 Character Width. The uppercase letter "0" shall be used to determine the allowable
width of all characters of a font. The width of the uppercase letter "0" of the font shall be 55
percent minimum and 110 percent maximum of the height of the uppercase "I" of the font.
703.2.6 Stroke Width. The uppercase letter "I" shall be used to determine the allowable
stroke width of all characters of a font. The stroke width shall be 10 percent minimum and
30 percent maximum of the height of the uppercase "I" of the font.
703.2.7 Character Spacing. Spacing shall be measured between the two closest points of
adjacent characters within a message, excluding word spaces. Spacing between individual
characters shall be 10 percent minimum and 35 percent maximum of the character height.
703.2.8 Line Spacing. Spacing between the baselines of separate lines of characters within a
message shall be 135 percent minimum and 170 percent maximum of the character height.

EXCEPTION: In assembly seating where the maximum viewing distance is 100 feet or
greater, the spacing between the baselines of separate lines of characters within a
message shall be permitted to be 120 percent minimum and 170 percent maximum of the
character height.

703.2.9 Height Above Floor. Visual characters shall be 40 inches minimum above the floor
of the viewing position, measured to the baseline of the character. Heights shall comply
with Table 703.2.4, based on the size of the characters on the sign.

EXCEPTION: Visual characters indicating elevator car controls shall not be required to
comply with Section 703.2.9.

703.2.10 Finish and Contrast. Characters and their background shall have a non-glare finish.
Characters shall contrast with their background, with either light characters on a dark
background, or dark characters on a light background.
703.3 Raised Characters.
703.3.1 General. Raised characters shall comply with Section 703.3, and shall be duplicated
in braille complying with Section 703.4.
703.3.2 Depth. Raised characters shall be raised 1/32 inch minimum above their
background.
703.3.3 Case. Characters shall be uppercase.
703.3.4 Style. Characters shall be sans serif. Characters shall not be italic, oblique, script,
highly decorative, or of other unusual forms.
703.3.5 Character Height. The uppercase letter "I" shall be used to determine the allowable
height of all characters of a font. The height of the uppercase letter "I" of the font, measured
vertically from the baseline of the character, shall be 5/8 inch minimum, and 2 inches
maximum.

EXCEPTION: Where separate raised and visual characters with the same information are
provided, the height of the raised uppercase letter "I" shall be permitted to be 1/2 inch
minimum.

703.3.6 Character Width. The uppercase letter "0" shall be used to determine the allowable
width of all characters of a font. The width of the uppercase letter "0" of the font shall be 55
percent minimum and 110 percent maximum of the height of the uppercase "I" of the font.
703.3.7 Stroke Width. Raised character stroke width shall comply with Section 703.3.7. The
uppercase letter "I" of the font shall be used to determine the allowable stroke width of all
characters of a font.
703.3.7.1 Maximum. The stroke width shall be 15 percent maximum of the height of the
uppercase letter "I" measured at the top surface of the character, and 30 percent maximum
of the height of the uppercase letter "I" measured at the base of the character.
703.3.7.2 Minimum. When characters are both visual and raised, the stroke width shall be
10 percent minimum of the height of the uppercase letter "I".
703.3.8 Character Spacing. Character spacing shall be measured between the two closest
points of adjacent raised characters within a message, excluding word spaces. Spacing
between individual raised characters shall be 1/8 inch minimum measured at the top
surface of the characters, 1/16 inch minimum measured at the base of the characters, and
four times the raised character stroke width maximum. Characters shall be separated from
raised borders and decorative elements 3/8 inch minimum.

Height above Floor to Baseline of
Character

Horizontal Viewing Distance Minimum Character Height

40 inches to less than or equal to
70 inches

Less than 6 feet 5
8 inch

6 feet and greater 5
8 inch, plus 18 inch per foot of

viewing distance above 6 feet

Greater than 70 inches to less than
or equal to 120 inches

Less than 15 feet 2 inches

15 feet and greater 2 inches, plus 18 inch per foot of
viewing distance above 15 feet

Greater than 120 inches
Less than 21 feet 3 inches

12 feet and greater 3 inches, plus 18 inch per foot of
viewing distance above 21 feet

REFUGE

AREA OF
REFUGE

703.3.9 Line Spacing. Spacing between the baselines of separate lines of raised characters
within a message shall be 135 percent minimum and 170 percent maximum of the raised
character height.
703.3.10 Height above Floor. Raised characters shall be 48 inches minimum above the floor,
measured to the baseline of the lowest raised character and 60 inches maximum above the
floor, measured to the baseline of the highest raised character.

EXCEPTION: Raised characters for elevator car controls shall not be required to comply
with Section 703.3.10.

Note: For braille character mounting height see Section 703.4.5
FIG. 703.3.10

HEIGHT OF RAISED CHARACTERS ABOVE FLOOR
703.3.11 location. Where a sign containing raised characters and braille is provided at a
door, the sign shall be alongside the door at the latch side. Where a sign containing raised
characters and braille is provided at double doors with one active leaf, the sign shall be
located on the inactive leaf. Where a sign containing raised characters and braille is
provided at double doors with two active leaves, the sign shall be to the right of the
right-hand door. Where there is no wall space on the latch side of a single door, or to the
right side of double doors, signs shall be on the nearest adjacent wall. Signs containing
raised characters and braille shall be located so that a clear floor area 18 inches minimum
by 18 inches minimum, centered on the raised characters is provided beyond the arc of any
door swing between the closed position and 45 degree open position.

EXCEPTION: Signs containing raised characters and braille shall be permitted on the
push side of doors with closers and without hold-open devices.

FIG. 703.3.11
LOCATION OF SIGNS AT DOORS

703.3.12 Finish and Contrast. Characters and their background shall have a non-glare finish.
Characters shall contrast with their background with either light characters on a dark
background, or dark characters on a light background.

EXCEPTION: Where separate raised characters and visual characters with the same
information are provided, raised characters are not required to have non-glare finish or
to contrast with their background.

703.4 Braille
703.4.1 General. Braille shall be contracted (Grade 2) braille and shall comply with Section
703.4.
703.4.2 Uppercase Letters. The indication of an uppercase letter or letters shall only be used
before the first word of sentences, proper nouns and names, individual letters of the
alphabet, initials, or acronyms.
703.4.3 Dimensions. Braille dots shall have a domed or rounded shape and shall comply
with Table 703.4.3.

TABLE 703.4.3 BRAILLE MEASUREMENT

1 Measured center to center
703.4.4 Position. Braille shall be below the corresponding text. If text is multilined, braille
shall be placed below entire text. Braille shall be separated 3/8 inch minimum from any
other raised characters and 3/8 inch minimum from raised borders and decorative
elements. Braille provided on elevator car controls shall be separated 3/16 inch minimum
either directly below or adjacent to the corresponding raised characters or symbols.
703.4.5 Mounting Height. Braille shall be 48 inches minimum and 60 inches maximum
above the floor, measured to the baseline of the braille cells.

EXCEPTION: Elevator car controls shall not be required to comply with Section 703.4.5.
703.5 Pictograms.
703.5.1 General. Pictograms shall comply with Section 703.5.
703.5.2 Pictogram Field. Pictograms shall have a field 6 inches minimum in height.
Characters or braille shall not be located in the pictogram field.

FIG. 703.5 PICTOGRAM FIELD
703.5.3 Finish and Contrast. Pictograms and their fields shall have a nonglare finish.
Pictograms shall contrast with their fields, with either a light pictogram on a dark field or a
dark pictogram on a light field.
703.6 Symbols of Accessibility.
703.6.1 General. Symbols of accessibility shall comply with Section 703.6.
703.6.2 Finish and Contrast. Symbols of accessibility and their backgrounds shall have a
non-glare finish. Symbols of accessibility shall contrast with their backgrounds, with either
a light symbol on a dark background or a dark symbol on a light background.
703.6.3 Symbols.
703.6 Symbols of Accessibility.
703.6.3.1 International Symbol of Accessibility. The International Symbol of Accessibility
shall comply with Figure 703.6.3.1.
703.6.3.2 International Symbol of TTY. The International Symbol of TTY shall comply with
Figure 703.6.3.2.
703.6.3.3 Assistive Listening Systems. Assistive listening systems shall be identified by the
International Symbol of Access for Hearing Loss complying with Figure 703.6.3.3.
703.6.3.4 Volume-Controlled Telephones. Telephones with volume controls shall be
identified by a pictogram of a telephone handset with radiating sound waves on a square
field complying with Figure 703.6.3.4.

FIG. 703.6.3.1 FIG. 703.6.3.3
INTERNATIONAL SYMBOL       INTERNATIONAL SYMBOL OF

                   OF ACCESSIBILITY        ACCESS FOR HEARING LOSS

FIG. 703.6.3.2 FIG. 703.6.3.4
    INTERNATIONAL TTY SYMBOL  VOLUME-CONTROLLED TELEPHONE
                   

Measurement Range Minimum in inches
Maximum in inches

Dot base diameter 0.059 to 0.063
Distance between two dots in the same cell 0.090 to 0.100
Distance between corresponding  dots in adjacent cells 1 0.241 to 0.300
Dot height 0.025 to 0.037
Distance between corresponding dots from one cell
directly below 1 0.395 to 0.400
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FIG. 607.2
Clearance For Bathtubs

607.5 Controls. Controls, other than drain stoppers, shall be provided on an end
wall, located between the bathtub rim and grab bar, and between the open side of
the bathtub and the centerline of the width of the bathtub. Controls shall comply
with Section 309.4.

607.6 Hand Shower. A hand shower with a hose 59 inches minimum in length, that
can be used as both a fixed shower head and as a hand shower, shall be provided.
The hand shower shall have a control with a nonpositive shut-off feature. Where
provided, an adjustable-height hand shower mounted on a vertical bar shall be
installed so as to not obstruct the use of grab bars.
607.7 Bathtub Enclosures. Enclosures for bathtubs shall not obstruct controls,
faucets, shower and spray units or obstruct transfer from wheelchairs onto bathtub
seats or into bathtubs. Enclosures on bathtubs shall not have tracks installed on the
rim of the bathtub.
607.8 Water Temperature. Bathtubs shall deliver water that is 120°F maximum.
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Grab Bars For Bathtubs With Permanent Seats

FIG. 607.4.2
Grab Bars For Bathtubs Without Permanent Seats
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608 Shower Compartments
608.1 General. Accessible shower compartments shall comply with Section 608. 1
608.2 Size, clearance and seat. Shower compartments shall have sizes, clearances
and seats complying with Section 608.2.
608.2.1 Transfer-type Shower Compartments. Transfer-type shower compartments
shall comply with Section 608.2.1.

608.2.1.1 Size. Transfer-type shower compartments shall have a clear inside
dimension of 36 inches in width and 36 inches in depth, measured at the center
point of opposing sides. An entry 36 inches minimum in width shall be provided.
608.2.1.2 Clearance. A clearance of 48 inches minimum in length measured
perpendicular from the control wall, and 36 inches minimum in depth shall be
provided adjacent to the open face of the compartment.
608.2.1.3 Seat. A folding or non-folding seat complying with Section 610 shall be
provided on the wall opposite the control wall.

Exception: A seat is not required to be installed in a shower for a single occupant,
accessed only through a private office and not for common use or public use,
provided reinforcement has been installed in walls and located so as to permit the
installation of a shower seat.

608.2.2 Standard Roll-in-type Shower Compartments. Standard roll-in-type shower
compartments shall comply with Section 608.2.2.

608.2.2.1 Size. Standard roll-in-type shower compartments shall have a clear inside
dimension of 60 inches minimum in width and 30 inches minimum in depth,
measured at the center point of opposing sides. An entry 60 inches minimum in
width shall be provided.
608.2.2.2 Clearance. A clearance of 60 inches minimum in length adjacent to the
60-inch width of the open face of the shower compartment, and 30 inches minimum
in depth, shall be provided.

EXCEPTION: A lavatory complying with Section 606 shall be permitted at the
end of the clearance opposite the seat.

608.2.2.3 Seat. A folding seat complying with Section 610 shall be provided on an
end wall.

EXCEPTIONS:
1. A seat is not required to be installed in a shower for a single occupant
accessed only through a private office and not for common use or public use,
provided reinforcement has been installed in walls and located so as to permit the
installation of a shower seat.
2. A fixed seat shall be permitted where the seat does not overlap the minimum
clear inside dimension required by Section 608.2.2.1.

608.2.3 Alternate Roll-in-type Shower Compartments. Alternate roll-in-type shower
compartments shall comply with Section 608.2.3.

608.2.3.1 Size. Alternate roll-in shower compartments shall have a clear inside
dimension of 60 inches minimum in width, and 36 inches in depth, measured at the
center point of opposing sides. An entry 36 inches minimum in width shall be
provided at one end of the 60-inch width of the compartment. A seat wall, 24 inches
minimum and 36 inches maximum in length, shall be provided on the entry side of
the compartment.
608.2.3.2 Seat. A folding seat complying with Section 610 shall be provided on the
seat wall opposite the back wall.

EXCEPTION: A seat is not required to be installed in a shower for a single
occupant, accessed only through a private office and not for common use or
public use, provided reinforcement has been installed in walls and located so as
to permit the installation of a shower seat.

608.3 Grab Bars. Grab bars shall comply with Section 609 and shall be provided in
accordance with Section 608.3. Where multiple grab bars are used, required
horizontal grab bars shall be installed at the same height above the floor.

EXCEPTION: Grab bars are not required to be installed in a shower for a single
occupant, accessed only through a private office and not for common use or
public use, provided reinforcement has been installed in walls and located so as
to permit the installation of grab bars complying with Section 608.3.

608.3.1 Transfer-Type Showers. Grab bars for transfer type showers shall comply
with Section 608.3.1.

608.3.1.1 Horizontal Grab Bars. Horizontal grab bars shall be provided across the
control wall and on the back wall to a point 18 inches from the control wall.
608.3.1.2 Vertical Grab Bar. A vertical grab bar 18 inches minimum in length shall be
provided on the control end wall 3 inches minimum and 6 inches maximum above
the horizontal grab bar, and 4 inches maximum inward from the front edge of the
shower.
608.3.2 Standard Roll-in-Type Showers. In standard roll-in type showers, a grab bar
shall be provided on the back wall beginning at the edge of the seat. The grab bars
shall not be provided above the seat. The back wall grab bar shall extend the length
of the wall but shall not be required to exceed 48 inches in length. Where a side wall
is provided opposite the seat within 72 inches of the seat wall, a grab bar shall be
provided on the side wall opposite the seat. The side wall grab bar shall extend the
length of the wall but shall not be required to exceed 30 inches in length. Grab bars
shall be 6 inches maximum from the adjacent wall.
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608.3.3 Alternate Roll-in-Type Showers. In alternate roll-in type showers, grab bars
shall be provided on the back wall and the end wall adjacent to the seat. Grab bars
shall not be provided above the seat. Grab bars shall be 6 inches maximum from the
adjacent wall.

608.4 Controls and Hand Showers. Controls and hand showers shall comply with
Sections 608.4 and 309.4.
608.4.1 Transfer-Type Showers. In transfer-type showers, the controls and hand
shower shall be located:

1. On the control wall opposite the seat.
2. At a height of 38 inches minimum and 48 inches maximum above the shower
floor, and
3. 15 inches maximum, from the centerline of the control wall toward the
shower opening.

608.4.2 Standard Roll-in Showers. In standard roll-in showers, the controls and
hand shower shall be located on the back wall above the grab bar, 48 inches (1220
mm) maximum above the shower floor and 16 inches minimum and 27 inches
maximum from the end wall behind the seat.

608.4.3 Alternate Roll-in Showers. In alternate roll-in showers, the controls and
hand shower shall be located 38 inches minimum and 48 inches maximum above
the shower floor. In alternate roll-in showers with controls and hand shower located
on the end wall adjacent to the seat, the controls and hand shower shall be 27 inches
maximum from the seat wall. In alternate roll-in showers with the controls and
hand shower located on the back wall opposite the seat, the controls and hand
shower shall be located within 15 inches, left or right, of the centerline of the seat.

608.5 Hand Showers. A hand shower with a hose 59 inches minimum in length, that
can be used both as a fixed shower head and as a hand shower shall be provided.
The hand shower shall have a control with a nonpositive shut-off feature. Where
provided, an adjustable-height hand shower mounted on a vertical bar shall be
installed so as to not obstruct the use of grab bars.

EXCEPTION: In other than Accessible units and Type A units, a fixed shower
head located 48 inches maximum above the shower floor shall be permitted in
lieu of a hand shower.

608.6 Thresholds. Thresholds in roll-in-type shower compartments shall be 1/2 inch
maximum in height in accordance with Section 303. In transfer-type shower
compartments, thresholds ½ inch maximum in height shall be beveled, rounded, or
vertical.

EXCEPTION: In existing facilities, in transfer-type shower compartments where
provision of a threshold 1/2 inch in height would disturb the structural
reinforcement of the floor slab, a threshold 2 inches maximum in height shall be
permitted.

608.7 Shower Enclosures. Shower compartment enclosures for shower
compartments shall not obstruct controls or obstruct transfer from wheelchairs onto
shower seats. 608.8 Water Temperature. Showers shall deliver water that is 120°F
(49°C) maximum.
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609.4.2 Position of Children's Grab Bars. At water closets primarily for children's
use complying with Section 604.11, grab bars shall be installed in a horizontal
position 18 inches minimum and 27 inches maximum above the floor measured to
the top of the gripping surface. A vertical grab bar shall be mounted with the
bottom of the bar located between 21 inches minimum and 30 inches maximum
above the floor and with the centerline of the bar located between 34 inches
minimum and 36 inches maximum from the rear wall.
609.5 Surface Hazards. Grab bars, and any wall or other surfaces adjacent to grab
bars, shall be free of sharp or abrasive elements. Edges shall be rounded.
609.6 Fittings. Grab bars shall not rotate within their fittings.
609.7 Installation and Configuration. Grab bars shall be installed in any manner that
provides a gripping surface at the locations specified in this standard and does not
obstruct the clear floor space. Horizontal and vertical grab bars shall be permitted to
be separate bars, a single piece bar, or combination thereof.
609.8 Structural Strength. Allowable stresses shall not be exceeded for materials
used where a vertical or horizontal force of 250 pounds is applied at any point on
the grab bar, fastener mounting device, or supporting structure.
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GENERAL REFLECTED CEILING NOTES:

· CONTRACTOR SHALL CONFIRM ALL CEILING FIXTURES, DIFFUSERS,
LIGHTING, ETC... WITH MECHANICAL & ELECTRICAL DRAWINGS.

· COORDINATE WITH MEP DRAWINGS FOR LOCATION OF ALL LIGHTING,
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MATERIAL LEGEND:

ALUM = ALUMINUM
HM = HOLLOW METAL
MTL = METAL
SCWD = SOLID CORE WOOD
T1 = 14" TEMPERED GLAZING
EX = EXISTING

DOOR AND FRAME SCHEDULE

DOOR
NO.

DOORS FRAMES
FIRE

RATING

HDW

REMARKS
SIZE DOOR

TYPE MAT'L GLAZING MAT'L FRAME
TYPE

DETAILS
SET #

WIDTH HEIGHT THK HEAD JAMB

101 3'-8" 7'-0" 13
4" F SCWD - HM C H1/H2 J1/J2 1 2, 6

102 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM EX-A H1 J1 2 1, 2

103 3'-0" 7'-0" 13
4" EX-P4G EX SCWD EX T1 HM EX-A H1 J1 3 1, 2, 5

104 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM B H1/H2 J1/J2 4 2, 7

105 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM EX-B H1/H2 J1/J2 5 1, 2, 3

106 3'-8" 7'-0" 13
4" F SCWD - HM C H1/H2 J1/J2 1 2, 6

107 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM EX-A H1 J1 6 1, 2

108 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM EX-A H1 J1 6 1, 2

109 3'-0" 7'-0" 13
4" EX-F EX SCWD - HM EX-A H1 J1 7 1, 2

110 3'-0" 7'-0" 13
4" EX-P4G EX SCWD EX T1 HM EX-A H1 J1 8 2, 3, 4

201 EX EX EX EX EX EX EX EX EX EX EX 9 8

HARDWARE SCHEDULE:

HARDWARE SET #1:
4 - HINGES  (PROVIDE NEW)
1 - STOREROOM LOCKSET (RELOCATE)
1 - WALL STOP  (PROVIDE NEW)
3 - SILENCERS (PROVIDE NEW)
1 - CLOSER (PROVIDE NEW)
1 - ELECTRIC STRIKE (COORDINATE WITH VENDOR AND EXISTING SYSTEM) (PROVIDE NEW)
1 - KEY FOB READER SYSTEM (PROVIDED BY OWNER'S VENDOR)

HARDWARE SET #2:
3 - HINGES (RELOCATE)
1 - STOREROOM LOCKSET (RELOCATE)
3 - SILENCERS (RELOCATE)

HARDWARE SET #3:
3 - HINGES (RELOCATE)
1 - STOREROOM LOCKSET (RELOCATE)
1 - WALL STOP  (PROVIDE NEW)
3 - SILENCERS (RELOCATE)
1 - CLOSER (RELOCATE)
1 - ELECTRIC STRIKE (COORDINATE WITH VENDOR AND EXISTING SYSTEM) (PROVIDE NEW)
1 - KEY FOB READER SYSTEM (PROVIDED BY OWNER'S VENDOR)

HARDWARE SET #4:
3 - HINGES (PROVIDE NEW)
1 - OFFICE/ENTRY LOCKSET (RELOCATE)
1 - WALL STOP (PROVIDE NEW)
3 - SILENCERS (PROVIDE NEW)

HARDWARE SET #5:
3 - HINGES  (RELOCATE)
1 - OFFICE/ENTRY LOCKSET (RELOCATE)
1 - WALL STOP (PROVIDE NEW)
3 - SILENCERS (PROVIDE NEW)

HARDWARE SET #6:
3 - HINGES (RELOCATE)
1 - STOREROOM LOCKSET (RELOCATE)
3 - SILENCERS (RELOCATE)
1 - WALL STOP (PROVIDE NEW)

HARDWARE SET #7:
3 - HINGES (RELOCATE)
1 - PRIVACY SET (RELOCATE)
3 - SILENCERS (RELOCATE)
1 - WALL STOP (PROVIDE NEW)

HARDWARE SET #8:
3 - HINGES  (RELOCATE)
1 - CLASSROOM LOCKSET (RELOCATE)
1 - OVERHEAD STOP (PROVIDE NEW)
3 - SILENCERS (RELOCATE)

HARDWARE SET #9:
ADD 1 - ELECTRIC STRIKE (COORDINATE WITH VENDOR AND

EXISTING SYSTEM) (PROVIDE NEW)
ADD 1 - KEY FOB READER SYSTEM (PROVIDED BY OWNER'S

 VENDOR)

REMARKS:

1. REUSE SALVAGED DOOR, FRAME AND HARDWARE. RECOMMENDED RELOCATED DOOR ASSEMBLY
LOCATION IS SHOWN ON THE DEMOLITION FLOOR PLAN. REVERSE LOCKSET WHERE NECESSARY.
VERIFY CONDITION IN FIELD. REFURBISH COMPONENTS AS NECESSARY.

2. INTENT IS TO REUSE EXISTING LOCKSETS. EXISTING LOCKSETS ARE SARGENT 8200 SERIES MORTISE
LOCKSETS AND LEVERS ARE "CENTRO - ND" W/ LN ROSE. SATIN CHROME PLATED.  LOCKSETS ARE
MULTI FUNCTION AND SOME WILL REQUIRE FUNCTION ADJUSTMENT. REFER TO HARDWARE
SCHEDULE FOR REQUIRED FUNCTIONS.

3. REPAIR DOOR SLAB AFTER CLOSER IS REMOVED.

4. REUSE SALVAGED DOOR AND HARDWARE. EXISTING FRAME TO REMAIN. VIF SIZE IN FIELD.
RECOMMENDED RELOCATED DOOR LOCATION IS SHOWN ON THE DEMOLITION FLOOR PLAN.
REVERSE LOCKSET WHERE NECESSARY. VERIFY CONDITION IN FIELD. REFURBISH COMPONENTS AS
NECESSARY.

5. MODIFY EXISTING DOOR FRAME FOR ELECTRIC STRIKE.

6. NEW DOOR AND FRAME.

7. REUSE SALVAGED DOOR AND HARDWARE . PROVIDE NEW FRAME. VIF SIZE IN FIELD. RECOMMENDED
RELOCATED DOOR LOCATION IS SHOWN ON THE DEMOLITION FLOOR PLAN. REVERSE LOCKSET
WHERE NECESSARY. VERIFY CONDITION IN FIELD. REFURBISH COMPONENTS AS NECESSARY.

8. EXISTING DOOR AND FRAME TO REMAIN. ADD ELECTRIC STRIKE AND KEY FOB READER.

GENERAL NOTES:

· DESIGN INTENT IS TO RE-USE SALVAGED  DOORS, FRAMES,
AND HARDWARE WHERE POSSIBLE. CONDITION TO BE
VERIFIED IN FIELD.

· ALL DOORS & FRAMES TO INCLUDE ALL NECESSARY
HARDWARE & ACCESSORIES FOR INSTALLATION &
OPERATION.  ANY HARDWARE ITEM NOT SPECIFICALLY
CALLED OUT, BUT REQUIRED TO MAKE ANY ASSEMBLY
OPERATIONAL, SHALL BE INCLUDED.

· PROVIDE SOLID WOOD BLOCKING AT ALL WALL STOPS.

· ALL HARDWARE TO BE ADA COMPLIANT.

FLUSH DOORF W/ GLASS PANELS
EXISTING 4 PANEL DOORP4G

EXISTING GLASS
PANEL DOOR,

SEE
SCHED.

SE
E 

SC
H

ED
U

LE

SEE
SCHED.

SE
E 

SC
H

ED
U

LE

A B

SE
E 

SC
H

ED
U

LE

SEE
SCHED.

2"2"

2"

7'
-0

"

5'-2"

2" 3'-0" 2" 1'-8" 2"

1
4"  TEMPERED GLASS, TYP.

8"
4'

-4
"

2"
1'

-8
"

2"

9'
-0

"

2"
1'

-1
0"

C

7'
-0

"

6'-2"

2" 3'-8" 2" 2'-0" 2"

1
4"  TEMPERED GLASS, TYP.

8"
4'

-4
"

2"
1'

-8
"

2"

9'
-0

"

2"
1'

-1
0"

BATT INSULATION

5
8" GYPSUM BOARD

HOLLOW METAL
FRAME

DOOR PER SCHEDULE

35
8" METAL STUD

BATT INSULATION

5
8" GYPSUM BOARD

35
8" METAL STUDS &

TRACKS BOXED HEADER

HOLLOW METAL FRAME

DOOR PER SCHEDULE

SEALANT (BOTH SIDES)

SEALANT (BOTH SIDES)

H1

J1

BATT INSULATION

5
8" GYPSUM BOARD

HOLLOW METAL
FRAME

TRANSOM

35
8" METAL STUDS &

TRACKS BOXED HEADER

SEALANT (BOTH SIDES)

H2

35
8" METAL STUD

BATT INSULATION

5
8" GYPSUM BOARD

HOLLOW METAL FRAME

SIDELIGHT

SEALANT (BOTH SIDES)

J2

C HEAD @ FIXED GLASS PARTITION

A JAMB @ FIXED GLASS PARTITION
2"

1 2"
D

.L
.O

.

N
ET

 G
LA

SS
SI

ZE D
O

O
R

O
PE

N
IN

G

ROUGH OPENING

SIDELITE SIZE1
8"

TEMPERED GLASS,
REFER TO SPEC

"FIXED GLASS" FRAME

3 5/8" 20 GA. MTL.
STUDS @ 16" O.C.

5/8" DRYWALL
BOTH SIDES

TEMPERED GLASS,
REFER TO SPEC

3 5/8" 20 GA. MTL.
STUDS @ 16" O.C.

5/8" DRYWALL
BOTH SIDES

SOUND BATT INSULATION

SOUND BATT
INSULATION

V
A

RI
ES

LINE OF
ACT CEILING

2"
3 8"

D
.L

.O
.

RO
U

G
H

 O
PE

N
IN

G

B SILL @ FIXED GLASS PARTITION
(WALL MOUNTED)

TEMPERED GLASS,
REFER TO SPEC

"FIXED GLASS" FRAME

3 5/8" 20 GA. MTL.
STUDS @ 16" O.C.

5/8" DRYWALL
BOTH SIDES

SOUND BATT INSULATION

±5'-0" V.I.F.

4'
-0

"

2"
2"

3'
-8

"

3'
-0

"

T1

1

A-601
B2-B

A-601
B2-C

A-601
B2-A

1
4" TEMPERED GLASS

1 2 3 4 5 6

1 2 3 4 5 6

A
B

C
D

E

N O T I C E

This document is the exclusive property of the
architect, no rights to ownership are transferable, or 
shall be lost by the filing of this document with any

compliance with Codes and or Ordinances, 

This document, the property of, prepared and issued
by the architect, is submitted for the specific project

recipient by accepting this document assumes custody
and agrees that this document will not be copied or
reproduced in part or in whole, and any special
features peculiar to this design shall not be
incorporated in any other project, unless prior
agreement has been obtained in writing.These
documents will be returned immediately upon

and all public authorities for the purpose of

SA PROJECT TEAM:
PROJ. ARCH.

ISSUE:

DRAFTER

SEAL:

SA JOB #: DATE:

TITLE:

17033.05
DRAWING #:

P.Silvestri

namely and the

completion of the project or upon the request of the
architect.

i.e. Building Permit, etc.

PRINCIPAL

A
B

C
D

E

JOB CAPT. INTERIORS

1321 MILLERSPORT HWY
AMHERST, NY 14221

PH.    716.691.0900
FAX   716.691.4773

Bryant &
Stratton
180 Redtail

Orchard Park NY

S.Hunt

N.Catuzza

Bryant & Stratton, 180 Redtail, OP

05-23-22

DOOR/WINDOW
TYPES, SCHEDULE

AND DETAILS

A-601
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FRAME TYPES

A1 1" = 1'-0"
HEAD & JAMB DETAILS
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WINDOW TYPES



GENERAL NOTES

·  ANY AND ALL FINISH SELECTIONS/ COLORS MUST BE SUBMITTED TO ARCHITECT FOR APPROVAL ACCOUNTING
FOR PROPER LEAD TIME.  ANY FINISH THAT IS INSTALLED WITHOUT ARCHITECTS APPROVAL MAY BE REQUIRED TO BE
REMOVED AND REPLACED BY THE GENERAL CONTRACTOR.  IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
ORDER ALL MATERIALS AT THE APPROPRIATE TIME.  ANY FEE'S INCURRED AS A RESULT OF FINISHES NOT BEING
ORDERED ON TIME WILL BE THE RESPONSIBILITY OF THE CONTRACTOR.

· ANY DISCREPANCIES BETWEEN ARCHITECTURAL ELEVATION(S), PLAN(S), SCHEDULE(S) AND NOTES MUST BE
BROUGHT TO ARCHITECTS ATTENTION. ARCHITECT MUST BE CONTACTED AND GIVE APPROVAL TO MOVE FORWARD
WITH SPECIFIC DIRECTION PRIOR TO ANTICIPATED ACTION.

· ALL INTERIOR PRODUCTS TO MEET/EXCEED FLAME SPREAD RATING PER CODE

· ALL FLOOR FINISHES TO EXTEND BENEATH ALL MILLWORK.

· ALL ELECTRICAL PANEL COVERS AND/OR MECHANICAL EQUIPMENT AND/OR DUCTING TO BE PAINTED TO
MATCH ADJOINING WALL.

· ANY CEILING HVAC SUPPLY/DIFFUSERS ETC. TO BE PAINTED TO MATCH SURROUNDING CEILING FINISH. ANY
QUESTIONS OR CONCERN TO BE BROUGHT TO  ARCHITECT'S ATTENTION FOR FINAL DECISION PRIOR TO
ORDER/INSTALL BY CONTRACTOR OR OTHER.

· GYPSUM SOFFITS TO BE EXTEND TO CEILING. HORIZONTAL SURFACE OF ALL SOFFITS TO BE PAINTED TO MATCH
ADJOINING WALLS UNLESS OTHERWISE SPECIFIED.

CEILINGS:

· ALL GYPSUM BOARD CEILINGS TO BE PAINTED IN A FLAT WHITE FINISH UNLESS SPECIFIED.

·  ALL EXPOSED MECHANICAL DUCT COVERS SHALL BE PAINTED TO MATCH THE SURROUNDING WALL/ CEILING
COLOR.  PRIME AS NECESSARY.

WALLS:

·  PROVIDE (1) COAT WALL PRIMER FOLLOWED BY (2) COATS WALL PAINT ON ALL INTERIOR WALL SURFACE
UNLESS OTHERWISE NOTED IN SPECIFICATIONS. SEE SPEC FOR DETAILS.

· WHERE DARK PAINT COLORS ARE APPLIED, USE DEEP GRAY BASE PRIMER TO PREVENT BURNISHING.

· MATCH EXISTING PAINT COLORS THROUGHOUT BUILDING WHERE NOTED FOR NEW PAINT. PLEASE SEE PAINTS
1-6, WHICH ARE THE ORIGINAL COLORS SPECIFIED.

· WALLS IN CORRIDORS WHERE CALLED OUT ON FINISH PLAN TO BE PAINTED.

FLOORS:

· ALL CARPET IN DEMOED AREAS TO BE CAREFULLY REMOVED, STORED, AND RE-INSTALLED IN THE BUILDING
WHERE SPECIFIED. PLEASE SEE FIRST & SECOND FLOOR FINISH PLANS FOR EXACT LOCATIONS. IF NECESSARY,
ORIGINAL PRODUCTS ARE LISTED IN SCHEDULE TO ORDER EXTRA MATERIAL.

·  NO CHANGES OR SUBSTITUTIONS WILL BE MADE TO THE FOLLOWING FINISHES UNLESS DIRECTED BY THE
OWNER OR ARCHITECT.

·  CONTRACTOR TO PROVIDE (TS-1) AT ALL FLOORING MATERIAL CHANGES NEEDING THRESHOLDS.  NECESSARY
SIZES TO BE DETERMINED BY CONTRACTOR AND V.I.F. BASED ON MATERIAL THICKNESS.

MILLWORK:

·  PROVIDE CLEAR BEAD OF SILICONE OR CLEAR CALK TO SEAL BETWEEN MILLWORK PIECES(IE: COUNTER TOP
AND BACKSPLASH) AND MILLWORK AND WALL. (TYPICAL).

BASE:

· USE RB-1 AT ALL NEW WALLS/WHERE SCHEDULED TO BE DEMOLISHED.

DOORS:

· ALL HOLLOW METAL DOOR FRAMES TO BE PAINTED WITH P-2.

OUTLETS:

· ALL OUTLET SWITCHES AND COVERS TO MATCH EXISTING.

ROOM FINISH SCHEDULE - FIRST FLOOR
ROOM

NUMBER ROOM NAME BASE FLOOR WALLS
MILLWORK

REMARKS CABINET/
SHROUD

COUNTERTOP/
BACKSPLASH

101 CLOSET RB-1 CPT-1 P-1
102 NURSING LAB RB-1 LVT-1/LVT-2 P-1/P-5 PL-1 SS-1 2
103 NURSE PD RB-1 CPT-1 P-1 1
104 OFFICE RB-1 CPT-1 P-1 1
105 SIM LAB RB-1 LVT-1 P-1/P-5 PL-1 SS-1 2
106 STORAGE RB-1 LVT-1 P-1
107 MOTHER'S ROOM RB-1 LVT-2 P-1

108 TESTING RB-1 CPT-1 P-1 1

PAINT (P-X):

(P-1) (TYPICAL)
MANUFACTURER: SHERWIN WILLIAMS
COLOR: SW7632 MODERN GRAY
FINISH:            EGGSHELL

(P-2) (TRIM)
MANUFACTURER: SHERWIN WILLIAMS
COLOR: SW6152 SUPERIOR BRONZE
FINISH: SEMI-GLOSS

(P-3) (ACCENT COLOR)
MANUFACTURER: SHERWIN WILLIAMS
COLOR: SW6072 VERSATILE GRAY
FINISH: EGGSHELL

(P-4) (ACCENT COLOR)
MANUFACTURER: SHERWIN WILLIAMS
COLOR: SW0037 MORRIS ROOM GRAY
FINISH: EGGSHELL

(P-5) (ACCENT COLOR)
MANUFACTURER: SHERWIN WILLIAMS
COLOR: VERDANT SW6713
FINISH: EGGSHELL

(P-6) (OFFICE PAINT)
MANUFACTURER SHERWIN WILLIAMS
COLOR: SW7004 SNOWBOUND
FINISH: EGGSHELL

CARPET (CPT-X):

(CPT-1) (TYPICAL)
MANUFACTURER: INTERFACE
STYLE:    LA PAZ
COLOR:       JALAPENO
NOTE: USE THIS EXISTING CARPET TILE

WHERE CPT-1 IS SPECIFIED UNLESS
EXISTING CARPET IS NOT
SALVAGEABLE

LUXURY VINYL TILE (LVT-X):

(LVT-1)
MANUFACTURER: SHAW CONTRACT GROUP
STYLE: GRAIN
COLOR: ANTLER 64761
SIZE: 7"X48"
INSTALLATION: VERTICAL ASHLAR
NOTE: CONTACT LYNDSEY POMPEII FOR

PRICING 315-777-7843

(LVT-2)
MANUFACTURER: SHAW CONTRACT GROUP
STYLE: GRAIN
COLOR: CHICORY 64752
SIZE: 7"X48"
INSTALLATION: VERTICAL ASHLAR
NOTE: CONTACT LYNDSEY POMPEII FOR

PRICING 315-777-7843
(LVT-3)
MANUFACTURER: SHAW CONTRACT GROUP
STYLE: PIGMENT
COLOR: GREEN 65326
SIZE: 7"X48"
INSTALLATION: VERTICAL ASHLAR
NOTE: CONTACT LYNDSEY POMPEII FOR

PRICING 315-777-7843

RUBBER BASE (RB-X):

(RB-1) (TYPICAL)
MANUFACTURER: MANNINGTON
STYLE: SYNC
COLOR:       911 SABLE

WALL TILE (WT-X):
(WT-1) (LAB BACKSPLASH)
MANUFACTURER: BEST TILE
STYLE: BRIXTON
COLOR: WHITE
FINISH: GLOSSY
SIZE: 3"X6"
NOTE: INCLUDED IN ALTERNATE 1

FINISH SELECTIONS

PLASTIC LAMINATE (PL-X):

(PL-1) (TYPICAL)
MANUFACTURER:          FORMICA
COLOR:          WENGE STRAND 6306-58
FINISH:          MATTE

(PL-2) (LIBRARY)
MANUFACTURER: NEVAMAR
COLOR: EISKAFFE

SOLID SURFACE (SS-X):

(SS-1)
MANUFACTURER: CORIAN
COLOR: SILVER BIRCH
LOCATION: NURSING LABS

DOORS (WD-X):

(WD-1)
MANUFACTURER: GRAHAM WOOD DOORS ASSA ABLOY
SPECIES: WHITE MAPLE
STAIN:        UNFINISHED
NOTE: NEW DOORS TO BE STAINED TO MATCH

EXISTING BUILDING DOORS

STAIN (ST-X):

NOTE: MATCH EXISTING STAIN ON EXISTING 
LIBRARY WALL FOR WOOD CAP AT
NEW LIBRARY HALF WALLS

ACOUSTICAL CEILING TILE (ACT-X):

(ACT-1)
MANUFACTURER: USG
PRODUCT: RADAR ILLUSION TWO/24 PANELS
STYLE: 2742
SIZE: 2'X4'
EDGE: SLT
COLOR: WHITE

TRANSITION (TS-X):

(TS-1)
(GENERAL)
MANUFACTURER: SCHLUTER SYSTEMS
STYLE & SIZE: RENO-TK SIZE TO BE V.I.F. IN 

ACCORDANCE WITH MATERIAL(S) 
THICKNESS

STYLE: CLEAR SATIN ANODIZED 
ALUMINUM

LOCATION(S): FLOORING MATERIAL CHANGES AS 
NECESSARY.

NOTE(S): PLEASE SEE GENERAL NOTES RE: 
TRANSITIONS

CUBICLE CURTAIN (CC-X):

(CC-1)
MANUFACTURER: DL COUCH
STYLE: DAYBREAK
COLOR: LAUREL
LOCATION: NURSING LAB
NOTE: W/COORDINATING WHITE MESH

CURTAIN TRACK (CT-X):

(CT-1)
MANUFACTURER: ACROVYN
STYLE: TRADITIONAL TRACK 6062
COLOR: WHITE

FINISH SELECTIONS

ROOM FINISH SCHEDULE - SECOND FLOOR
ROOM

NUMBER ROOM NAME BASE FLOOR WALLS
MILLWORK

REMARKS CABINET/
SHROUD

COUNTERTOP/
BACKSPLASH

201 LIBRARY RB-1 EXISTING/CPT-1 P-1/P-6 PL-1 PL-2 1

ROOM FINISH LEGEND

FLOORS

CPT = CARPET

LVT = LUXURY VINYL TILE

BASE

RB = RUBBER BASE

WALLS

P = PAINT

WT = WALL TILE

CEILING

ACT = ACOUSTIC CEILING TILE

GYP = GYPSUM BOARD

MISCELLANEOUS

PL = PLASTIC LAMINATE

SS = SOLID SURFACE

TS = TRANSITION STRIP

MISC = MISCELLANEOUS

ST = WOOD STAIN

CT = CURTAIN TRACK

CC = CUBICLE CURTAIN

MATERIALS

P.B. = PARTICLE BOARD

GYP. = GYPSUM BOARD

REMARKS 

1.  REFER TO REFLECTED CEILING PLAN FOR EXACT DETAILS (MATERIALS, HEIGHTS, SIZES, ETC...)
FOR CEILING LAYOUT.

2. ALTERNATE 1 TO INCLUDE WT-1 BACKSPLASH AT NURSING LAB & SIM LAB.
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GENERAL HVAC NOTES
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AutoCAD SHX Text
A. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATION OF SUPPLY DIFFUSERS, RETURN GRILLES AND EXHAUST GRILLES. B. CONTRACTOR SHALL MAINTAIN A MIN. OF 10 FEET CONTRACTOR SHALL MAINTAIN A MIN. OF 10 FEET CLEARANCE BETWEEN OUTSIDE AIR INTAKES AND EXHAUSTS, PLUMBING VENTS, ETC. C. CONTRACTOR SHALL MAINTAIN RECOMMENDED CONTRACTOR SHALL MAINTAIN RECOMMENDED CLEARANCES FOR MAINTENANCE, OPERATION, ETC. ON ALL MECHANICAL EQUIPMENT. D. INSULATED FLEXIBLE SUPPLY AIR DUCT MAY BE USED INSULATED FLEXIBLE SUPPLY AIR DUCT MAY BE USED UP TO 5'-0" FROM SUPPLY DIFFUSERS. E. CONTRACTOR SHALL COORDINATE ALL HVAC WORK WITH CONTRACTOR SHALL COORDINATE ALL HVAC WORK WITH OTHER TRADES, ELECTRICAL, PLUMBING, STRUCTURAL, ETC. F. ALL WORK SHALL BE IN FULL COMPLIANCE WITH ALL ALL WORK SHALL BE IN FULL COMPLIANCE WITH ALL STATE AND LOCAL CODES AND REGULATIONS. G. HVAC EQUIPMENT SHALL BE INSTALLED PER HVAC EQUIPMENT SHALL BE INSTALLED PER MANUFACTURER'S RECOMMENDATIONS. H. CONTRACTOR SHALL VERIFY ALL EXISTING DUCTWORK CONTRACTOR SHALL VERIFY ALL EXISTING DUCTWORK (LOCATION AND SIZES). I. PROVIDE FIRE DAMPERS AS REQUIRED ON DUCTS PROVIDE FIRE DAMPERS AS REQUIRED ON DUCTS PENETRATING FIRE RATED WALL RATED 2-HR OR MORE.  COORDINATE WITH ARCHITECTURAL DRAWINGS.

AutoCAD SHX Text
NOTE: MANUFACTURERS' NAMES ON WHICH THIS SPECIFICATION IS BASED INDICATE THE MINIMUM MANUFACTURERS' NAMES ON WHICH THIS SPECIFICATION IS BASED INDICATE THE MINIMUM QUALITY OF PRODUCT REQUIRED. SUBSTITUTION MAY BE MADE TO THOSE SPECIFIED IF DEEMED EQUIVALENT BY THE OWNER'S REPRESENTATIVE. ALL WORK AND PRODUCTS SHALL MEET THE REQUIREMENTS OF GOVERNING CODES. 1. ALL WORK SHALL BE PERFORMED IN CONFORMANCE WITH ALL APPLICABLE CODES. ALL WORK SHALL BE PERFORMED IN CONFORMANCE WITH ALL APPLICABLE CODES. 2. SEE ARCHITECTURAL GENERAL AND SPECIAL CONDITIONS. ALL CONDITION REQUIREMENTS SHALL SEE ARCHITECTURAL GENERAL AND SPECIAL CONDITIONS. ALL CONDITION REQUIREMENTS SHALL APPLY UNLESS OTHERWISE NOTED. 3. ALL WORK SHALL BE PERFORMED AS INDICATED ON DRAWINGS UNLESS FIELD CONDITIONS ALL WORK SHALL BE PERFORMED AS INDICATED ON DRAWINGS UNLESS FIELD CONDITIONS REQUIRED MINOR CHANGES BE MADE. MINOR CHANGES SHALL BE MADE WITH NO ADDITIONAL COST. 4. ALL WORK SHALL BE GUARANTEED FOR A PERIOD OF ONE YEAR AFTER FINAL ACCEPTANCE ALL WORK SHALL BE GUARANTEED FOR A PERIOD OF ONE YEAR AFTER FINAL ACCEPTANCE OF THE WORK BY THE OWNER. 5. CONTRACTOR SHALL PREPARE AND SUBMIT AS-BUILT DRAWINGS TO THE OWNER AND THE CONTRACTOR SHALL PREPARE AND SUBMIT AS-BUILT DRAWINGS TO THE OWNER AND THE LANDLORD. AS-BUILT DRAWINGS SHALL INDICATE THE ACTUAL MANUFACTURER OF THE EQUIPMENT THAT WAS INSTALLED, THE EXACT LOCATION OF THE EQUIPMENT AND PERTINENT CAPACITIES FOR HEATING, COOLING, ELECTRICAL, ETC. 6. DEFICIENCIES AND NON-CONFORMING ITEMS SHALL BE CORRECTED BY THE CONTRACTOR. DEFICIENCIES AND NON-CONFORMING ITEMS SHALL BE CORRECTED BY THE CONTRACTOR. FAILURE TO CORRECT SUCH ITEMS SHALL PERMIT THE OWNER TO CORRECT SAME AT A COST TO THE CONTRACTOR 7. THE CONTRACTOR SHALL BE RESPONSIBLE FOR SECURING ALL PERMITS AND PAYING FOR THE CONTRACTOR SHALL BE RESPONSIBLE FOR SECURING ALL PERMITS AND PAYING FOR SAME. HE SHALL INCLUDE IN HIS BID CHARGES FOR ALL  FEES ASSOCIATED WITH THE CONSTRUCTION OF THE SPACE INCLUDING BUT NOT LIMITED TO LOCAL, COUNTY, OR STATE SERVICE CHARGES AND PERMIT FEES. 8. THE SCOPE OF WORK OF THIS CONTRACT INCLUDES, BUT SHALL NOT BE LIMITED TO: THE SCOPE OF WORK OF THIS CONTRACT INCLUDES, BUT SHALL NOT BE LIMITED TO: A. PROVIDE AND INSTALL ALL EQUIPMENT, APPLIANCES, CONTROL DEVICES, ACCESSORIES, PROVIDE AND INSTALL ALL EQUIPMENT, APPLIANCES, CONTROL DEVICES, ACCESSORIES, MATERIAL AND LABOR. B. PROVIDE AND INSTALL ALL DUCTWORK, INSULATION, AIR DEVICES DUCT ACCESSORIES, PROVIDE AND INSTALL ALL DUCTWORK, INSULATION, AIR DEVICES DUCT ACCESSORIES, MATERIAL AND LABOR C. PROVIDE AND INSTALL ALL PIPING, FITTINGS, VALVES, INSULATION, ACCESSORIES , PROVIDE AND INSTALL ALL PIPING, FITTINGS, VALVES, INSULATION, ACCESSORIES , MATERIAL AND LABOR D. PROVIDE AND INSTALL TOILET EXHAUST SYSTEM INDICATED. PROVIDE AND INSTALL TOILET EXHAUST SYSTEM INDICATED. E. CLEAN, TEST AND PUT INTO SERVICE ALL SYSTEMS SPECIFIED. CLEAN, TEST AND PUT INTO SERVICE ALL SYSTEMS SPECIFIED. F. PROVIDE A BALANCE REPORT PREPARED BY AN INDEPENDENT AABC OR NEBB CERTIFIED PROVIDE A BALANCE REPORT PREPARED BY AN INDEPENDENT AABC OR NEBB CERTIFIED AIR BALANCE CONTRACTOR. G. WARRANTY ALL WORK AND MATERIALS HEREIN SPECIFIED FOR A PERIOD OF NOT LESS WARRANTY ALL WORK AND MATERIALS HEREIN SPECIFIED FOR A PERIOD OF NOT LESS THAN ONE YEAR. 9. MATERIALS MATERIALS 9.1. ALL MATERIALS SHALL BE NEW AND OF RECOGNIZED COMMERCIAL QUALITY. USED ALL MATERIALS SHALL BE NEW AND OF RECOGNIZED COMMERCIAL QUALITY. USED MATERIALS WILL NOT BE PERMITTED. 9.2. DUCTWORK DUCTWORK SHALL BE GALVANIZED SHEET METAL, FABRICATED AND INSTALLED IN STRICT ACCORDANCE WITH THE LATEST EDITION OF SMACNA - "HVAC DUCT CONSTRUCTION STANDARDS, METAL AND FLEXIBLE". DUCTWORK 18" WIDTH AND LARGER SHALL BE CROSS-BROKEN OR RIBBED AND STIFFENED SO THAT IT WILL NOT "BREATHE", RATTLE, VIBRATE OR SAG. 9.3. FLEXIBLE DUCTWORK FLEXIBLE DUCTWORK FLEXIBLE DUCTS SHALL BE FLAT METAL SPIRAL WITH FLAME RESISTANCE PER NBFU AND NFPA STANDARDS. DUCTS SHALL HAVE INTEGRAL INSULATION 1" THICK, 3/4 LB. DENSITY GLASS FIBER ENCLOSED IN A VINYL VAPOR BARRIER.MINIMUM R VALUE = 5. SECURE INSULATED JACKET TO DUCT TAKEOFFS AND DIFFUSER COLLARS. MAXIMUM LENGTH OF FLEXIBLE DUCT IS 5'-0". ALL FLEX DUCT SHALL BE FULLY STRETCHED OUT TO REDUCE AIR RESISTANCE. CONNECTIONS TO FITTINGS OR AIR DEVICES SHALL BE MADE WITH TWO (2) STAINLESS STEEL BANDS. THE INNER LINER SHALL BE CLAMPED TIGHT WITH THE FIRST BAND, THEN THE INSULATION AND VAPOR-PROOF JACKET PULLED TO BE TIGHT AGAINST THE DUCT FITTING OR AIR DEVICE AND SECURED WITH THE SECOND BAND. INSTALLATION SHALL BE AS RECOMMENDED BY THE DUCT MANUFACTURER AND SMACNA SUPPORT THE FLEXIBLE DUCT WITH ADEQUATE HANGERS TO RELIEVE STRAIN ON ANY FITTING. UNNECESSARY BENDS, SAGS, TWISTS., WILL NOT BE ALLOWED. 9.4. DUCT INSULATION DUCT INSULATION INSULATION SUPPLY AND RETURN AIR DUCTWORK WITH MINIMUM R=6 FOR NON-CONDITIONED SPACE AND MIN R=12 FOR OUTSIDE DUCTS IN ACCORDANCE WITH THE STATE ENERGY CONSERVATION CODE. PROVIDE VAPOR BARRIER. LINED DUCT SHALL BE LINED WITH 1" THICK COATED FIBERGLASS BOARD EQUAL TO JOHNS MANVILLE "PERMACOTE" INSULATION. SHALL BE PER SMACNA STANDARDS AND MANUFACTURER'S INSTRUCTIONS. LINED DUCTWORK SHALL BE USED WHERE INDICATED ON DRAWING ALL DUCT INSULATION SHALL BE UL LABELED FOR FIRE AND SMOKE RATINGS. DUCT INSULATION SHALL BE EQUAL TO PRODUCTS MANUFACTURED BY CERTAINTEED AND SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE MANUFACTURER'S RECOMMENDATIONS. 9.5. AIR DEVICES AIR DEVICES CEILING DIFFUSERS SHALL HAVE A FRAME STYLE COMPATIBLE WITH THE TYPE OF CEILING USED. THE DIFFUSER FACE SIZE OR FACE PLATE SIZE SHALL BE OF THE SAME NORMAL SIZE AS THE CEILING MODULE. DIFFUSERS SHALL HAVE HIGH ANTI-SMUDGE CHARACTERISTICS. REFER TO AIR DEVICE SCHEDULE. 9.6. PIPING AND FITTINGS PIPING AND FITTINGS CONDENSATE DRAIN PIPING SHALL BE TYPE L COPPER WITH SOLDERED JOINTS AND WROUGHT COPPER FITTINGS.
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WATTSTOPPER
#LMRC-101 SINGLE
RELAY ON/OFF ROOM

CONTROLLER

NEUTRAL

UNSWITCHED HOT
120/277V

LIGHTING LOAD

DLM SERIES CEILING
MOUNTED VACANCY

SENSOR(S), QUANTITY AS
INDICATED ON PLANS

PROVIDE CABLE(S) IN 3/4" CONDUIT MINIMUM FOR WALL
MOUNTED DEVICES, FROM DEVICE BOX TO
ACCESSIBLE SPACE ABOVE CEILING

CAT5e CABLING, FREE TOPOLOGY

RJ45, TYPICAL

 DLM SERIES WALL SWITCH(ES),
QUANTITY AS INDICATED ON PLANS

GENERAL NOTES:

1. ALL EQUIPMENT INDICATED IS AS MANUFACTURED BY
WATTSTOPPER, 'DLM' SERIES.

2. PROVIDE BACKBOX FOR ALL DEVICES

3. EQUIPMENT GROUND CONDUCTOR NOT SHOWN ON SCHEMATIC,
BUT IS REQUIRED.

4. DIAGRAM IS SCHEMATIC IN NATURE, REFER TO
MANUFACTURERS
INSTRUCTIONS FOR SPECIFIC REQUIREMENTS

5. INSTALLATIONS SHALL COMPLY WITH REQUIREMENT SET FORTH
IN IECC 2015, SECTION C405.

CONTROL NARRATIVE:

1. SYSTEM SHALL BE PROGRAMMED FOR MANUAL-ON CONTROL. VACANCY SENSOR SHALL
TURN LIGHTING 'OFF' AFTER A TIME PERIOD OF VACANCY DETERMINED BY OWNER (UP TO A
MAXIMUM OF 30 MINUTES).

2. LOW VOLTAGE SWITCH SHALL TURN LIGHTING 'ON'/'OFF' WITH A TAP OF THE SWITCH.

3. SWITCHES SHALL ALLOW MULTIPLE LOCATION FUNCTIONALITY (IE. 3-WAY, 4-WAY, OR MORE
AS SHOWN).

LV
VS

R0OM CONTROLLER (NOT SHOWN ON
PLANS) SHALL BE MOUNTED ABOVE
ACCESSIBLE CEILING.

VS

WATTSTOPPER
#LMRC-101 SINGLE
RELAY ON/OFF ROOM

CONTROLLER

NEUTRAL

UNSWITCHED HOT
120/277V

LIGHTING LOAD

DLM SERIES CEILING
MOUNTED OCCUPANCY

SENSOR(S), QUANTITY AS
INDICATED ON PLANS

PROVIDE CABLE(S) IN 3/4" CONDUIT MINIMUM FOR WALL
MOUNTED DEVICES, FROM DEVICE BOX TO
ACCESSIBLE SPACE ABOVE CEILING

CAT5e CABLING, FREE TOPOLOGY

RJ45, TYPICAL

DLM SERIES WALL SWITCH(ES),
QUANTITY AS INDICATED ON PLANS

GENERAL NOTES:

1. ALL EQUIPMENT INDICATED IS AS MANUFACTURED BY
WATTSTOPPER, 'DLM' SERIES.

2. PROVIDE BACKBOX FOR ALL DEVICES

3. EQUIPMENT GROUND CONDUCTOR NOT SHOWN ON SCHEMATIC,
BUT IS REQUIRED.

4. DIAGRAM IS SCHEMATIC IN NATURE, REFER TO
MANUFACTURERS
INSTRUCTIONS FOR SPECIFIC REQUIREMENTS

5. INSTALLATIONS SHALL COMPLY WITH REQUIREMENT SET FORTH
IN IECC 2015, SECTION C405.

CONTROL NARRATIVE:

1. SYSTEM SHALL BE PROGRAMMED FOR AUTOMATIC-ON CONTROL. OCCUPANCY SENSOR
SHALL TURN LIGHTING 'OFF' AFTER A TIME PERIOD OF VACANCY DETERMINED BY OWNER (UP
TO A MAXIMUM OF 30 MINUTES).

2. LOW VOLTAGE SWITCH SHALL TURN LIGHTING 'ON'/'OFF' WITH A TAP OF THE SWITCH.

3. SWITCHES SHALL ALLOW MULTIPLE LOCATION FUNCTIONALITY (IE. 3-WAY, 4-WAY, OR MORE
AS SHOWN).

LV

R0OM CONTROLLER (NOT SHOWN ON
PLANS) SHALL BE MOUNTED ABOVE
ACCESSIBLE CEILING.

VS

LV

LV
OS1

OS1

LV

WATTSTOPPER
#LMRC-101 SINGLE
RELAY ON/OFF ROOM

CONTROLLER

NEUTRAL

UNSWITCHED HOT
120/277V

LIGHTING LOAD

ANALOG CEILING
MOUNTED OCCUPANCY

SENSOR(S), QUANTITY AS
INDICATED ON PLANS

PROVIDE CABLE(S) IN 3/4" CONDUIT MINIMUM FOR WALL
MOUNTED DEVICES, FROM DEVICE BOX TO
ACCESSIBLE SPACE ABOVE CEILING

CAT5e CABLING, FREE TOPOLOGY

DLM SERIES WALL SWITCH(ES),
QUANTITY AS INDICATED ON PLANS

GENERAL NOTES:

1. ALL EQUIPMENT INDICATED IS AS MANUFACTURED BY
WATTSTOPPER, 'DLM' SERIES.

2. PROVIDE BACKBOX FOR ALL DEVICES

3. EQUIPMENT GROUND CONDUCTOR NOT SHOWN ON SCHEMATIC,
BUT IS REQUIRED.

4. DIAGRAM IS SCHEMATIC IN NATURE, REFER TO
MANUFACTURERS
INSTRUCTIONS FOR SPECIFIC REQUIREMENTS

5. INSTALLATIONS SHALL COMPLY WITH REQUIREMENT SET
FORTH IN IECC 2015, SECTION C405.

CONTROL NARRATIVE:

1. SYSTEM SHALL BE PROGRAMMED FOR AUTOMATIC-ON CONTROL. OCCUPANCY SENSOR
SHALL TURN LIGHTING 'OFF' AFTER A TIME PERIOD OF VACANCY DETERMINED BY OWNER (UP
TO A MAXIMUM OF 30 MINUTES).

2. LOW VOLTAGE SWITCH SHALL TURN LIGHTING 'ON'/'OFF' WITH A TAP OF THE SWITCH.

3. SWITCHES SHALL ALLOW MULTIPLE LOCATION FUNCTIONALITY (IE. 3-WAY, 4-WAY, OR MORE
AS SHOWN).

LV

R0OM CONTROLLER (NOT SHOWN ON
PLANS) SHALL BE MOUNTED ABOVE
ACCESSIBLE CEILING.

OS2
LV

VACANCY SENSOR, DIGITAL ADDRESSABLE TYPE, LOW VOLTAGE, DUAL TECHNOLOGY,
WIDE VIEW, CEILING MOUNTED, WATTSTOPPER #LMDC-100

LOW VOLTAGE MOMENTARY CONTACT SWITCH, WATTSTOPPER #LMSW LV

OCCUPANCY SENSOR, DIGITAL ADDRESSABLE TYPE, LOW VOLTAGE, DUAL TECHNOLOGY,
WIDE VIEW, CEILING MOUNTED, WATTSTOPPER #LMDC-100

LOW VOLTAGE MOMENTARY CONTACT SWITCH, WATTSTOPPER #LMSW

OS1

WATTSTOPPER #LMIO-201
DIGITAL ADAPTER(S),

QUANTITY AS REQUIRED

RJ45, TYPICAL

LMIO-201

LMIO-201

BZ-150

WATTSTOPPER #BZ-150
ANALOG OCCUPANCY

SENSOR POWER SUPPLY

LV

OCCUPANCY SENSOR, ANALOG TYPE, LOW VOLTAGE, ULTRASONIC, LONG RANGE,
CEILING MOUNTED, WATTSTOPPER #UT-300-3

LOW VOLTAGE MOMENTARY CONTACT SWITCH, WATTSTOPPER #LMSW

OS2

SCHEMATIC IN NATURE, WIRE
PER MANUFACTURERS
APPROVED SHOP DRAWINGS

EC SHALL PURCHASE A SINGLE WATTSTOPPER #LMCT-100 REMOTE CONTROL FOR
PROGRAMMING CONTROLLERS, SENSORS AND DEVICES. DELIVER TO OWNER AFTER
PROGRAMMING IS COMPLETED.

NON DIMMING DIGITAL VACANCY SENSOR
LIGHTING CONTROL SCHEMATIC -

NON DIMMING DIGITAL OCCUPNACY SENSOR
LIGHTING CONTROL SCHEMATIC -

NON DIMMING ANALOG OCCUPNACY SENSOR
LIGHTING CONTROL SCHEMATIC -
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This document is the exclusive property of the
architect, no rights to ownership are transferable, or 
shall be lost by the filing of this document with any
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This document, the property of, prepared and issued
by the architect, is submitted for the specific project

recipient by accepting this document assumes custody
and agrees that this document will not be copied or
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WATTSTOPPER
#LMRC-211 SINGLE

RELAY DIMABLE ROOM
CONTROLLER

NEUTRAL

UNSWITCHED HOT
120/277V

LIGHTING LOAD

PROVIDE CABLE(S) IN 3/4" CONDUIT MINIMUM FOR WALL
MOUNTED DEVICES, FROM DEVICE BOX TO
ACCESSIBLE SPACE ABOVE CEILING

CAT5e CABLING, FREE TOPOLOGY

RJ45, TYPICAL

 DLM SERIES WALL
BOX STYLE VACANCY

SENSOR SWITCH

GENERAL NOTES:

1. ALL EQUIPMENT INDICATED IS AS MANUFACTURED BY WATTSTOPPER,
'DLM' SERIES.

2. PROVIDE BACKBOX FOR ALL DEVICES

3. EQUIPMENT GROUND CONDUCTOR NOT SHOWN ON SCHEMATIC,
BUT IS REQUIRED.

4. DIAGRAM IS SCHEMATIC IN NATURE, REFER TO MANUFACTURERS
INSTRUCTIONS FOR SPECIFIC REQUIREMENTS

5. INSTALLATIONS SHALL COMPLY WITH REQUIREMENT SET FORTH IN IECC
2015, SECTION C405.

CONTROL NARRATIVE:

1. SYSTEM SHALL BE PROGRAMMED FOR MANUAL-ON CONTROL. VACANCY SENSOR SHALL
TURN LIGHTING 'OFF' AFTER A TIME PERIOD OF VACANCY DETERMINED BY OWNER (UP TO A
MAXIMUM OF 30 MINUTES).

2. LOW VOLTAGE SWITCH SHALL SHALL BE PROGRAMMED FOR DIMMING OPERATION.

R0OM CONTROLLER (NOT SHOWN ON
PLANS) SHALL BE MOUNTED ABOVE
ACCESSIBLE CEILING.

DVC

DVC

MANUAL ON, 2-BUTTON VACANCY SENSOR SWITCH, DUAL TECHNOLOGY, LOW
VOLTAGE DIGITAL NETWORK TYPE, WATTSTOPPER #LMDW-102

NEUTRAL

UNSWITCHED HOT
120/277V

LIGHTING LOAD

DLM SERIES CEILING
MOUNTED VACANCY

SENSOR(S), QUANTITY AS
INDICATED ON PLANS

PROVIDE CABLE(S) IN 3/4" CONDUIT MINIMUM FOR WALL
MOUNTED DEVICES, FROM DEVICE BOX TO
ACCESSIBLE SPACE ABOVE CEILING

CAT5e CABLING, FREE TOPOLOGY

RJ45, TYPICAL

 DLM SERIES WALL SWITCH(ES),
QUANTITY AS INDICATED ON PLANS

GENERAL NOTES:

1. ALL EQUIPMENT INDICATED IS AS MANUFACTURED BY WATTSTOPPER,
'DLM' SERIES.

2. PROVIDE BACKBOX FOR ALL DEVICES

3. EQUIPMENT GROUND CONDUCTOR NOT SHOWN ON SCHEMATIC,
BUT IS REQUIRED.

4. DIAGRAM IS SCHEMATIC IN NATURE, REFER TO MANUFACTURERS
INSTRUCTIONS FOR SPECIFIC REQUIREMENTS

5. INSTALLATIONS SHALL COMPLY WITH REQUIREMENT SET FORTH IN IECC
2015, SECTION C405.

CONTROL NARRATIVE:

1. SYSTEM SHALL BE PROGRAMMED FOR MANUAL-ON CONTROL. VACANCY SENSOR SHALL
TURN LIGHTING 'OFF' AFTER A TIME PERIOD OF VACANCY DETERMINED BY OWNER (UP TO A
MAXIMUM OF 30 MINUTES).

2. LOW VOLTAGE SWITCH SHALL TURN LIGHTING 'ON'/'OFF' WITH A TAP OF THE SWITCH.

3. SWITCHES SHALL ALLOW MULTIPLE LOCATION FUNCTIONALITY (IE. 3-WAY, 4-WAY, OR MORE
AS SHOWN).

D
VS

R0OM CONTROLLER (NOT SHOWN ON
PLANS) SHALL BE MOUNTED ABOVE
ACCESSIBLE CEILING.

VS

D

D

VACANCY SENSOR, DIGITAL ADDRESSABLE TYPE, LOW VOLTAGE, DUAL TECHNOLOGY,
WIDE VIEW, CEILING MOUNTED, WATTSTOPPER #LMDC-100

DIMMING SWITCH, LOW VOLTAGE DIGITAL NETWORK TYPE, WATTSTOPPER #LMDM-101

WATTSTOPPER
#LMRC-211 SINGLE

RELAY DIMABLE ROOM
CONTROLLER

DLM SERIES DAYLIGHT
HARVESTING DEVICE

DH

DH DAYLIGHT HARVESTING DEVICE (DIMMING CONTROL), DIGITAL ADDRESSABLE TYPE,
CEILING MOUNTED, WATTSTOPPER #LMLS-500

DIGITAL DIMMING WALL SWITCH VACANCY SENSOR
LIGHTING CONTROL SCHEMATIC -

DIGITAL DIMMING WALL CEILING MOUNTED VACANCY SENSOR
LIGHTING CONTROL SCHEMATIC -
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BASIC ELECTRICAL REQUIREMENTS
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ACCEPTABLE MANUFACTURERS SHALL BE ANACONDA, GENERAL ELECTRIC, CERRO, OR BRAND REX. ALL CONDUCTORS SHALL BY COPPER, WITH 600 VOLT INSULATION, UNLESS OTHERWISE NOTED; STRANDING AND INSULATION TYPES AS FOLLOWS: BRANCH CIRCUIT FEEDERS      #10 AWG AND SMALLER (SOLID OR STRANDED) - TYPE THHN/THWN           INSULATION.      #8 AWG AND LARGER (STRANDED) - TYPE THHN/THWN INSULATION. ALL WIRE AND CABLE SHALL BE NEW, WITHIN ONE YEAR OF MANUFACTURE WHEN DELIVERED TO THE SITE AND BEAR THE UL LABEL, INSULATION TYPE, VOLTAGE, AND MANUFACTURER'S NAME AT REGULAR INTERVALS ON THE INSULATION. ALL WIRING SHALL BE DONE SO THAT THE SYSTEM WILL BE CONTINUOUSLY POLARIZED THROUGHOUT, FOLLOWING THE COLOR CODING INDICATED IN THE NEC. ALL CONNECTIONS USING COPPER SHALL BE MADE WITH CONNECTORS THAT ARE DESIGNED AND APPROVED FOR COPPER. JOINTS, TAPS AND SPLICES OF WIRES OF SIZES #10 AWG AND SMALLER SHALL BE MADE BY MEANS OF "SCOTCHLOK" SPRING CONNECTORS. JOINTS, TAPS AND SPICES OF WIRES OF SIZE #8 AWG AND LARGER SHALL BE MADE WITH THOMAS AND BETTS ALUMINUM/COPPER COLOR -KEYED COMPRESSION CONNECTORS, INSTALLED IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS. WIRE SIZES SHALL BE AS SHOWN ON THE DRAWINGS OR SIZED IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE. ALL FEEDER CABLES SHALL BE CONTINUOUS FROM ORIGIN TO EQUIPMENT TERMINATION WITHOUT RUNNING SPLICES IN INTERMEDIATE PULL OR SPLICE BOXES AS FAR AS PRACTICABLE. NO SPLICES ARE ALLOWED IN "C" CONDULETS. CONDUCTORS SHALL NOT BE SMALLER THAN CODE SIZE FOR THE LOADS BEING HANDLED AND SHALL BE LARGER IF SO INDICATED IN THE PLANS OR SPECIFICATIONS. NO CONDUCTOR SHALL BE LESS THAN #12 AWG EXCEPT FOR CONTROL CIRCUITS, WHICH MAY BE #14 WIRE WHEN INDICATED. PROVIDE SEPARATE GREEN GROUND (EQUIPMENT GROUND) CONDUCTOR IN ALL FEEDERS AND BRANCH CIRCUITS.
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%%UCABINETS, BOXES, AND FITTINGS
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USE SHEET STEEL JUNCTION, OUTLET AND PULL BOXES SIZED PER NEC IN ALL DRY LOCATIONS. USE CAST BOXES FOR EXTERIOR USE, WHERE IN CONCRETE FLOORS, AND IN ALL DAMP OR WET LOCATIONS. USE STEEL OR MALLEABLE IRON FITTINGS SPECIFICALLY DESIGNED FOR EACH RACEWAY TYPE, AS DICTATED BY GOOD PRACTICE. IN ALL CASES, ALL CABINETS, JUNCTION AND OUTLET BOXES SHALL BE ACCESSIBLE.
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%%UELECTRICAL CONNECTIONS FOR EQUIPMENT
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FIXED EQUIPMENT REQUIRING ATTACHMENT PLUGS SHALL BE PROVIDED WITH APPROPRIATE RECEPTACLE TO MATCH PLUG. FIXED EQUIPMENT REQUIRING DIRECT WIRED CONNECTIONS SHALL BE PROVIDED WITH LOCAL JUNCTION BOX, AND FLEXIBLE NONMETALLIC CONDUIT, OR LIQUID TIGHT FLEXIBLE NONMETALLIC CONDUIT CONNECTIONS TO EQUIPMENT. PROVIDE SEPARATE FUSIBLE DISCONNECT FOR EQUIPMENT NOT FURNISHED WITH INTEGRAL OR FACTORY FURNISHED DISCONNECTING MEANS. PROVIDE MOTOR STARTER FOR EQUIPMENT NOT FURNISHED WITH FACTORY STARTER.
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AutoCAD SHX Text
DISCONNECTION DEVICES RATING SHALL BE AS SHOWN ON THE DRAWINGS, HEAVY-DUTY, "QUICK-MAKE, QUICK-BREAK", SAFETY SWITCHES WITH INTERLOCKING COVER, CONSTRUCTED OF CODE GAGE STEEL (UL 98). ENCLOSURES SHALL BE TREATED WITH RUST INHIBITING PHOSPHATE AND FINISHED IN GRAY BAKED ENAMEL. DISCONNECTS SHALL BE FUSED OR NON-FUSED AS INDICATED ON THE DRAWINGS, OR AS REQUIRED BY NEC. NUMBER OF POLES, WITH OR WITHOUT SOLID NEUTRAL, SHALL BE AS INDICATED ON THE DRAWINGS, OR AS REQUIRED. ENCLOSURES FOR INDOOR USE SHALL BE NEMA 1; ENCLOSURES FOR EXTERIOR USE SHALL BE NEMA 3R, ENCLOSURES FOR HOSE DOWN/DUST TIGHT LOCATIONS SHALL BE NEMA 4X. DISCONNECTS SHALL REQUIRE THE USE OF A SCREWDRIVER FOR ACCESS TO INTERIOR WITHOUT OPENING CONTACTS. DISCONNECTS SHALL HAVE PROVISIONS FOR PADLOCKING THE SWITCH IN THE "OFF", OR "OPEN" POSITION. ACCEPTABLE MANUFACTURERS ARE SQUARE D, ITE, WESTINGHOUSE, OR GENERAL ELECTRIC. FURNISH A SAFETY DISCONNECT DEVICE ON ALL EQUIPMENT CONNECTIONS WHERE INDICATED ON THE DRAWINGS, OR AS REQUIRED BY CODE. DISCONNECTS SHALL BE MOUNTED TO PERMANENT STRUCTURAL ELEMENTS WITH APPROVED FASTENING MEANS. DISCONNECTS SHALL NOT BE FASTENED BY WELDING THE ENCLOSURE TO ITS DESIGNATED STRUCTURAL SUPPORT. BEAM CLAMPS, UNISTRUT AND BOLTED WASHERS COMPRISE ACCEPTABLE FASTENING MEANS. NAMEPLATES SHALL BE PLASTIC LAMINATE WITH WHITE BACKGROUND AND 1/4" BLACK ENGRAVED LETTERS WITH THE TITLE OF THE EQUIPMENT THAT IS FED. NAMEPLATES SHALL BE ATTACHED USING RIVETS OR NUTS, WASHERS, AND BOLTS.
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AutoCAD SHX Text
GROUND SERVICE, EQUIPMENT, CIRCUITS PER NEC. USE COPPER CONDUCTORS. REFER TO DRAWINGS FOR TYPICAL GROUNDING ELECTRODE DETAIL.

AutoCAD SHX Text
SHALL BE UL LISTED AS "SUITABLE FOR USE AS SERVICE ENTRANCE EQUIPMENT", WHERE APPLICABLE. PHASE, NEUTRAL AND GROUND BUSSES SHALL BE COPPER, AND PHASE BUSSES SHALL EXTEND THE ENTIRE HEIGHT OF PANELBOARD, FOR FUTURE INSTALLATION OF ADDITIONAL CIRCUIT BREAKERS, WITHOUT THE NEED FOR CONNECTORS, BUT CIRCUIT BREAKERS CONNECTIONS TO THE BUS SHALL BE: BOLT-ON, DOUBLE ROW ARRANGEMENT, DISTRIBUTED PHASE BUS TYPE. CIRCUIT BREAKERS SHALL BE MOLDED CASE, THERMAL MAGNETIC, BOLT-ON TYPE, DEAD FRONT DESIGN, WITH QUICK-MAKE, QUICK-BREAK, COMMON TRIP TYPE SINGLE TOGGLE OPERATING MECHANISMS, 1, 2, OR 3 POLE, AND HACR LISTED WHEN USED FOR HVAC EQUIPMENT, SIZED PER PANELBOARD SCHEDULE. BACKBOXES SHALL BE FABRICATED FROM GALVANIZED, CODE GAUGE, SHEET STEEL, MEETING OR EXCEEDING NECESSARY REQUIREMENT FOR WIRE BENDING SPACE, WITHOUT KNOCKOUTS. COVERS SHALL BE DEAD FRONT DESIGN, WITH HINGED DOOR, CONCEALED FASTENERS, FABRICATED FROM CODE GAGE STEEL WITH POINTED ENAMEL FINISH, FLUSH LOCK AND CATCH. PANELBOARD DIRECTORY CARD, WITH CLEAR PLASTIC COVER, SHALL BE PROVIDED ON BACK OR DOOR. CONTRACTOR SHALL COMPLETE DIRECTORY CARD, WITH CIRCUIT BREAKER NUMBERS CROSS REFERENCED TO THEIR RESPECTIVE LOAD(S), BY LOAD TYPE AND ROOM OR SPACE NAME AND NUMBER. PROVIDE PERMANENT LAMACOID OR EQUAL TYPE LABEL INSIDE PANELBOARD DOOR, IDENTIFYING PANELBOARD NAME. DESIGN EQUIPMENT SHALL BE SQUARE D CO. - TYPE NQOD FOR 208Y/120V PANELBOARDS; TYPE NF FOR 480Y/277V PANELBOARDS; TYPE I-LINE FOR DISTRIBUTION PANELBOARDS. ALTERNATE MANUFACTURERS ARE: CUTTLER-HAMMER/WESTINGHOUSE, OR SIEMENS/ITE.
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WHERE CALLED FOR ON THE DRAWINGS, FLOOR OUTLET BOXES AND POKE-THROUGH DEVICE SHALL BE AS MANUFACTURED BY HUBBELL, WALKER, OR LEW. WIRING AND RACEWAYS SHALL BE CONCEALED IN ALL ROOMS AND SPACES UNLESS OTHERWISE NOTED. FOR INDOOR USE IN FINISHED ROOMS INSIDE HOLLOW WALL OR CEILING CAVITIES: WIRE IN ELECTRICAL METALLIC TUBING (EMT), COMPRESSION TYPE FITTINGS. FOR USE IN UNFINISHED AREAS: WIRE IN SURFACE MOUNTED RGS CONDUIT. FOR OUTDOOR USE: WIRE IN THREADED, RIGID STEEL CONDUIT. FOR UNDERGROUND USE: WIRE IN SCHEDULE 80 RIGID PVC NONMETALLIC CONDUIT. FOR FINAL CONNECTION IN DAMP OR WET LOCATIONS: LIQUID TIGHT FLEXIBLE METAL CONDUIT, WITH LISTED FITTINGS. IN ALL INSTANCES, INCLUDE A SEPARATE GROUNDING CONDUCTOR IN EACH RACEWAY, SIZE PER NEC. FURNISH ALL FITTINGS REQUIRED, BUT NOT LIMITED TO: BUSHINGS TO PREVENT WIRE ABRASION; SINGLE-AND MULTIPLE-GANG BOXES TO ACCOMMODATE DEVICE INSTALLATION; ADAPTERS FROM CONDUIT TO RACEWAY; TRANSITIONS TO BOTH LARGER AND SMALLER SURFACE METAL RACEWAYS; 90 DEGREE ELBOWS, TEES, FIXTURE BOXES, AND FLEXIBLE SECTIONS. SURFACE METAL RACEWAY AND FITTINGS SHALL MEET ALL REQUIREMENTS OF NEC ARTICLE 352A AND SHALL BE UL LISTED. THIS CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER APPLICATION, INSTALLATION, AND LOCATION OF ALL NECESSARY AND REQUIRED INSERTS, SUPPORTS, AND ANCHOR BOLTS, AND FOR A SATISFACTORY RACEWAY SYSTEM UPON COMPLETION OF THE PROJECT. WHERE ANY COMPONENT OF THE RACEWAY SYSTEM IS DAMAGED PRIOR TO FINAL ACCEPTANCE BY THE OWNER, THIS CONTRACTOR SHALL BE REQUIRED TO REPLACE SAME OR PROVIDE A NEW RACEWAY SYSTEM, AT THE EXPENSE OF THE CONTRACTOR RESPONSIBLE FOR THE DAMAGE. CONDUITS SHALL BE RUN TO AVOID ADVERSE CONDITIONS SUCH AS HEAT AND MOISTURE AND TO AVOID ALL MATERIALS AND EQUIPMENT OF OTHER TRADES. CONDUITS SHALL MAINTAIN A MINIMUM CLEARANCE OF SIX INCHES FROM ALL HOT WATER PIPES, FLUES, OR AND HIGH TEMPERATURE PIPING OR DUCTWORK. SHOULD IT BE FOUND NECESSARY TO INSTALL CONDUIT CLOSER THAN THIS TO HOT WATER PIPES AN INSULATING COVERING SHALL BE USED TO PROTECT THE CONDUIT FROM HIGH TEMPERATURE. RACEWAYS SHALL NOT BE SMALLER THAN THE SIZE REQUIRED BY THE NATIONAL ELECTRICAL CODE FOR THE CONDUCTORS ENCLOSED AND SHALL BE LARGER WHERE SO SPECIFIED OR INDICATED ON THE PLANS. ALL EXPOSED RUNS OF CONDUIT SHALL BE INSTALLED PARALLEL OR PERPENDICULAR TO WALLS OR CEILINGS. SUPPORTS SHALL BE FROM THE MASONRY OR STEEL STRUCTURE RATHER THAN FROM OTHER MECHANICAL WORK SUCH AS DUCTS, PIPING, ETC., IN ACCORDANCE WITH GOOD INDUSTRY PRACTICE IN A MANNER ACCEPTABLE TO THE ARCHITECT. SUPPORTS AND ATTACHMENTS PROVIDED SHALL BE SPECIFICALLY DESIGNED FOR THE APPLICATIONS. PERFORATED HANGERS OR WIRE TIE SUPPORTS ARE NOT ACCEPTABLE. ALL HANGERS AND SUPPORTS SHALL HAVE CORROSION RESISTANT FINISH. ALL CONDUITS PASSING THROUGH WALLS, FLOORS, AND CEILINGS SHALL BE SLEEVED WITH A PIECE OF SCHEDULE 40 GALVANIZED STEEL PIPE WITH PLAIN ENDS. ALL SLEEVES SHALL BE SEALED WATERTIGHT USING A MATERIAL SIMILAR IN APPEARANCE TO THE SURROUNDING AREA OR APPROVED MATERIAL. CONDUITS EXTENDING THROUGH ROOFS SHALL BE EQUIPPED WITH PITCH POCKETS. ALL EMPTY RACEWAYS SHALL BE PROVIDED WITH A NYLON PULLWIRE. ALL CONDUIT PASSING THROUGH A FIRE ZONE SHALL HAVE A FIRE RATED INSTALLATION. CONDUIT SHALL BE INSTALLED SO THAT A CONTINUOUS GROUNDING SYSTEM WILL BE MAINTAINED FROM THE FURTHERMOST OUTLET TO THE ESTABLISHED WATER PIPE GROUND. CONDULETS, UNILETS, OR SIMILAR APPROVED TYPE FITTINGS SHALL BE USED ON EXPOSED WORK WHERE CONDUIT CHANGES DIRECTION AND WHERE BENDS WILL NOT MAKE A NEAT JOB. EXPOSED CONDUIT SHALL BE SECURELY FASTENED TO THE BUILDING AT EIGHT-FOOT MINIMUM INTERVALS, USING APPROVED HANGERS, STRAPS, CLAMPS, OR SCREWS. WOOD PLUGS SHALL NOT BE USED FOR FASTENING PURPOSES. CONDUIT RUN ABOVE HUNG CEILING OR IN CRAWL SPACES SHALL BE SUPPORTED IN THE SAME MANNER AS FOR EXPOSED RUNS. WIRE TIES ARE NOT ACCEPTABLE SUPPORTS. CARE SHALL BE EXERCISED TO MAKE CERTAIN THAT THE CONDUIT SYSTEM NOW PLANNED WILL PERMIT REMOVAL OF CONDUCTORS FOR FUTURE CHANGES AS MAY BE REQUIRED. ALTHOUGH UP TO FOUR 90 DEGREE BENDS ARE PERMITTED BY THE NATIONAL ELECTRICAL CODE, THE PRACTICE OF USING MORE THAN THREE 90 DEGREE BENDS PER RUN SHALL BE AVOIDED. PULL BOXES SHALL BE USED IF AT ALL FEASIBLE. PULLBOXES SHALL BE INSTALLED AT 100 FOOT INTERVALS IN LONG STRAIGHT RUNS. CLOSE NIPPLES WILL NOT BE PERMITTED. CONDUIT SMALLER THAN 1/2" SHALL NOT BE USED. THE REQUIRED STRENGTH OF THE SUPPORTING EQUIPMENT AND THE SIZE AND TYPE OF ANCHORS SHALL BE BASED ON THE COMBINED WEIGHT OF CONDUIT, HANGERS, AND CONDUCTORS. THE USE OF PERFORATED IRON STRAPS FOR SUPPORTING CONDUITS WILL NOT BE PERMITTED. SINGLE RUNS:      WHERE CONDUITS ARE RUN INDIVIDUALLY, THEY SHALL BE SUPPORTED BY      APPROVED PIPE STRAPS, SECURED BY MEANS OF TOGGLE BOLTS       IN HOLLOW MASONRY; EXPANSION SHIELDS AND MACHINE SCREWS      OR STANDARD PRESET INSERTS IN CONCRETE OR SOLID MASONRY;      MACHINE SCREWS OR BOLTS IN METAL SURFACES; AND WOOD      SCREWS IN WOOD CONSTRUCTION. THE USE OF PERFORATED IRON      STRAPS WILL NOT BE PERMITTED.      CONDUITS INSTALLED EXPOSED ON THE SURFACE IN DAMP LOCATIONS OR      IN REFRIGERATED AREAS SHALL BE PROVIDED WITH CLAMP BACKS      UNDER EACH CONDUIT CLAMP TO PREVENT ACCUMULATION OF       MOISTURE AROUND THE CONDUITS.      WHERE INDIVIDUAL CONDUITS ARE SUSPENDED FROM THE CEILING THEY      SHALL BE SUPPORTED BY HANGERS EQUIVALENT TO STEEL CITY       NO. C-149. MULTIPLE RUNS:      WHERE A NUMBER OF CONDUITS ARE TO BE RUN EXPOSED AND      PARALLEL, ONE WITH ANOTHER, THEY SHALL BE GROUPED AND      SUPPORTED BY TRAPEZE HANGERS.      HANGER RODS SHALL BE FASTENED TO STRUCTURAL STEEL MEMBERS      WITH SUITABLE BEAM CLAMPS, OR TO CONCRETE INSERTS SET       FLUSH WITH SURFACE. THE CONTRACTOR SHALL FURNISH AND INSTALL JUNCTION BOXES, PULLBOXES, AND CABLE SUPPORT BOXES AS SHOWN ON THE DRAWINGS, SPECIFIED HEREIN, OR AS OTHERWISE REQUIRED. BOXES SHALL BE SECURED IN POSITION INDEPENDENTLY OF CONDUITS ENTERING THEM BY MEANS OF BOLTS, ROD HANGERS, BRACKETS, OR OTHER APPROVED METHODS. OUTLET BOXES SHALL BE SECURELY FASTENED TO CEILINGS, WALLS OR COLUMNS.
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AutoCAD SHX Text
FOR FINISHED AREAS, USE SPECIFICATION GRADE DEVICES, COLOR AS SELECTED BY ARCHITECT, WITH SMOOTH THERMOPLASTIC WALL PLATE, COLOR TO MATCH DEVICE. FOR UNFINISHED DRY INTERIOR SPACES, USE SPECIFICATION GRADE DEVICE IN STEEL UTILITY BOXES WITH MATCHING STEEL DEVICE COVERS. FOR INTERIOR AND EXTERIOR WET LOCATIONS, USE SPECIFICATION GRADE DEVICES INSTALLED WITH AN OUTLET ENCLOSURE CLEARLY MARKED "SUITABLE FOR WET LOCATIONS WHILE IN USE", AS MANUFACTURED BY TAYMAC CORP., WITH PUSH-BUTTON RELEASE. RECEPTACLES:      20A, 125V DUPLEX RECEPTACLE: HUBBELL #CR5362      20A, 125V DUPLEX GFI RECEPTACLE: HUBBELL #GF5362      20A, 125V DUPLEX ISOLATED GROUND RECEPTACLE: HUBBELL #CR5352IG      20A, 125V DUPLEX TVSS RECEPTACLE: HUBBELL #HBL5362S       SWITCHES:      20A, 120/277V A.C. TOGGLE SWITCH: HUBBELL #CS1221      20A, 120/277V A.C. THREE-WAY SWITCH: HUBBELL #CS1223      20A, 120/277V A.C. FOUR-WAY SWITCH: HUBBELL #CS1224      20A, 120/277V A.C. KEY (LOCK) SWITCH: HUBBELL #1221L      20A, 120/277V A.C. RED PILOT HANDLE: HUBBELL #1221PL OCCUPANCY SENSORS:      WALL CONTROL - 1500W FLUORESCENT, 120VAC      SHALL BE COMPATIBLE WITH ELECTRONIC BALLASTS; 90°FIELD OF VISION.      HUBBELL AT120, COLOR AS SELECTED BY ARCHITECT.
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MAINTAIN THROUGHOUT PROJECT A SET OF PLANS WHICH ACCURATELY PORTRAY THE ACTUAL INSTALLATION, INCLUDING LOCATION OF ALL WIRING, EQUIPMENT, CIRCUIT NUMBERS, ETC. TURN OVER TO OWNER AT COMPLETION OF JOB.
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PROVIDE A MINIMUM OF SEVEN (7) SUBMITTAL COPIES FOR EACH ITEM LISTED ABOVE.
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PANELBOARDS SAFETY DISCONNECT SWITCHES OUTLET BOXES FITTINGS LIGHTING FIXTURES LAMPS CONDUCTORS DEVICES TIME SWITCHES PHOTOELECTRIC CONTROLS FIRE ALARM SYSTEM
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PROVIDE PRODUCT DATA, CATALOG CUT SHEETS WITH MFG. SPECIFICATIONS FOR REVIEW BY ARCH./ENGR. FOR THE FOLLOWING ITEMS:
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BEFORE ORDERING ANY MATERIAL OR DOING ANY WORK THIS CONTRACTOR SHALL VERIFY ALL MEASUREMENTS AT THE BUILDING AND SHALL BE RESPONSIBLE FOR THE CORRECTNESS OF SAME. NO EXTRA CHARGE OR COMPENSATION WILL BE ALLOWED ON ACCOUNT OF DIFFERENCE BETWEEN ACTUAL DIMENSIONS AND THE MEASUREMENTS INDICATED ON THE DRAWINGS; ANY DIFFERENCE WHICH MAY BE FOUND SHALL BE SUBMITTED TO THE ARCHITECT FOR CONSIDERATION BEFORE PROCEEDING WITH THE WORK.
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THE ELECTRICAL CONTRACTOR SHALL INSTALL RACEWAYS IN SUCH A MANNER THAT THE EXPANSION JOINTS OF THE BUILDING WILL FUNCTION PROPERLY AND NOT STRESS ANY ELECTRICAL RACEWAYS. EXPANSION JOINTS SHALL BE INSTALLED IN ALL RACEWAYS AT THE EXPANSION JOINTS OF THE BUILDING.
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THE CONTRACTOR SHALL FURNISH AND INSTALL THE POWER AND LIGHTING REQUIRED FOR THE CONSTRUCTION THE SCOPE SHALL INCLUDE, BUT NOT LIMITED TO:      TEMPORARY POWER DISTRIBUTION      LAMP SOCKETS AND LAMPS      OUTLETS AND CONSTRUCTION EQUIPMENT CONNECTION INCLUDING WELDERS      REMOVAL OF TEMPORARY DISTRIBUTION AFTER COMPLETION OF      CONSTRUCTION
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PAINT ALL EXPOSED RACEWAYS IN FINISHED ROOMS WITH TWO COATS OF PAINT TO MATCH SURROUNDINGS. INSTALL PANELBOARD TRIMS, CABINETS, ENCLOSURES, ETC., IN SUFFICIENT TIME SO THAT THE PAINTING CONTRACTOR MAY PAINT THESE SURFACES WITH THE WALLS. THIS CONTRACTOR SHALL PAY FOR ALL NECESSARY PAINTING IF THE ABOVE PROCEDURE IS NOT FOLLOWED.
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THIS CONTRACTOR SHALL DO ALL NECESSARY CUTTING AND PATCHING WHICH IS NOT CALLED TO BE DONE UNDER ANOTHER DIVISION. ALL CUTTING AND REPAIRING SHALL BE PERFORMED BY SKILLED WORKERS.
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DETERMINE AND BE RESPONSIBLE FOR PROPER SIZE AND LOCATION OF OPENINGS AND CHASES, AND GIVE GENERAL CONTRACTOR NOTICE OF REQUIREMENTS. INSTALL ALL SLEEVES NECESSARY FOR THE WORK. WHEREVER ANY RACEWAY PASSES THROUGH A WALL, THE OPENING SHALL BE SEALED TIGHT AGAINST THE RACEWAY BY THIS CONTRACTOR. RACEWAYS THROUGH FOUNDATION WALLS AND ROOFS SHALL BE SEALED WATERTIGHT BY THIS CONTRACTOR.
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NOTIFY THE ARCHITECT, AND OBTAIN APPROVAL, BEFORE ANY COMPONENTS OF THE ELECTRICAL SYSTEM ARE CONCEALED BY CLOSING OFF AREAS, POURING CONCRETE, ETC.
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THE PLANS SHOW THE APPROXIMATE LOCATION OF ALL PARTS OF THE WORK. THE ARCHITECT WILL GIVE EXACT LOCATIONS. WHERE STRUCTURAL CONDITIONS ENCOUNTERED NECESSITATE MINOR CHANGES, THESE SHALL BE MADE WITHOUT CHARGE, BUT MUST MEET WITH THE APPROVAL OF THE ARCHITECT. WHERE MAJOR CHANGES ARE REQUIRED, THEY SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT FOR DECISION BEFORE PROCEEDING WITH THE WORK.
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ALL ELECTRICAL INSTALLATION AND PRODUCTS USED ON THIS PROJECT SHALL COMPLY WITH THE NATIONAL ELECTRICAL CODE (NEC).
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ALL ELECTRICAL PRODUCTS USED ON THIS PROJECT SHALL CONFORM TO APPLICABLE STANDARD OF THE NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION (NEMA).
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ALL ELECTRICAL PRODUCTS USED ON THIS PROJECT SHALL BE LISTED BY UNDERWRITER'S LABORATORIES (UL).
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PAY FOR ALL PERMITS, INSPECTION FEES, LICENSES AND FOR TESTS WHICH MAY BE REQUIRED IN DETERMINING THE COMPLETENESS OF THE ELECTRICAL WORK.
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BRANCH CIRCUIT WIRING AND RACEWAYS WIRING DEVICES DISCONNECTS MOTOR STARTERS AND MOTOR STARTING EQUIPMENT GROUNDING AND BONDING LIGHTING CONTROLS LIGHTING FIXTURES AND LAMPS ELECTRICAL SERVICE ELECTRICAL DISTRIBUTION SYSTEM, INCLUDING PANELBOARDS, OVERCURRENT DEVICES, INSTRUMENTS, METERING, AND FEEDERS TELEPHONE RACEWAY SYSTEM, INCLUDING OUTLET BOXES AND COVERS, RACEWAYS, FISHWIRES, CABINETS, BACKBOARDS, AND RELATED EQUIPMENT COMPUTER RACEWAY SYSTEM, INCLUDING OUTLET BOXES AND COVERS, RACEWAYS, FISHWIRES, CABINETS, BACKBOARD, AND RELATED EQUIPMENT TELEPHONE SERVICE CABLE TV SERVICE FIRE ALARM AND DETECTION SYSTEM EXISTING CONSTRUCTION AND COORDINATION OF DEMOLITION WORK CONNECTIONS TO HVAC, PLUMBING, FIRE PROTECTION, AND ALL OTHER ELECTRICALLY SUPPLIED EQUIPMENT, CONTROLS, CONTROL PANELS, MOTOR STARTERS, MOTOR STARTING EQUIPMENT AND DISCONNECTS NOT FURNISHED UNDER HVAC, PLUMBING, FIRE PROTECTION, OR OTHER CONTRACTS
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THE ELECTRICAL SYSTEMS COVERED BY THIS CONTRACT INCLUDE, BUT ARE NOT LIMITED TO:
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CODES AND STANDARDS:      NYS UNIFORM FIRE PREVENTION AND BUILDING CODE      NFPA STANDARDS      ALL APPLICABLE FEDERAL, STATE, AND LOCAL CODES      NYS ENERGY CONSERVATION CONSTRUCTION CODE      NATIONAL ELECTRICAL CODE
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WHERE SPECIFICATIONS AND/OR DRAWINGS CONFLICT WITH ANY CODE REQUIREMENT, CODE REQUIREMENTS SHALL BE FOLLOWED.

AutoCAD SHX Text
"THE CONTRACTOR", "THIS CONTRACTOR", "EC", AND "DIVISION 16", AS USED IN THESE DRAWINGS AND SPECIFICATIONS, MEANS THE ELECTRICAL CONTRACTOR. "FURNISH AND INSTALL", "SUPPLY", AND "INSTALL", AS USED IN THESE SPECIFICATIONS, MEANS A COMPLETE AND WORKABLE INSTALLATION BY THE E.C.

AutoCAD SHX Text
THE INSTRUCTIONS TO BIDDERS, FORM OF BID, FORM OF CONTRACT, GENERAL CONDITIONS, SUPPLEMENTARY GENERAL CONDITIONS AND THE CONTRACT DRAWINGS ARE A PART OF THE SPECIFICATIONS FOR THIS DIVISION OF WORK AND THIS CONTRACTOR SHALL REFER TO THEM FOR INSTRUCTIONS PERTAINING TO HIS WORK.
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%%UINTERIOR LIGHTING

AutoCAD SHX Text
PROVIDE AND INSTALL ITEMS AS SPECIFIED HEREIN AND LISTED ON THE LIGHTING FIXTURE SCHEDULE ON THE DRAWINGS. CATALOG NAMES AND NUMBERS USED IN THE LIGHTING FIXTURE SCHEDULE ARE TO ESTABLISH A STANDARD OF QUALITY AND SHALL NOT BE CONSTRUED AS LIMITING COMPETITION. IF ALTERNATED, OR OPTIONAL, METHODS ARE PROPOSED AS SUBSTITUTION FOR ANY ONE OF THE LIGHTING FIXTURES, THEY MUST BE EQUAL IN DESIGN AND QUALITY, AS DETERMINED BY THE ARCHITECT/ENGINEER. THE DATA SUBMITTED MUST INCLUDE A DESCRIPTION OF THE LIGHTING FIXTURE, LENS, BALLAST, SHEET METAL GAGE, PHOTOMETRIC DATA, ETC. UPON REQUEST OF THE ENGINEER, A SAMPLE OF THE PROPOSED SUBSTITUTION SHALL BE PROVIDED. FURNISH AND INSTALL ALL LIGHTING FIXTURES COMPLETE WITH LAMPS. PROVIDE 10% ADDITIONAL LAMPS FOR EACH TYPE OF LAMP REQUIRED ON PROJECT AND TURN OVER TO OWNER. ALL LIGHTING FIXTURES SHALL CARRY THE UNDERWRITER'S LABEL OF APPROVAL. FIXTURES SHALL BE FREE OF IMPERFECTIONS, HANDLING, OR INSTALLATION DAMAGE. OBTAIN EXACT LOCATION OF ALL CEILING OUTLETS FROM THE ARCHITECT. THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR THE FIT OF ALL LIGHTING FIXTURES INTO THE ACTUAL CEILING INSTALLED. ALL WIRING WITHIN EACH LIGHTING FIXTURE SHALL BE CONTAINED IN METALLIC WIRING CHANNEL AND NOT IN THE LAMP CHAMBER. FLUORESCENT LIGHTING FIXTURES SHALL BE "P" RATED, PREMIUM GRADE, AND SO LABELED AS PER NEC. CONFIRM COMPATIBILITY AND INTERFACE OF OTHER MATERIALS WITH LUMINAIRE AND CEILING SYSTEM. REPORT DISCREPANCIES TO THE ENGINEER/ARCHITECT AND DEFER ORDERING UNTIL CLARIFIED. COORDINATE WITH DIVISION 15 TO AVOID CONFLICTS BETWEEN LUMINARIES, SUPPORTS, FITTINGS, AND MECHANICAL EQUIPMENT. ALL INCANDESCENT, FLUORESCENT, METAL HALIDE, AND HIGH PRESSURE SODIUM LAMPS SHALL BE AS MANUFACTURED BY GENERAL ELECTRIC, GTE-SYLVANIA, WESTINGHOUSE, OR PHILLIPS. ALL FLUORESCENT LIGHTING FIXTURES SHALL HAVE HIGH POWER FACTOR BALLASTS HAVING A SOUND LEVEL OF "A". BALLASTS CONSIDERED BY THE OWNER OR ENGINEER TO HAVE OBJECTIONABLE NOISE OR HUM SHALL BE REPLACED DURING THE PERIOD OF GUARANTEE AT THE DIVISION 16 CONTRACTOR'S EXPENSE. IT WILL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR TO VERIFY, WITH THE CONSTRUCTION CONTRACTOR, THE TYPES OF CEILINGS IN ALL ROOMS HAVING TROFFERS, AS TO THE TYPE OF TROFFER CONSTRUCTION REQUIRED TO MATCH THE CEILING CONSTRUCTION MOUNT HIGH INTENSITY DISCHARGE BALLASTS ON RUBBER GROMMETS TO REDUCE NOISE TRANSMISSION. ALL METAL PARTS SHALL BE GROUNDED AS A COMMON UNIT. SUPPORT FLUORESCENT LUMINARIES DIRECTLY FROM BUILDING STRUCTURE BY ROD HANGERS AND INSERTS, OR METAL ANGLE HEADERS SUPPORTED FROM FRAMING STRUCTURE OF CEILING SUSPENSION SYSTEM. INSTALL RECESSED LUMINARIES TO PERMIT REMOVAL FROM BELOW, TO GAIN ACCESS TO OUTLET OR PRE-WIRED LIGHTING FIXTURE BOX.
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%%UELECTRICAL SERVICE

AutoCAD SHX Text
PROVIDE NEW ELECTRIC SERVICE AT LOCATION AS INDICATED ON THE DRAWINGS. PROVIDE ALL METERS, METER CABINETS, CT'S AND CABINETS, RELATED SUPPORTS AND MOUNTING APPARATUS, AND AS REQUIRED BY  UTILITY COMPANY. FOR PAD MOUNTED TRANSFORMER INSTALLATIONS, PROVIDE TRANSFORMER PAD AND GROUND MAT IN COMPLIANCE WITH UTILITY COMPANY REQUIREMENTS. FOR UNDERGROUND LATERALS, USE RIGID GALVANIZED STEEL CONDUIT WITH ASPHALT COATING. BURY AT DEPTH AS PRESCRIBED IN NEC. PROVIDE EXCAVATION, BACKFILL, AND SURFACE RESTORATION IN COMPLIANCE WITH APPLICABLE PROVISIONS OF THE SPECIFICATION. WHERE SUCH PROVISIONS ARE NOT STATED IN THE CONTRACT DOCUMENTS, NOTIFY THE ARCHITECT PRIOR TO SUBMITTING A PROPOSAL, FOR CLARIFICATION. REVIEW THE PROPOSED SERVICE INSTALLATION WITH THE LOCAL ELECTRICAL INSPECTOR PRIOR TO ROUGHING IN. NOTIFY THE ARCHITECT OF ANY CHANGES THAT MATERIALLY DIFFER FROM THE CONTRACT DOCUMENTS. GROUND SERVICE AND TRANSFORMER IN COMPLIANCE WITH NEC. INCLUDE ALL UTILITY COMPANY FEES AND CHARGES, INCLUDING NEW SERVICE, TRANSFORMERS, AND METERING.
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%%UEND OF ELECTRICAL SPECIFICATIONS
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EXPANSION OF EXISTING FIRE ALARM SYSTEM SHALL COMPLY WITH NFPA 72 AND THE NEC. FIRE ALARM SYSTEM SHALL BE UL LISTED. FIRE ALARM SYSTEM SHALL BE A SUPERVISED, NON-CODED, ADDRESSABLE SYSTEM WITH MANUAL AND AUTOMATIC ALARM INITIATION. MULTIPLEXED SIGNAL TRANSMISSION TO FIRE ALARM SERVICE. DEVICES INCLUDE BUT ARE NOT LIMITED TO:      MAIN FIRE ALARM CONTROL PANEL WITH EMERGENCY BATTERY POWER      SUPPLY      REMOTE ANNUNCIATOR PANEL WHICH DUPLICATES FUNCTIONS OF THE FACP      FOR ALARM, SUPERVISORY AND TROUBLE INDICATIONS      DOUBLE ACTION MANUAL PULL STATIONS      PHOTOELECTRIC SMOKE DETECTORS      HEAT DETECTORS      DUCT SMOKE DETECTORS: PHOTOELECTRIC TYPE, COMPLETE WITH SAMPLING      TUBE AND REMOTE TEST STATION      RELAY FAN SHUTDOWN: RATED TO INTERRUPT FAN MOTOR CONTROL      CIRCUIT      VISUAL ONLY DEVICES: XENON STROBE LIGHT WITH CLEAR OR NOMINAL      WHITE POLYCARBONATE LENS, THE WORD "FIRE" IS ENGRAVED ON       THE LENS      AUDIO/VISUAL ALARM DEVICE: ELECTRIC VIBRATING 24V DC HORN AND      XENON STROBE LIGHT      DIGITAL COMMUNICATOR OR TAPE DIALER. SYSTEM SUPPLIER SHALL VERIFY      WITH AUTHORITY HAVING JURISDICTION FOR THE METHOD OF       RECEIVING A TRANSMITTED FIRE ALARM SIGNAL. WIRING      INSTALL ALL SYSTEM WIRING IN METAL RACEWAY IN ACCORDANCE WITH THE      NATIONAL ELECTRIC CODE.      COLOR CODING: USE ONE COLOR FOR ALARM CIRCUIT WIRING AND A      DIFFERENT COLOR FOR SUPERVISORY CIRCUITS PER       MANUFACTURER'S WIRING INSTRUCTIONS. INSTALLATION      ENGAGE A LICENSED, FACTORY AUTHORIZED SERVICE REPRESENTATIVE TO      INSPECT, FIELD ASSEMBLE COMPONENTS AND CONNECTIONS;       SUPERVISE PRETESTING, TESTING AND FINAL ADJUSTMENT OF THE       SYSTEM. PREPARE FORMS FOR SYSTEMATIC RECORDING OF       ACCEPTANCE TEST RESULTS.      PROVIDE EIGHT (8) HOURS OF TRAINING TO OWNERS MAINTENANCE      PERSONNEL. MANUFACTURERS: SUBJECT TO COMPLIANCE WITH THE REQUIREMENTS, MANUFACTURERS OFFERING PRODUCTS THAT MAY BE INCORPORATED INTO THE WORK INCLUDE: CERBERUS PYROTRONICS, EDWARDS SYSTEMS TECHNOLOGY, SIMPLEX TIME RECORDER CO., NOTIFIER OR LIFE SAFETY.
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