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KEYED NOTES
1 REMOVE EXISTING STORM WATER PIPING INDICATED.

2 PREPARE REMAINING STORM PIPING FOR CONNECTION TO NEW STORM PIPING.

3 REMOVE EXISTING DOMESTIC WATER PIPING INDICATED.  TERMINATE REMAINING PIPING WITH
WATERTIGHT CAP.

4 REMOVE EXISTING NATURAL GAS PIPING ROUTED THROUGH RENOVATED SPACE.  CAP
REMAINING GAS PIPING AIRTIGHT.

5 REMOVE EXISTING INFRARED HEATING UNIT AND ASSOCIATED VENTING.  TURN UNIT OVER TO
OWNER.

SCALE: 1/8" = 1'-0"A GROUND FLOOR PLUMBING DEMOLITION PLAN
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